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PART | - THE SCHEDULE
SECTIONB
SUPPLIES OR. SERVICE AND PRICES/COSTS

BASE PERICD: 1 JAN 00 THROUGH 31 DEGC @0

MAINTENANCE: NONPERSONAL SERVICES TQ PROVIDE FERSONNEL,
EQUIPMENT, TOOLS, MATERIAL, AND OTHER ITEMS AND

ON-3ITE SERVICES NECESSARY TO PROVIDE EQUIPMENT
MAINTENANCE, REPAIRS, INSTALLATION, AND MISCELLANEQUS
SERVICES FOR AFMC ACOUISITION ORGANIZATIONS INVOLVED

IN RESEARCH, DEVELOPMENT, TEST, AND EVALUATION ACTIVITIES
AT WRIGHT-PATTERSON AR FORCE BASE OH, IN ACCORDANCE WITH
THE ATTACHED PERFORMANGCE WORK STATEMENT {PWE).
CONTRACT SERVICES INCLUDE;

LABOR {SEE ATTACHMENT 1 FOR FIXED RATE CHART OF

LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA

(A3 SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED).
LABGR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE
SERVICE CONTRACT ALY,

PR NR: FBWLADS1390500

TOTAL ESTIMATED PRICE FOR CLIN 0001; $6,072,192.60
(OBTAINED FROM ATTACHMENT 1)

CONSTRUCTION: NONPERSONAL SERVICES TC PROVIDE PERSONNEL,
EQUIPMENT, TOOLS, MATERIAL, AND OTHER ITEMS AND

ON-SITE SERVICES NECESSARY TC PROVIDE ALL NECESSARY OR
REQUIRED OPERATIONS TO PERFORM CONSTRUCTION IN AFMC
ORGANIZATIONS INVOLVED IN RESEARGH, DEVELOPMENT, TEST, AND
EVALUATION ACTIVITIES AT WRIGHT-PATTERSON AIR FORCE BASE OH, IN
AGCORDANCE WITH THE ATTACHED PERFORMANCE WORK STATEMENT {PWS).
COMNTRACT SERVICES INCLUDE:

LABOR (SEE ATTACHMENT 2 FOR FIXED RATE CHART OF

LABOR CATEGORIES), MATERIALS, SUBCONTRAGTING, AND DATA

{AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED).
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE

DAVIE BACON ACT,

PR NR: FEWLADS13905G)

TOTAL ESTIMATED PRICE FOR CLIN 0002; $3.521,545.95
(OBTAINED FROM ATTACHMENT 2)

TOTAL ESTIMATED PRICE FOR BASE PERIOD: $9,5593,738.45
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PAGE 3 OF 21

OPTION | PERIOD: 1 JAN 01 THROUGH 31 DEC 4

MAINTENANCE: NONPERSONAL SERVICES TO PROVIDE PERSONNEL,
EQLNPMENT, TOOLS, MATERIAL, AND OTHER {TEMS AND

ON-SITE SERVICES NECESSARY TO PROVIDE EQUIPMENT
MAINTENANCE, REPAIRS, INSTALLATION, AND MISCELLANEQUS
SERVICES FOR AFMC ACQUISITION ORGAMNIZATIONS INVOLVED

IN RESEARCH, DEVELOPMENT, TEST, AND EVALUATION ACTIVITIES
AT WRIGHT-PATTERSON AIR FORCE BASE CH, IN ACCORDANGE WITH
THE ATTACHED PERFORMANCE WORK STATEMENT [PWWS),
CONTRACT SERVICES INCLUDE:

LABOR (SEE ATTACHMENT 3 FOR FIXED RATE CHART OF

LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA

(AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED),
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE
SERVICE CONTRACT ACT.

FR NR: TBO

TOTAL ESTIMATED PRICE FOR CLIN 0003: 55,977,466.20
{OBTAINED FROM ATYACHMENT 2}

CONSTRUCTION: NONPERSONAL SERVICES TO PRGVIDE PERSONNEL,
EQUIPMENT, TOOLS, MATERIAL, AND OTHER ITEMS AND

ON-SITE SERVICES NECESSARY TO PROVIDE ALL NECESSARY OR
REQUIRED OPERATIONS TO PERFORM CONSTRUGTION iN AFMC
DRGANIZATIONS INVOLVED IN RESEARCH. DEVELOPMENT, TEST, AND
EVALUATION ACTIVITIES AT WRIGHT-PATTERSON AIR FORCE BASE OH, IN
ACCORDANCE WITH THE ATTACHED PERFORMANCE WORK STATEMENT {PWS5).
CONTRACT SERVICES INCLUDE:

LABOR {SEE ATTACHMENT 4 FOR FIXED RATE CHART OF

LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA

{AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED).
LABOR CATEGORIES UNDER THIS LINE {TEM ARE SUBJECT TQ THE

DAVIS BACON ACT.

PR NR: TRD

TOTAL ESTIMATED PRICE FOR CLIN D004: %3,527,524.15
{OBTAINED FRCM ATTACHMENT 4)

TOTAL ESTIMATED PRICE FOR OPTION | PERIOD:  $9,504,990.15
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OPTION li PERIOD: 1.JAN 02 THROUGH 31 DEC 02

MAINTENANCE: NONPERSONAL SERVICES TO) PROVIDE PERSONNEL,
EQUIPMENT, TOOLS, MATERIAL, AND OTHER ITEMS AND

ON-SITE SERVICES NECESSARY TO PROVIDE EQUIFMENT
MAINTENANCE, REPAIRS, INSTALLATION, AND MISCELL ANEQLS
SERVICES FOR AFMC ACQUISITION ORGANIZATIONS INVOLVED

IN RESEARCH, DEVELOPMENT, TEST, AND EVALUATION ACTIVITIES
AT WRIGHT-PATTERSON AIR FORCE BASE QH, IN ACGCORDANCE WITH
THE ATTACHED PERFORMANGE WORK STATEMENT {PVVE),
CONTRACT SERVICES INCLUDE:

LABOR (SEE ATTACHMENT 5 FOR FIXED RATE CHART OF

LAEOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA

{AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED).
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE
SERVICE CONTRACT ACT.

FR NR- TBD

TOTAL ESTIMATED PRICE FOR GLIN 0005: $5,984,296.20
(OBTAINED FROM ATTACHMENT 5)

CONSTRUCTION: NONPERSCHNAL SERVICES TO PROVIDE PERSCGNNEL
EQUIPMENT, TQOLS, MATERIAL, AND OTHER ITEMS AND

ON-SITE SERVICES NECESSARY TO PROVIDE ALL NECESSARY OR
REQUIRED OPERATIONS TG PERFORM CONSTRUCTION IN AFMC
ORGANIZATIONS INVOLVED IN RESEARCH, DEVELOPMENT, TEST, AND
EVALUATION ACTIVITIES AT WRIGHT-PATTERSON AlR FORCE BASE OH, [N
ACCORDANCE WITH THE ATTACHED PERFORMANCE WORK STATEMENT [PYVE).
CONTRACT SERVICES INCLUDE;

LABOR {SEE ATTACHMENT & FOR FIXED RATE CHART OF

LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA

(AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED).
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE

DAVIS BACON ACT.

PR NR: TBD

TOTAL ESTIMATED PRICE FOR CLIN 0006; $3,533,937.75
{OBTAINED FROM ATTACHMENT &)

TOTAL ESTIMATED FRICE FOR OPTION Il PERIOD: $%,518,233.95
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OPTTION [l PERIOD: 1 JAN 03 THROUGH 31 DEC 03

onay MAINTENANCE: NONPERSONAL SERVICES TO PROVIDE FERIONNEL,
FQUIPMLNT, TOOLS, MATERIAL, AND OTHER ITEMS AND
ON-SITE SERVICES NECESSARY TO PROVIDE EQUIPMENT
MAINTENANCE, REPAIRS, INSTALLATION, AND MISCELLANEDOUS
SERVICES FOR AFMC ACQUISITION ORGANIZATIONS INVOLYED
IN RESEARCH. DEVELOPMENT, TEST, AND EVALUATION ACTIMITIES
AT WRIGHT-PATTERSON AIR FORCE BASE OH, iIN ACCORDANCE WITH
THE ATTACHED PERFORMANCE WORK STATEMENT {PWS).
CONTRACT SERVICES INCLUDE:
LABOR {SEE ATTACHMENT 7 FOR FIXED RATE CHART OF
LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA
(AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED}.
LABOR CATEGORIES UNDER THIS LINE iTEM ARE SUBJECT TO THE
SERVICE CONTRACT ACT.

FR NR TBD

TOTAL ESTIMATED PRICE FOR GLIN 0007; 35,990, 716.20
{CBTAINED FROM ATTACHMENT 7)

0oas CONSTRUCTIGN: NONPERSONAL SERVICES TG PROVIDE PERSOMNEL,
EQUIPMENT, TOOLS, MATERIAL, AND OTHER iTEMS AND
ON-SITE SERVICES NECESSARY TO PROVIDE ALL NECESSARY OR
REQUIRED OFERATIONS TO PERFORM CONSTRUCTION IN AFMC
URGANIZATIONS INVOLVED iN RESEARCH, DEVELOPMENT, TEST, AND
EVALUATION ACTMITIES AT WRIGHT-PATTERSON AIR FORCE BASE OH, N
ACCORDANCE WITH THE ATTACHED PERFORMANCE WORK STATEMENT {PWS).
CONTRACT SERVICES INCLUDE:
LABCR {SEE ATTACHMENT 8 FOR FIXED RATE GHART OF
LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA
{AS SPECGIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED}.
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE
DAVIS BACON ACT.

PR NR: TED

TOTAL ESTIMATED PRICE FOR CLIN DO0B: $3,540,219.55
(OBTAINED FROM ATTACHMENT B)

TOTAL ESTIMATED PRICE FOR OPTION Ili PERIOD: %$9,530,935.76
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OPTION IV PERIOD: 1 JAN 04 THROUGH 31 DEC 04

MAINTENANCE: NONPERSONAL SERVICES TO PROVIDE PERSONNEL,
EQUIPMENT, TOOLS, MATERIAL, AND GTHER ITEMS AND

ON-5ITE SERVICES NECESSARY TO PRGVIDE EQUIPMENT
MAINTENANCE, REPAIRS, INSTALLATION, AND MISCELLANEQUS
SERVICES FOR AFMC ACQUNSITION ORGANIZATIONS INVOLVED

IN RESEARCH, DEVELOPMENT, TEST, AND EVALUATION ACTIVITIES
AT WRIGHT-PATTERSON AIR FORCGE BASE OH, IN ACCORDANGE WITH
THE ATTAGHED PERFORMANCE WORK STATEMENT (PWS).
CONTRALCT SERVICES INCLUDE:

LABGR (SEE ATTACHMENT & FOR FIXED RATE CHART OF

LABOR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA
(&5 SPECIFIED ON DD FORM 1423, WHICH ARE NOQOT SEFARATELY PRICED}.
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE
SERVICE CONTRACT ACT,

PR NR; TBD

TOTAL ESTIMATED PRICE FOR CLIN 0003: $6,997 441,20
(OBTAINED FROM ATTACHMENT 9)

CONSTRUCTION: NOMPERSONAL SERVICES TO PROVIDE PERSOMNNEL,
EQUIPMENT, TOOLS, MATERIAL, AND OTHER ITEMS AND

ON-SITE SERVICES NECESSARY TOQ PROVIDE ALL NECESSARY OR
RE(UARED OPERATIONS TO PERFORM CONSTRUGTION IN AFMG
QRGANIZATIONS INVOLVED IN RESEARCH, DEVELOPMENT, TEST, AND
EVALUATION ACTIVITIES AT WRIGHT-PATTERSON AIR FORCE BASE OH, IN
ACCORDANCE WITH THE ATTACHED PERFORMANCE WORK STATEMENT {PWW3).
CONTRAGT SERVICES INCLUDE;

LABOR (SEE ATTACHMENT 10 FOR FIXED RATE CHART OF

LABCR CATEGORIES), MATERIALS, SUBCONTRACTING, AND DATA

(AS SPECIFIED ON DD FORM 1423, WHICH ARE NOT SEPARATELY PRICED).
LABOR CATEGORIES UNDER THIS LINE ITEM ARE SUBJECT TO THE

DAVIS BAGON ACT.

FR NR. TGD

TOTAL ESTIMATED PRICE FOR CLIN 0010: $3,548,630.15
{OBTAINED FROM ATTACHMENT 10}

TOTAL ESTIMATED PRICE FOR OFTION IV PERIOD: $9,544,071.25

ESTIMATED TOTAL CEILING; $47,681,969.85
(BASE YEAR PLUS OPTIONS |, Il, 1N, AND IV)



"ONTRACT NUMBER F33601 00T o2
FAGE 7 OF 21

B-1. CLAUSES AND PROVISIONS

(4} Clauses and provisions from the Foderal Acquisition Regulation (FAR) and suppistnents thereto are incorporated in thig
document by reference and in full text. Those incorporated by reference have the same force and effect as if fhey were given in
full text,

(b)  Clausgs and provisions in this dacoment will be numberad in sequence, but will not necessarily ap pear in consocutive
arcler.

{c)  Sections K, L and M will be physically removed from any reaultant award, but will be deamed to be
incorporated, by refarence, in that award,

PART | - THE SCHEDULE

SECTIONC
DESCRIPTION/SPECIFICATIONSANORK STATEMENT

C-205 252.211-7005 SUBSTITUTIONS FOR MILITARY OR FEDERAL MAR 1924
SPECIFICATIONS AND STANDARDS
{IAW DFARS 211.273-4)

{dy  (Offeror insert information for each SP| process)

SPI Frocazs: WA

Facitity; N/A,

Military or Federal Specification or Standard. N/A

Affected Contract Lina ltern Number, Subling Item Number, Component, or Elament: M/A

C-551 INCORPORATION OF REFERENCE DOCUMENTS

All specifications, exhibits, drawings or other documents which are refermed to in this contract, whether or nat attachad, are
incorporated herein by reference,

PART [ - THE SCHEDULE
SECTIONE
INSPECTION AND ACCEPTANCE

E-7. 522466 INSPECTION-TIME-AND-MATERIAL AND LABOR-HOUR JAN 19886
{IAW FAR 45.306)
E-18 52.246-12 INSPECTION OF CONSTRUCTION AUG 1986

(1AW FAR 45.312)

E-35. DD FORM 1423 DATA INSPECTION AND ACCEPTANGE
(AW FAR 46 401(k) and 46.503}

The inspeaction and Acceptance for Data items are as shown on DD Form 1423 attached herelo.

E-471. INSPECTIGN AND ACCEPTANCE
{IAVY FAR 48 401({b), and 45.503)

Inspaction and acceptance of the (Servicex/Supplies) will be performed for:

All facilities listad in Attachment 11, Technical Exhibit #3, Maps and Work Layouts by 88 CEGICECW
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PART | - THE SCHEDULE
SECTIONF
DELIVERIES GR PERFORMANCE
F-12. PERIOD OF PERFORMANCE
(JAW FAR 11.401(a))
Performance under this contract shall be from 1 JAN 00 through 31 GEC 00.
F-13. FLACE OF PERFORMANCE
(AW FAR 11 401(a)}
Services under this contract are required to ba performed at the fallowing
location(s): Ag shown in Attachment 11, Technical Exhibit #3, Maps and Work Layouts.
F-20. 52.211-12 LIQUIDATED DAMAGES - CONSTRUCTION APR 1584
(AW FAR 11.504(b})
Fer the purposes of this clause the blank(s) are completed as fallows:
{a} tha sum of $182.86 for each day of delay.
F-21, 6221112 LIQUIDATED DAMAGES - CONSTRUCTION — ALTERNATE | AFR 1984
{IAW FAR 11.504(b}}
F-22. 5221113 TIME EXTENSIONS APR 18984
{IAW FAR 11.504(c))
t-26. 52.242-15 STOP-WORK ORDER AL 1980
{I1AVY FAR 42.1305(b) 11
F-68 5224755 F.0.8, POINT FOR DELIWVERY OF GOVERNMENT-FURNISHED APR 1834
PROPERTY
{IAW FAR 47.305-12{a)(2})
F-477. 8352.247-0017 F.O.B. POINT FOR DELIVERY OF SEP 1938

GOVERNMENT-FURNISHED PROPERTY {AFMC)
{IAW AFMCFARS 5347.305-12(a)(90))

The f.o.b. point for delivery of Government-furished property, as defined in FAR 52.247-35, F.o.b. Point for Delivery of
Government-Fumished Property, shalf be: destination.



: “DONTRACT NUMBER F33601-00-0J002
PACE 3 OF 21

PART | - THE SCHEDULE
SECTION G
CONTRACT ADMINISTRATION DATA
G-1. ACCOUNTING AND APPROPRIATION DATA
CONTRACTOR: INVOICES SHOULD EE PREPARED IN ACCORDANCE WITH FAR PART 32 PAYMENTS CLAUSES,
INVOICES SHOULD CITE THE CONTRACT NUMBER, DELIVERY ORDER NUMBER, AND LiST APPLICAELE CONIRACT
LINE ITEM NUMEERS AND ASSOCIATED CHARGES.
SEND INVOICLS TO:
88 CEG/ICECW
ACCOUNTING AND APPROPRIATION DATA:
FUNDS WILL BE CITED ON EACH DELIVERY ORDER/TASK ORDER ISSUED HEREUNDER

G445, 5352.237-9002 CONTRACT HOLIDAYS (AFMC) JUL 1997
(1AW AFMCFARS 5337.110-90(c))

(a)  The pricesfcosts in Section B of tha contract include holiday observances; accordingly, the Guvernment wall not be bilied
for such holidays, except when services are required by the Govemmant and are actually performed on a holiday. Helidays in
adtlition to those reflected in this contract, which are designated by the Goverment, wilf be billable provided the assignexd
Contracior employee was available for pafformance and was precluded from such performance.

{b} The following days are cantract holidays: NEW YEAR'S DAY, MARTIN LUTHER KING DAY, PRESIDENT'S DAY,
MEMORIAL DAY, INDEFENDENCE DAY, LABOR DAY, COLUMBUS DAY, VETERAN'S DAY, THANKSGIVING DAY,
AND CHRISTMAS DAY,

NOTE: There are ten {10) Government recognlzed holidays. The Departmant of Labor Wage Determinatlon allows for
eleven (11) holidays for Service Contract Act (SCA} covared employees. Because certaln SCA recognized holidays
{such as Good Friday} are not recegnized as Government holidays, it is expected that facilities requiring the services
of the Contractor on that day shall receive such services. The Contractor may substitute another day (e.q.,
employee's birthday, anniversary, or other day of preference) for that SCA recognized holiday for its SCA cavered

employees.
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PART [ - THE SCHEDULE
SECTIONH
SPECIAL CONTRAGT REQUIREMENTS

H-91. WAGE DETERMINATION
{IAW FAR 22.1012.1)

Service Contract Act Wage Determination Number 94-2419, Revision 14, dated 27 May 39, is aftached hereto and made 3
part herect,

H-CZ6. OPTION TO EXTEND SERVICES
(PEW 9G-106)

The Contracting Officer may provide written notice to the contracter extending the period of performance of the cantract for an
aggregate peried not to exceed B manths in accordance with contract clause 1-194, Option To Extend Services, no less than 14
calendar days prior to the expiration of the contract. The contract extension shall be at the rates specifiad in the contract
schedule for the periog of performance immediataly preceding the extension, adjusted only as allowed by )-194,

H-558 MATERIAL AND SUBCONTRACTED SERVICES HANDLING CHARGES

The: price to b paid by the Govermment for material handling andfor subcontracted services is subject to audit and may be
hegotiated betaeen the contractor and the Administrative Contracting Officer (ACD) follawing any auditfs) perfortmcd in

accordance with the contract clause entitled "Payments Under Time-and-Matsrial and Labor-Hour Contracts” under time and
rnaterials and labor hour contracts. The percentages below are ceiling rates and shall not be exceeded.

fa) Materiais Handling: 0.87%
(b} Subcontracled Services: 1.25%
*{c) General and Administrative;  Nias

*NOTE: G&A expenses are allowed only to the extent that they are not included In the material handling rate and arc
applied in accordance with the contractor's usual accounting practices consistent with Subpart 31.2 of the FAR.

See Clause L-562 for additional materials handling, subcontracted services, and G&A fill-ins.



"ONTRACT NUMBER F32601-00.DJ002

PAGE 11 OF 21
PART !Nl - CONTRACT CLAUSES
SECTIONI
CONTRACT CLAUSES
FAR  52.252-2 CLAUSES INCORPORATED BY REFERENCE FEE 1345

(LAWY FAR 52 107(b))

The full text of a clause may be accessed slactronically at thistthese address(es): Reguiations URLs: (Click an the appropriate
requfation.)

hitp:iffarsite hill af. milireghtmlizrifaritoc. htm

hitp:/ffarsite. hill.af.milreghtml/dfars/dfaritoc.htmn

http:/farsite.hill.af.milfreghtmliaffars/affaritoc. htm

hitp:iffarsite.hill.af. milfreghtmlfafmefarsfafmc1toc_bim

NOTE: After selecting the appropriate regulation above, at the "Table of Contents” paga, conduct a search for the desired
regulation reference using your browser's FIND function. When located, click on the regulation referenes {hyparlink).

NO. FAR PARA CLAUSE TITLE DATE

-11. 52.202-1 BEFINITIONS OCT 1895
(AW FAR 2.201)

I-12. 52.202-1 DEFINITIONS — ALTERMATE | APR 1984
{IAW FAR 2201}

l-18. 52.203-3 GRATUITIES APR 15584
{lAW FAR 3.202)

I-20. 52.203-5 COVENANT AGAINST CONTINGENT FEES APR 1884
{IAW FAR 3.404)

121, 52,2035 RESTRICTIONS ON SUBCONTRACTOR SALES TO THE JULL 1995
GOVERNMENT
(1AW FAR 3.502-2)

22, §2.203.7 ANTIKICKBACK PROCEDURES JUL 1985
{IAW FAR 3.502-3)

-23, 52,203-8 GCANCELLATION, RESCISSION, AND RECOVERY JAN 1997

OF FUNDS FOR ILLEGAL OR IMPROPER AGTIVITY
(1AW FAR 3.104-9a)}

J-25. §2.203-10 PRICE OR FEE ADJUSTMENT FOR ILLEGAL OR JAN 1997
IMPROPER ACTIVITY
(AW FAR 3.104-9(b))

l-25C. 52.203-12 LIMITATION ON PAYMENTS TO INFLUENCE CERTAIN JUN 1997
FEDERAL TRANSACTIONS
(LAW FAR 3.808(h))

-39, §2.204-4 PRINTING/COPYING DOUBLE-SIDED ON RECYCLED PAPER  JUN 1096
(AW FAR 4.304)

1-78. 52.209-6 PROTECTING THE GOVERNMENT'S INTEREST WHEN JUL 1995
SUBCONTRACTING WITH CONTRACTORS DEBARRED,
SUSPENDED, OR PROPOSED FOR DEBARMENT
{IAW FAR 9.409(b3}

-102. 52.211-1% DEFENSE PRIORITY AND ALLOCATION REQUIREMENTS SEP 1990
HAW FAR 11.604(b))
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I-128. 52.215-2 AUDIT AND RECORDS--NEGOTIATION JUN 1949
1AW FAIR 152090} 1))

1-12935. £2.215-8 ORDER OF PRECEDENCE--UINIFORM CONTRACT FORMAT OCT 15097
{1AW FAR, 15.208(h])

[-134C 52.215-11 PRICE REDUCTION FOR. DEFECTIVE COST OR OCT 1957
PRICING DATA--MOBIFICATIONS
(IAWY FAR 15.408(c))

1360 52.215-13 SUBCONTRACTOR COST OR PRICING DATA-- QT 1997
MODIFICATIONS
(1AW FAR 15.40B(e))

I-138C £2.215-15 PENSION ADJUSTMENTS AND ASSET REVERSIONS DEC 1988
(AW FAR 15 408(a})

-4, 5221618 REVERSION OR ADJUSTMENT OF PLANS FOR OCT 1597
POSTRETIREMENT BENEFITS {PRB) OTHER
THAN PENSIONS
(LAW FAR 15.408(j))

-153, 52.216-7 ALLOWARBLE COST AND PAYMENT ARE 1933
(1AW FAR 16.307(a)(1}}

[-1R3C 52.216-¥ ALLOWABLE COST AND PAYMENT — FER 1297
ALTERHNATE |
(1AW FAR 16.307(a)2))

170 52.216-18 QRDERING QCT 1995
(AW FAR 16.506(a))

For the purposes of this clause the blank{s) is/are complated as follows:

{a8) issued from 1 Jan 00 through 30 Dec 00

1-171. 52.216-149 ORDER LIMITATIONS OCT 1955
{IAW FAR 15.506(b))

For the purpeses of this clauvse the blankis) isfare complated as fallows;

(a)  $100.00

{b¥1} $2,000,000.00

{b1i2} %2,000,000.00

{b)(3) 5 Days

fd) 10 Days

1-173. 52.216-H1 REQUIREMENTS OCT 1985
(1AW FAR 16.505(d){1))

For the purposes of this clauss the blank(s) isfare completed as follows:

{f) caontractor shall not be required to make any delivenies under this contract after 15 Jan 01

194, 821178 OPTIGN TO EXTEND SERVICES AUG 1883
(AW FAR 17.208(f))

1-185, 522179 OPTION TO EXTEND THE TERM OF THE CONTRACT MAR 1252

{IAW FAR 17.208(g})

For the purpases of this clause the blank{s) isfare campleted as follows:

(2} within 15 calendar days prior to the contract expiration pericdt; and, if exercised, shall be subject to Clause 1-404,

Availability of Funds
() not lo excead Five {5} Years



YONTRACT NUMBER F235601-00-0,002

PAGE 13 OF 21

1-212. 52.219-6 NOTICE OF TOTAL SMALL BUSINESS SET-ASIDE JUL 1996
(TAW FAR 19.508(c))

| 214, 522198 UTILIZATION OF SMALL BUSINESS CONCERNS 0OCT 1989
{IAW FAR 19.708(a))

1-221. 52.219-14 LIMITATIONS ON SUBCONTRACTING DEC 1994
{IAW FAR 19.508(c), 19.811-3(g), and 19.1006 (K3}

|-245. 52.222-1 NOTICE TO THE GOVERNMENT OF LABOR DISPUTES FEB 1897
(1AVY FAR 22 103-5(a))

1-247. §2,222.3 CONVICT LABOR AUG 1996
(1AW FAR 22,202}

1-248. 52.222-4 CONTRACT WORK HOURS AND SAFETY STANDARDS ACT--  JUL 1995
OVERTIME COMPENSATION)

1-250. 52,2225 DAVIS-BACON ACT FCB 1995
{IAW FAR 22,407 {a)( 1))

1-251. 52.222-7 WITHHOLDING OF FUNDS FEB 1988
(1AW FAR 22 407(a)(2))

[-252. 52.222-8 PAYROLLS AND BASIC RECORDS FER 1988
(1AW FAR 22 407{a)}(3))

1-253, 52.222.9 APPRENTICES AND TRAINEES FEB 1988
(1AW FAR 22.407(a)4)}

1-254. 52.222-10 COMPLIANCE WITH COPELAND ACT REQUIREMENTS FEB 1983
[IAW FAR 22.407(a)(5))

1255, 52.222-11 SUBCONTRACTS (LABOR STANDARDS) FEB 1088
(IAVY FAR 32 407(2)(6))

I-256. 52.222.12 CONTRACT TERMINATION—DEBARMENT FES 1989
(LAW FAR 22.407(a)7))

|-257. 52,222-13 COMPLIANCE WITH DAVIS-BACON AND RELATED FEE 1088
ACT REGULATIONS
(LAWY FAR 22,407(a)8))

1-258. 52.222.14 DISPUTES CONCERNING LABOR STANDARDS FED 1988
(AW FAR 22.407(a)5})

-259. 52.22215 CERTIFICATION OF ELIGIBILITY ' FEB 1938
{IAW FAR 22 407(a)10))

|-263E. 52.222.21 PROHIBITION OF SEGREGATED FACILITIES FEB 1599
(1AW FAR 22.810{z}(1})

1-284. 52.222.25 EQUAL OPPORTUNITY FEB 1699

. (1AW FAR 22.810(e)}

[-266. 52.222.27 AFFIRMATIVE ACTION COMPLIANCE REQUIREMENTS FEB 1999
FOR CONSTRUCTION
(AW FAR 22 810(f)

|-274. 52.222.35 AFFIRMATIVE ACTION FOR DISABLED VETERANS AND APR 1998
VETERANS OF THE VIETNAM ERA
(AW FAR 22 1308(a){1}, and DFARS 222.1308({2){1))

1.276. §2.222-36 AFFIRMATIVE ACTION FOR WORKERS WITH DISABILITIES JUN 1998
(1AW FAR 22.1408(a))

-278. 52.222-37 EMPLOYMENT REPORTS ON DISABLED VETERANS JAN 1999

AND VETERANS OF THE VIETMAM ERA
(1AW FAR 22.1308{b}}
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-283. 52.222-41 SERVICE CONTRACT ACT OF 1985, AS AMENDED MAY 1989
{IAW FAR 22 1006(a)}

1284, 52.222 42 STATEMENT OF EQUIVALENT RATES FOR FEDERAL HIRES  MAY 1985
(1AW FAR 27 1006(b))

Fer the purposes of this clause the blankis) isfare completed as follows:

In compliance with the Service Contract Act of 1965, as amended, and the regulations of the Secretary of Labor (39 CFR Part
4), this ciause identifies the classes of service empioyees expectad (o be employed under the contract and states the wages
and fringe benefits payable to each if they were employed by the contracting agency subject to the provisions of 5 U.5.C. 5241
or Balz

THIS STATEMENT IS FGR INFORMATION ONLY
IT IS NOT A WAGE DETERMINATION

EMPLOYEE CLASS GRADE HOURLY WAGE
Heating, Refrigeralion, and AC Mechanic WG-4749-10 $17.26
Maintanance Trades Helper WGE-4720-05 51415
Water Treatment Piant Operator WG-5408-08 $16.74
Electrician, Maintenance WCE-2B06-10 $17.38
Pipefitter, Maintenance WE-4204-10 $17.368
Sheetmetal Worker, Maintenance W3E-2806-08 F16.05
Fainter, Mamtenance WG-4102-07 §15.43
Carpenter, Mamtenance WEAGBHT-08 %16 .74
[-285, 52 222-43 FAIRLABOR STANDARDS ACT AND SERVICE CONTRACT MAY 1954
ACT--PRICE ADJUSTMENT {(MULTIPLE YEAR AND OPTION
CONTRACTS)
{IAW FAR 22 1006(c)1))
1202 522232 CLEAM AIR AMND WATER AFPR 1864
(1AW FAR 23.105(b))
[-294. 52.223-5 POLLUTION PREVENTION AND RIGHT-TO-KNOW APRE 1598
iINFORMATION
{IAW FAR 23.1005)
-205 52,2234 DRUG-FREE WORKPLACE JAMN 1997
[IAW FAR 23.505)
I-297E. £52.223-14 TOXIC CHEMICAL RELEASE REPORTING ICT 1585

{IAWY FAR 22.907(b}))
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1-308. 52.225.5 BUY AMERICAN ACT-CONSTRUCTION MATERIALS JUN 1957
(AW FAR 25 207(a)}

For the purposes of this clause the blank(s) isfare completed as follows
by {2) NONE

{d) For evaluation of requests under paragraph (¢} of this clause based on unreasonatle eost, tha following infermatian andg
any applicable supporting data based an the survey of suppliers shalf be included i the requesi

FOREIGN AND DOMESTIC CONSTRUCTION
MATERIALS PRICE COMPARISON

COMNSTRUSTION UNIT OF QUANTITY PRICE
MATERIAL MEASURE {DOLLARS)
DESCRIPTION

ltam 1:

Forgign
construction
rmaterial .

Bomestic
construction
matefial

ltes 2;

Foreign
construction
matesial

Domestic
construction
imatenal

| ist name, address, telephone number, and contact for suppliers surveyed. Attach copy of response; if aral, attach SUMMary.

Include other applicable supporting informaticn,
* Include all defivery costs to the construction site and any applicable duty {whether or not a duty-free entry certificate is

issued),

-312. §2.225-11 RESTRICTIONS ON CERTAIN FOREIGN PURCHASES AUG 1998
{JAW FAR 25.702)

I-315. 52.2271 AUTHORIZATION AND CONSENT JUL 1995
(1AW FAR 27.207-2{a))

I-217 52.227-2 NOTICE AND ASSISTANCE REGARDING PATEKT AND ALIG 1808
COPYRIGHT INFRINGEMENTS
{1AVW FAR 27 202-3)

[-333. 522281 BID GUARANTEE : SEP 1996

(A FAR 28.101-2{a}
For the purposes of this ctause the blank{s) isfare completed as follows:

{c)  20% of the total estimated price of CLIN 0002 {construction - base year)

| 334. £2.225-2 ADDITIONAL BOND SECURITY QLT 1957
(1AW FAR 28,100 4}
1-337. 52.228-5 INSURANCE-WORK ON A GOVERNMENT INSTALLATION JAN 1997

(1AW FAR 28310
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1-339. 52.228.7 INSURANGE-LIABILITY TO THIRD PERSONS MAR 1995
{IAW FAR 28 311-1)

1345, 52.228-11 PLEDGES OF ASSETS FEB 1092
(LAY FAR 28.703-6)

-346 52.228-12 PROSPECTIVE SUBCONTRACTOR REQUESTS FORBONDS  OCT 1995
(1AW FAR 28 105-4(b))

-348. 52.228-14 IRREVOCABLE LETTER OF CRED OCT 1097
(AW FAR 28.204-4) :

|-348H. 52.228-15 PERFORMANCE AND PAYMENT BONDS—CONSTRUCTION SEP 1996
{IAW FAR 28.102-2(2))

-389. 52.232.7 PAYMENTS UNDER TIME-AND-MATERIALS AND FER 1997

LABOR-HOUR CONTRACTS
{lAW FAR 32 1114b0

1-403, 52.232-17 INTEREST JUN 1935
(IAW FAR 32.617(a), and 32.617(b))

1404, §2,232-18 AVAILABILITY OF FUNDS APR 1984
(1AW FAR 32.705-1{a))

1406, 52.232-20 LIMITATION OF COST APR 1984
(IAVY FAR 32.705.2(a))

1408 52.232-22 LIMITATION OF FUNDS APR 1984
(1AW FAR 32.705-2(c})

404, 52.232-23 ASSIGNMENT QF CLAIMS JAM 1985
{IAW FAR 32 806(a)(1))

1412, 52.232.25 PROMPT PAYMENT JUN 1997
(1AW FAR 32.908(c)}

For the purposes of this clause the Blank{s) are completed a3 follows:

{2)(5)(i} 7th

(Y1) 30th
1-415. §2.232-27 PROMPT PAYMENT FOR CONSTRUCTION CONTRACTS JUN 1597
(IAW FAR 32.808(b))
I41BF. 52,232-33 PAYMENT BY ELECTRONIC FUNDS TRANSFER-- MAY 1989
CENTRAL CONTRACTOR REGISTRATION
(HAW FAR 32.1110(a){( 1)
1417 52.233-1 DISPUTES DEC 1698
(AW FAR 33.215)
1-419. 52.233-3 PROTEST AFTER AWARD AUG 1955
' {IAVY FAR 33.106(bY)
1420, 52.233.3 PROTEST AFTER AWARD — ALTERNATE | JUN 1985
(LAWY FAR 23.106(b})
1448 52,236-5 MATERIAL AND WORKMANSHIP APR 1984
(1AW FAR 36.505)
1-450. 52.236-7 PERMITS AND RESPONSIBILITIES NGV 1961

{IAVY FAR 36.507)
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i-479

1-531.

52.237.2

522373

52.242-3

52.24724
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PROTECTION OF GOVERNMENT BUILDINGS, EQUIPMENT,

AND VEGETATION

{IAW FAR 37.110{h))

CONTINUITY OF SERVICES

{IAW FAR 37.110(c))

PENALTIES FOR UNALLOWAELE COSTS
(1AW FAR 42 700-6)

CERTIFICATION OF FINAL INDIRECT COSTS
{IAW FAR 42.703-2(f))

ic] The cedificate of final indirect costs shail read as foilows:

CERTIFICATE OF FINAL INDIRECT COSTS
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APR 1584

JAN 1541

QCT 19585

JAN 1997

This iz to cerlify that | have reviewed this proposal to sstablish final indirect cost rates and to the best of my knowledge
#nd beliaf:
Alt costs inchuded in this proposal (Solicitation F336061-88-R-2033, dated 16 Aug 99) to establish final indirect

costs rates for the contract period are allowable In accordance with the cost principles of the Federal Acouisition
Regulation (FAR) and its supplements applicabla to the contracts to which the final indirect cost rates will appiy,

1.

Firm: Giilfin Services, Ing,

and

This proposal dees not include any costs which are expressly unallowable under spplicable cost principles of
the FAR or its supplemeants.

Signature: {Onginal Signature in Official Contract File, Folder 4}
MName of Cerifying Official: James J. Griffin
Title: Chairman, CEO

DCate of Exacution: 84 3499

[-541.

1-558.

I-570.

52.242-13

54.243-3

52.244-2

BANKRUPTCY

(1AW FAR 42.903)

CHANGES-TIME-AND-MATERIALS OF LABOR-HOURS
{|AW FAR 43 205{z)}

SUBCONTRACTS
{IAWY FAR 44.204(a){1))

{&] All subcontracts over the QAE approval authority level

{£] Norne

I-574.

[-585.

1530,

16571

52.244-¢

52.245-5

52.246-25

52.2491

SUBCONTRACTS FOR COMMERCIAL ITEMS AND
COMMERCIAL COMPONENTS

(LAWY FAR 44.403)

GOVERNMENT PROPERTY (-QST-REIMBURSEMENT,
TIME-AND-MATERIAL, OR LABOR-HOUR CONTRACTS)
{DEVIATION}

([AYWW FAR 45 106{{1), and DDF Memo dated

13 Ju! 89, DAR Tracking #38-00008)

LIMITATION OF LIABILITY--SERVICES

{lAW FAR 485.805)

VALUE ENGINEERING

(DEVIATION}

{IAW FAR 48.201(b), and DDP Mearma dated 10 Jun 95,
LAR Tracking #99-C0008)

JUL 1985

ALKS 19587

ALIG 1088

QOCT 1998

JAN 1988

FEB 1997

MAR 1989



1578,
-6892.

[-696.

-7 10

I-733,

52.248-3

52.249-6

52.249-6

£2.24914

52.252.5
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For the purpases of this clause the blank(s) 1sfare complaled =5 follows;

(by  Defense Federal Acquisition Regulation Supplement (48 CFR Chapter 2)

-750.

1423

|A-24,
1A-33.

|A-34,

tA-40.

1A-S,

1A-92

HA-152.
1A-230.

1A-282.

1A-293,
1A-312.

|A-3120

1A-312H
[A-250

14300,

£2.25341

252.203-7001

252.2003-7002
252,204-7003

252.204-T004

252.205-7000

252.208-7T000

252.208-7T004

252 215-7000
252.223-7004

252.223-7005

252.225-T012
252,225-T025

252.225-7026

252.2265-7031
232.227-T033

252.231-7000

PAGE 18 OF 21
VALUE ENGINEERING-CONSTRUCTION MAR 1380
(IAW FAR 48.202)
TERMINATION (COST-REIMBURSEMENT) SEP 1906
{IAVY FAR 49.503(a) 1))
TERMINATION (COST-REIMBURSEMENT) — SEP 1985
ALTERNATE IV
(1AW FAR 49.503(a){4})
EXCUSABLE DELAYS APR 1584
(LAW FAR 49,505(d)}
AUTHORIZED DEVIATIONS IN GLAUSES APR 1934
(LAY FAR 52 107(f)
COMPUTER GENERATED FORMS JAN 1881
([AW FAR 53.111)
PROHIBITION ON PERSONS CONVICTED OF FRAUD MAR 1999
OR QOTHER DEFENSE-CONTRACT-RELATED FELONIES
{IAYY DFARS 203.570-5)
DISPLAY OF DOD HOTLINE POSTER DEC 15991
{IAW DFARS 203 7002)
CONTROL OF GOVERNMENT PERSONNEL WORK PRODUCT  APR 1992
(AW DFARS 204, 404-70(5))
REQUIRED CENTRAL CONTRACTOR REGISTRATION MAR 1998

{lAW DFARS 204.7304)

{Not applicable to awards with foreign vendors and foreign parformance}
PROVISION OF INFORMATION TO COOPERATIVE AGREEMENT DEC 1591
HOLDERS

(IAW DFARS 205.470-2)

ACQUISITION FROM SUBCONTRACTORS SUBJECT TO NOV 1995
ON-SITE INSPECTION UNDER THE INTERMEDIATE-RANGE

NUCLEAR FORCES (INF) TREATY

{IAW DFARS 209.103-70}

SUBCONTRACTING WITH FIRMS THAT ARE OWNED OR MAR 1998

CONTROLLED BY THE GOVERNMENT OF A TERRORIST COUNTRY

(IAVY DFARS 200.409)
PRICING ADJUSTMENTS DCC 1881
{IAW DFARS 215.408(1))

PRUG-FREE WORK FORCE SEP 1988
({AVY DFARS 223.570-4{a))

PROHIBITION ON §TORAGE AND DISPOSAL OF TOXIC APR 1993
AND HAZARDOUS MATERIALS

{LAW DFARS 223 7103)

PREFERENCE FOR CERTAIN DOMESTIC COMMODITIES MAY 1999
(IAW DFARS 225 7002-2(a))

RESTRICTION ON ACQUISITION OF FORGINGS JUN 1957
(AW DFARS 225 7402-4{a))

REPORTING OF CONTRACT PERFORMANCE OUTSIDE THE MAR 1098
UNITED STATES :

{IAW DFARS 225 7203)

SECONDARY ARAB BOYGOTT OF ISRAEL JUN 1992
(1AW DFARS 225 770-5)

RIGHTS IN SHOP DRAWINGS APR 1965
(IAW DFARS 227 7107-1(ch

SUPPLEMENTAL COST PRINGIPLES DEC 1991

{lAW DFARS 231 100-70)
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1A-632 252 2427000 POSTAWARD CONFERENCE DH= G 1091
(LAWY DFARS 242.570)
17549, 252.243-7002 REQUESTS FOR EQUITABLE ADJUSTMENT MAR 1998

{IAW DFARS 243.205-72)

(By  lcertify that the request is made in good faith, and that the supporting data are accurate and complete to the bast of my
knowledge and beliaf.

{Official's Mame)

{Tifle:

1A-662. 252.245-7001 REPORTS OF GOVERNMENT PROPERTY MAY 1994
(IAVY DFARS 245 505-14(a))

IA-745. 252.247-7023 TRANSPORTATION OF SUPPLIES BY SEA NOV 1995
(IAW DFARS 247.573(b)

IA-748 252.247-7024 NOTIFICATION OF TRANSPORTATION OF SUPPLIES BY SEA  NOV 1905
{IAVY DFARS 247 573(c)}

18-320. 5352.223-3000 ELIMINATION OF USE OF CLASS [ OZONE MAY 1996

DEPLETING SUBSTANCES (ODS)
{1AW AFFARS 5323.890-7)

For the purposes of this clause the blank(s) isfare cormpleted as follows:

Substance  Application/Use Cuantity (lbs)

NONE

1B-321. 5352_223-9001 HEALTH AND SAFETY ON GOVERNMENT INSTALLATIONS JUN 1957
{IAW AFFARS 5323.9002)

[B-343. 5352.242-9000 CONTRACTOR ACCESS TO AIR FORCE MAY 1096
INSTALLATIONS
(IAW AFFARS 5342 490-1)

For the purpose of this clause, the blank(s) isfare complated as follows:

(B} N/A

[B-408. 5352.207-5002 RIGHTS OF THE GOVERNMENT TO PERFORM JUL 1987
FUNCTIONS WITH ITS OWN PERSONNEL (AFMC)
(1AW AFMCFARS 5307.391(c))

{a}  The Govemment reserves the right to perform or supplemeant performance of contract functions with Government
personna during periods of disastar, war emergencias, police actions, or acts of (God,

{b} ~ The performance described in (a) above, will not constitute a breach of contract by the Govemnment within the meaning
of FAR £2.249-8, Default (Fixed-Price Supply and Senvice).

iB-168C. 5352.228-9001 INSURANCE CLAUSE [MPLEMENTATION (AFMC) JUL 1997
(1AW AFMCFARS 5228.310(a) and 5328.311-1}

The Contractor shall obtain and maintain the minimum kinds and amounts of insurance during performanca of this contract as
spacified by FAR 28.307-2, Liability, and contemmplated by FAR 52 226-5, Insurance—Work on a Government Installation,
andfor 52 228-7, Insurance--Liability b Third Persans.
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IB-48EC. 5352.237-9001 CONTRACTOR IDENTIFICATION (AFMC) JUL 1997
{IAW AFMCFARS 5337.110-80(b))

{a)  Contractor personnel and their subcontractars must identify themselves as Contractors o subcontractars during
meetings, telephaone conversations, in electronic messages, of comespondence related ta this cantract

() Contractor-cccupied facilities fon AFMGC or other Government installations) such gs othces, separate rooms, o cubicles
must be clearly identified with Contractor supplied signs, name piates or other identification, showing that these are work areas
for Contractor or subcontracior persannel.

IB-515C. 5352.245-9004 BASE SUPPORT (AFMC) JUL 1997
(IAW AFMCFARS 5345.106-80(a))

Base suppott shall be provided by the Govemment to the Contractor in accordance with this clause  Failure by the Contractor
ta comply with the requirements of this clause shall reieass the Govermment, without prejudics, from its obligation to provide
base support by the date{s) required. !f warranted, and if the Contracter has complied with the requirements of this clause, an
equitable adjustrnent shali be made f the Govemment falls to provide base support by the date(s) required

(2)  Base support includes Government-controlled working space, material, equipment, services {including automatic data
processing), or other support (excluding use of the Defense Switched Network (DSN)) which the Govemment determines can
be made available at, or through, any Air Force installation where this contract shall be performed. All Government praperty in
the passassion of tha Contractor, provided through the base suppart clause, shall be used and managed in accordance with

the Government Property clauses.

(b} The Air Force installations providing the support shall be fisted in subparagraph (e}, and the Gavernment support to be
tumished by each installation under this contract shall ba listed in subparagraph (f.

{c} Unless otherwise stipulated in the contract schedule, support shail be provided an a no-charge-for-use basis and the
valua shall be a part of the Government's contract consideration.

{d}  The Contractor agrees {0 immediately report (with a copy to the cognizant CAQ) inadequacies, defective Govemnment-
Furnishad Property (GFP} or nanavailahility of support stipuiated by the contract schedule, together with a recommended plan
far obtaining the required support. The Govemment agrees to determing {within 10 workdays) the validity and extent of the
involved requirement and the method by which it shall be fulfibed (e g, purchase, rental, lease, GFP, etc.). Facllites shali not
be purchased under this clause. Adaltionally, the Contractor {ar authorized representative) shall not purchasa, or otherwise
furmish any base support requirement providad by the clause (or authorize others to do so), without prior written approval of the
Contracting Cfficer regarding tha price, terms, and conditions of the proposed purchase, or approval of other amangements.

{e) . Foilowing are installatons where base support will be provided at all facilities listed in Attachment 11,
Technical Exhibit #3, Maps and Work Layouts.

{f The Government support to be furmished under this contract is as shown in the PWS. Because of the nature and
location(s) of the work performed, the value of such equipmant is undaterminable. The Contractor shall not incur
any cost resuiting from nonsupport prior to Contracting Officer concumence in accordance with this clauss.

|B-5150. 5352.245-9004 BASE SUPPORT — ALTERMNATE | {AFMC) JUL 1257
(AW AFMCFARS 5345 108-20{a}

Add the following paragraph {g) ta the basie clause:

{q) when this contract is a cost, cost-reimbursemant, time-and-matenals, or labor-hour contract, the Contractor
agrees that in the performance of this contract or any majar subcontract no direct or indirect costs for property will be
incurred if the Government determines that property is available at, or through any Alr Force installation where this
contract shall be performed. Oniy the prior written approval of the Contracting Officer can refieve the Contractor from

this restriction,
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PART Il - LIST OF DOCLIMENTS, EXHIBITS, AND OTHER ATTACHMENTS
SECTION .
LIST OF ATTACHMENTS
{All listed attachments are at the end of this document}

FOEM NUMEER TITLE DATE MO, OF PAGES

Attachment 1 Fixed Rate Chart (Base Yaar) 8 Sep 99 1
Maintenance

Attachmant 2 Fixed Rate Chart (Base Year) 8 Sep 99 1
Construction

Attachment 2 Fixed Rate Chart {Option I3 B Sep 09 1
Maintenance

Attachment 4 Fixeel Rate Chart (Opbion ) B Sep 99 1
Constrection

Altachment 5 Fixed Rate Chart {Cption 1) 8 Sep 58 1
Maintenance

Attachment & Fizrad Rate Chart {Option iI) & Sep 85 1
Construction

Attachment 7 Fixed Rate Chart (Gption (i} & Sep 25 1
Malnksnance

Attachmant & Fixed Rate Chart (Qptign I B 5ep 0o 1
Construction

Attachment @ Fixed Rate Chart (Qptan 1Y) 8 Sep 99 1
Maintenance

Alttachrent 10 Fixed Rate Chart (Option [V) 8 Sep o9 1
Construction

Attachment 11 Technlcal Exhihit 3 1 Jun 99 a
Maps and Work Layouts

Appendix A Performanca Wark Statement 9 Aug 99 &1
{PWE} inciuding Technical
Exhibits 1-8

OC Form 1423 Contract Data Requirements List 23 Apr 89 17
{CDRLs}

Wage Determination Number 84-2419, Revision 14 27 May 99 10

Wage Decision DHS8002% {through Mod B} 1 0Oct 89 10



LD RATE CHART

CLIN 0001 (BASE PERIOD - T JAN 00 TRROUGH 37 DEC 00)

MAINTEHANCE - RECGLA AR SHIFT

LAGOR CATEGUATT

ESTIMATED s

Fbeitation Fageg BE-Foon3

Adlachereny 4
Fagee fof )
A 5|3|.'.- piL]

P pindin, Mantenanca [5(38, 23760

Healmo/Reltighationiu Congioning Mechar (50 7300) - 50,000
M zirlerrarsce Teiwiers Helpar (SCA 3580} 10,000
Woder Treatment Technicion (SCA 25210) 20
Electrictan, Maintercuer: (5CA 231607 N 7,500
| Stecamlritorivelder, Mabtanance (S04 33759 - 9,000
lnsl.in‘lor Il o [0 2340}] B B, 500
Sheretimulal Whoaker, Malbenance: (S0A 223500 - i 2,000

riarncrler, Maitenanes (SCA 727300

Totai Cetimated Regular Shift i ) i 4,000 o
~ MANTEHANCE - OVERTIME

Hheading/Rafrigeration/ s Condiioning Macans (36 Z3400) i0.000 1§
[Maintervuce Tades Hedpewr (S0A 7ASRO) s5om [ §
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F_:FORMANCE WORK STATEMENT

CIVIL ENGINEERING SUPPCGRT TC SYSTEMS ACQUNSITION
AND RESEARCH AND DEVELOPMENT ACTIVITIES

SECTION C-1
GENERAL

1.1. SCOPE OF WORK. The sontractor shall provide all personnel, equpment, tools, matanials,
supervision, and other items and services necessary to perform civil engineenng support as
defined in this Performance Work Statement (PWS), except as specified in seclion ©-3 as
government furnished property and services, for the organizations located at Wright-Patterson
Air Force Base, Ohio. These organizations include, but are not limited to, Aeronautical Systemns
Center's System Program Offices, Air Force Research Laboratorias, 88 Air Base Wing
Organizations, National Air and Intelligence Center, and their successors. Additional
organizations may be included subjsct to the approval of the Contracting Officer. The contractor
shall parfarm to the standards in this contract. Support services fall into tha categories of
construction, maintenance, and subcontracted services, and shall be accomplished using limited
plans, drawings, specifications, or sketches. Architect-Engineer design services will not be
performead under this contract.

1.1.1. A construction labor foree capable of rapid expansion or draw-down of its direct labor
force is required t provids rapid response to support changes in programs and technica!
requirements. These efforts involve installing, modifying, and repalring vanous facilities and
equiprnent.

112 A mainlanancs labor foree is required to provide recurring preventive maintenance,
repair, replacement. installation of equipment and mechanical rooms, and provide water
treatment and analysis.

1.1.2. A hazardous waste and material management pragram shall be pravided by the
cantractor in accordance with Section C-5.C (PWS - Environmental Requiremesnts).

1.2, CONTRACTOR PERSCNMNEL:

1.2.1. Contract Manager (GM}. The contractor shall provide a CM who shall be responsible for
the performancs of the work., The name of this person snd altemate(s), who shall act for thie
contractor whan the &M is absent, shall be designated in writing fo the Contracting Officer (GO,
The contractor shall provide telephone numbers of the ©M and alternats{s) where these persons
may be contacted outside of normal wark hours,

1.2.1.1. The CM ar alternate(s) shall have full authority to act for the contractor on the
installation and possess full contractual signatary authanty.

1.2.1.2. The CM or alternate{s} shall be on-site dunng nomal work hours and available within
one (1) hour to maet with government personnel designated by the CO to discuss problem
areas. After normal work hours, the CM or altemate{s) shall be available within two {2) hours of
verbal notification.

12 1.3 The CM. alternate{s). and supervisary personnal must be able to read, wte, speak, and
undarstand English.

1.2.2. Cortractor Employeas. Tha contractor shall nat emgloy persons for werk on this
contract if such emplayes is identified to the contractor by the CO as a potentiat threat to the
heslth, safety, security, gensral wall4xeing or oparstional mission of the installation and its
popuiEtion



1229, Contraclor personne.  +all be easily recognized. The contractor 5. . furnish an
identifying badge, which shall inciude as a minimum, the word "contractor” in at least 3/8 inch
lattars, the person's name, and tha name of the contractor. Fach employee shall wear the badge
on the euter clothing on the front of the body betwean the neck and waist so (hat the badae is
visifile al all times except when the work being performed prohibiis it

1.2.2.2. The contractor shall ensure that employses have any current and valid licenses ar
certtfications necessary to perform their functions {i.e., driver's licenses, welder's certification,
efc.) prior to starting work under this contract. Any cost or time associated with cbiaining
licenses or certifications shall be at no cost to the government,

1223 The contractor shalf not employ any person who is an amplayee of the Unifed States
Government if the employment of that person would create a conflict of fnterest, nar shall the
cantractor emplay any person who 15 an employss of the Department of the Air Farce, either
military ar civilian, unless such person seeks and receives approval from appropriate
government authority. n addition, the contractor shafl not employ any person wha is an
employee of tha Department of the Air Fores if such employment would be contrary to the
policies contained in AFi 64-106

1.2.2.4. The conlractor is cautioned that off duty government personnet hired under this contract
may be subject to permanent change of station, change in duty hours, or deployment. Military
reservists and National Guard members may be subject to recall ko active duty. The abrupt
absence of these personnel could adversely affect the contractor's ability to perform.  Their
absence at any time shall not constitute an excuse for nonperformance under this contract.

1.2.2.5. The contractor is prohibited from employing off duty gualily assurance evaluators
(QAEs) wha are surveilling any contracts/subeontracts awarded to the confractor.

1.2.2.6. Control of Contractor Employess. The selection, assignment, reassignment, transter,
supervision, managemeant, and control of contractor employees in performance of this contract
shall be the respansibility and prerogative of the contractor; however, the contractor shali comply
with the raguirements set forth in this PWS. When the C0O directs, the contractor shall restrict
the employment under the contract or remave from performance on the contract any person who
i3 identified as a potential threat to the health, safety, securnity, or operational mission of the
installation and its population or faiis to meet minimum requiremants.

1.2.2.7. Contractor parsonnal shall be knowledgeable of and comply with State of Ohio and
base diractives pertaining to operation of privatsty and contractor ownedfleased vehicles an

Wright-Patterson AFB,

1228 Environmental Manager (EM). The CM shall appoint an environmental manager and
alternata, within 13 days after start of the operational performance pericd, to ensure
ehwvironmental comphance on behalf of the contractor. The name of this person and their
ailarmale, wha shall be responsiblz for environmental compliance when the EM is absent shall
be designated in writing to the CO and to 88 ABYWEM. The EM and alternate must be atle ta

read, wrte, speak, and understand English.

1229  Hazard Communication Coordinator (HGCG): The contractor shalt appaint and
identify to the CO, within 15 days after the start of the operations| parformance period, a Hazard
Communitation Coordinator (HCC) and an alternate. The government shall be immediateiy
niotified of any changs of HCC personnel during the life of this contract. The HCC shall serve as
the contractor ligison to the 74 AMDS/SGPE, Bicenvirenmental Engineering Office, for issuas
concerning compliance with the Federal Hazard Communication Program (22 CFR 1910, 1200}
and Occupatonal Exposure to Hazardous Chemicals in Laboratories {23 CFR 1890.1450). The
HCC will ensure a copy of all elements of thesa standards (to include chemicai inventories and
manufacturer-specific Materal Safety Data Sheels) are provided to 74 AMDSISGPB and
updated annually. The HCC and alternste must be able to read, write, speak, and understand

English.



1.2.3. Seccurity Reguiremen.

1.2.3.1. The CM or altemate shall complete a "Request far Identification Credential fAFMEC Form
496" for each employea of the contractor requiring access to Wright Patterson Alr Force Base
The requests shall be submitted to Pass and Registration, Building 286, Area C. The government
will provide a completed “Identification Credential [AFMC Form 387),"which shall be issueq,
displayed and swirendered as directed in AFl 31-208, The Air Force Resnurce Frofection
Frogran

1.2.4. Employee Training. The CTR shall ensure that employaes stay proficient and current in
their arsa(s) of responsibility.

1.2.5. Top Management Meetings. Meetings may periodically be held between top level base
petsonned and contractor management to discuss contract status, The OO shall natify  the
contractor in writing at least 5 days in advance of the ptace and time of required meetings.

1.2.6. Adminlstrative Persannel Qualifications

1281 The CM shall have a Bachelor of Science degree in engineering or management with at
least five (5) years experience in management/supervision, or at least ten (10) years experienca
in managament/supervision, with no degres.

1.2.6.2. Three (3} construstion project managers shall be provided on 3 full-time basis at the
Wright-Patterson AFB contractor office, including:

1.2.6.2.1. A mechanical engineer with a minimum Bachelor Of Science degree in Mechanical
Engineering and st least five (5) years enginesrng experiences in the construction field.

1.2.6.2.2. An electrical engineer with a minimum Bachelor of Science degree in Electrical
Enginesring and at least five (5) years enginesrng experience in the construction fiald.

1.2.68.2.3. An engineer or architect with a minimum Bachelor of Science degree and at least five
() yoars experience in the construction field, or a person with at lzast ten {10) years experience
in the construction field incivding at least five (5) years of construction supervision/praject

management

1.2.68.3. One (1) maintenance superintendent shall be provided on a full-time basis with at lzast
ten (10} years expenience in the maintenance of heating, ventilation, and air conditioning
equipment including at least five {5) years of suparvisory/management experiance.

1.2.6.4. The EM shal! have a minimum of three {3) years experience in environmental
management. The alternate EM shall have a minimum of one {1} year of experience in
environmental managamant.

1.2.7. Labar Personnel Requirements.

1.2.7.1. The contractor shall provide workers who ara gualified and have sufficient skills o
perform requirements of the PWS.

1.2.B. Water Treatment Spacialist. Tha confractor shalf provige the services of a water
treatment specialist with a minimum of five (5) years experience in water irgatment and analysis,



1.2 QUALITY CONTROL.

1.3.1. Quality Control Program. The comractor shall estabiish and maintain a quality confrol
plan to ensure the raguiremants of the contract are provided as spacifiegd. A finalized version of
the: quality control plan submitted with the technical proposal shall be provided {Crata ltem Na.
E0GT} The quality control plan is subject to non-acceptance by the CO and revision required by
the contractor at no additional cost to the government to ensure quality service. Contractor
compliance with the quality control plan will be monitored by the gavermment. The quality contro
plan shadl include, but nof be limited to, the following:

1.3.1.1. Inspection System. An inspection system covenng the services in this PWS. it must
specify the areas ta be inspecled on either a scheduled or unscheduted basis, how often
inspections will be accomplished, and the tithes of the indmiduals who will perform the
inspections.

1.3.12. Deficiency Prevention. A method for identifying and preventing deficiencies and their
causes in the quality of service performed before the level of parfarmance bacormeas
unacceptable.

1.3.1.3. Inspection Files. Cn-site records of all inspections conductad by the contractor and
the necessary corrective action taken. This documentation shall be made available to the
governmani during the term of this contract.

1.3.1.4. Key Control Proceduras. See paragraphs 1.5.1, 1.5.1.1, 1 5.1 2, and 1.5.1.3 below for
specific requirsments.

1.4. QUALITY ASSURANCE. The govamment shail evaluate the contractor's performance
under this contract using qualily assurance technigues. All surveiilance ohservations will be
recorded by the government, When an observation indicates defective performance, the
Cantract Functional Managar {CFM) or Quality Assurance Evaluator (QAE) shall request the
contractor's representative to initial the absarvation indicating acknowledgment of deficiency.
The CM shall provide a response to the CFM. within five (5) workdays, as lo the comective action
requiredftaken to correct the deficiency.

1.4.1. Perfermance Evaluation Meetings. The contract manager (CM} shail be required to
meet with the CO and CFM as often as necessary as determined by the CQ. However, if the
conltractor reguests, a meeting will be held whenever a Contract Discrepancy Report is issued.
Govemment personnel will provide written minutes of ail performance evaluation meetings which
shall be signed by tha CM, CO, and CFM. Should the confractor not concur with the minutes,
the: contraclor shall so state any areas of non-concurrence in writing to the €O within ten (103
calendar days of receipt of the signed minutes.

1.4.2 Contract Funcilional Manager (CFM} and Quallty Assurance Evaluators (CHAEs).

1.4.2.1. The CFM and QAEs will be rapresantatives of the GO and will participsta in the
administration of this contract except where exemptions have been approved by the Functional
Area Chief and the CO. Five (5} workdays following contract award, the identites of the GFM
and (IAEs with a brief resume of their duties and authority will be furnished to the contractor, in

writing.

1.4.2.2 The CFM or QAEs will inform the CM in person when discrepancies occur and wifl
request corrective action. The CFM ar QAES will make a notation of the discrepancy on therr
surveillance repoit with the dale and time the discrepancy was noted and will raquest the CM or
autharized representative to initizt the entry on the checklist.

1425 Any matter concerning a change to the scope, prices, terms, or conditions of this
vondract shall be referred to the CO and not to the CFM or OAEs,



1.4 2.4 The services to be pv  .rmed by the contractar during the period ©. s contract shal
be subject to review at all lrmes and places by the CO or authonzed representatives.

1.5 PHYSICAL SECURITY. The contractor shall be responsible for safeguarding all
government property provided for contractor use. The contractor shail provide protection ta
government property 1o prevent damage dwing the pariod of time the property is under the
control or in pessessian of the contractor. At the close of each work penod, govemment
facilities, property, and materials shall be secured. The contractor shall conform to the
provisions of AF131-208 and base directives, the Resources Protection Program, for
safeguarding the government furnished facilities and material conlained therein. Lost or stolen
iterns shall be reported to tha Base Secunty Force and replaced by the contractor at no cost g
the Government

1.5.1, Key Control. The contractor shall estabhsh and implameant methods of ensunng that all
keys issued to the contractor by the government are not lost or misplaced and are not used by
unauthorized persons. No keys issued to the contractor by the government shall ba duplicated.
The contractor shall develop procedures covering key control that shall ba included in the Quality
Contral Plan. Such procedures shall include turn-in of any issued keys by personnel who no
langes require access to locked arsas.

1.5.1.1. The contractor shall report any cecurrance of a last key to the CO and QAE.

1.5.1.2. inthe event keys, other than master keys, are lost, the contractor shall, upon diraction
of the CO, re-key of raplace any affected lock; however, the government, at its option, may
replace any affected lock or perform re-keying. When the replasement of locks or re-keying is
performed by the government, the total cost of re-kaying or replacement may be deducted fram
payment due the contractor. in the event a master key is lost, all locks and keys for that syslem
will ba replaced by the government and the total cost deducted from payment due the contractor,

1.5.1.3 The contractor shall prohibil the uas of government issued keys by any persans other
than the contractors employees andfor subcontractors.  The contractor shall prohibit the opening
af locked areas by the contractor's employees and/or subcontiactors to permit antrancea of
persons other than the contractor's employees and/or subcontraciors engaged in the
performance of assighed work in those areas or persannel authorized entrance by the GO,

1.5.2 Lock Combinations. The contractor shall estatlish and implement methods of ensuring
that afl lock combinations are not revealed to unauthorized persons. Tha contractor shall ansure
that lack combinations are changed when personna! having accass to the combinations no
longer have a naad to know such combinalions. These procedures shall be included in the

contractors Quality Contral Flan.

1.6. HOURS OF OPERATION

1.6.1. Noermal Work Hours. The contraclor shall perform werk during the following hours:

0730 ta 1615, Monday through Fnday, except recognized holidays. The contractor may be
required to work overtime, with prior approval of the GO, to ensure timely complation of work.
1.6.1.1. Federal Holidays. RESERVED. (Sce Clause G-445, Contract Holidays)

162, Emergency Services. On occasion, services may be reguirad o support an activation

or axercise of contingency plans outside the normal duly hours descnbed above,  The
coniractor's responsibilities for emergency support are dascribed in Section C-5,

1.6.3. Resarved,



164 Other Than Norma. ,ork Hours. The contractor may be regu .d fo work a second
shift crew, with prior approval of the GO ta epsure timely compietion of wark. Second shift wi[l
not be used unless there is a minimum of 80 hours of wark. These crews shall perform werk
dunng the following hours: 1545 to 00320, Monday threwugh Fnday, except recognized holidays,
Quertime wilt be used for more than 40 hours a week.

1.6.5. Base Closure/Dalay Notification Procedures. The aulharity to close/delay the base
iests with (he base commander or his designated representative.  After an official decizion 1o
close ur delay work reporting times has been made by the YWPAFE Base Cummander, the loca)
radio or lelevision stations will be notified of the closure/delay  The Contractor will not recejve
any other form of notification of base closure from the Government. The Contractor shall nofify
his ar her employees. The Contractor shall still be responsible for ermergency work,

1.66.  Exarcises, The Contractor psrsonnel shall participate in base emergency and disaster
recovery exercises, as tasked in host-tenant agreements and installation Plans.

i 7. CONSERVATION OF UTILITIES. The contracter shail instruct employees in utilitics
conservation practices. The contractor shall be responsible for oprrating under conditions which
preclude the waste of utilities, which shall include the following:

1.7.1. Lights shall ba used oniy in areas where and when work is actually being perfarmead,
except for salety requirements.

17.2. Mechanical equipment cantrols for heating, ventilation, and air conditioning systems shail
not be adiusted by the conlractor or by contractor employees unless authorized,

|73 Waler faucets or valves shall be turned off afier the required ussge has been
accomplished, Dripplng faucets, running toilets, etc., shall be immediately reported to the QAE

for repair,

1.8. RECORDS. The conlractor shall bz responsible for creating, maintaining, and tisposing of
only those government required records that are specifically cited in this PWS or required by the
provisions of a mandatery directive fistad in Section C-6, Applicable Publications and Forms. [
requested by the governmant, the contractor shall provide the original record, or a reproducible
copy of any such record within 5 workdays of recaip! of the request,

1.9. ENVIRONMENTAL CONTROLS:

1.8.1, Compllance with Laws and Regulations. The contractor shall be knowledgeable of and
comply with all applicable interstate, Federal, State, and local laws, regulations, and requirements
regarding environmental protection. In the event environmentai lawsfregulations change during
the term of this contract, the contracter is required to comply as such laws come into effect |
there is an increass or decrease in cost as a result of the change, the contractar shall in-farm the
€0 pursuant to notice requirements of FAR 52.243-7 and negotiate a modification to the cantract.

1.8.2. Notification of Environmantal Spills. if the contractor spills or reieases any substance
contained in 40 CFR 302 into the environment, the contractor or its agent shall immediately report
the incident to Emergency Response at 811, The liabiiity for the spill or releass of such
substances rests solely with the contractor and its agant.

1.9 3 Matarial Storage and Use. The cantrector shall follow manufacturer's guidelines and
profassignal recommendations for control of hurmidity, temperature, cleanliness, and materals
handling. This includes hazardous materials.

1.10. GOVERNMENT OBSERVATIONS. (Government personnai, other than the SO, CFM and
LAAESs, may observe or inspecl contractor operations with GO approval. However, thesa
perzonne! may nol interfare with contractor performance or give direction to the contractor
Environmental management personne| will perform periadic inspections of contractor facilities
and cperations and may give direction to the contractor through the CO.

9



111 SAFETY AND -=CUP. ONAL HEALTH REQUIREMENTS, Inthe . arfornance of this
contract, the contractor shall confarm to the safsly and BCeupzational health requiremnante
contamed in this contract 2nd take such additionai immediate Precautions as the 0O may

reasanably require for safety and rmshap prevention PUrpCses. All subcontracts shallinclude 4
Cl2Use to require subcontractors kg Comply with the safety provisions of this conkract,

1.11.7 The contracter shall fecord and repont within one (1) hour of sceurrence 1o the CO, CFM.
of LAE a¥ availabie facts relating to each instance of damage to government Property or injury to
aithar coniractor, Eubcontractor or guvemment persanng)

1112, In the event of an accidant gr mishap, the contractor shall take prudent ang reasonabla
action tn establish control of the accident or mishap sceng until relieved by the CO. CFM, or an
investigative autherity {Base Security Force or Base Fire Department). the government mlects
to conduct an investigation of the accident or mishap, the contractor andior subcontractor shay)
Cooperate iMly and assist Jovemment personnel in the conduct of investigation until the
investigation ig completed.

artimals; at no time witt contracter personnel he required to handle |ab animalz.} Within ten {10)
workdays after contract award, the contractor shall provide to the CFM the names of
maintenance parsonnet scheduied to wark in the applicable animal laboratory buiidings.
Thereatter, the contractor shall notify the CFM of any changes mada to thig Lab's mamtensnce
rersonnet. The Lab monitor wil) schedule the tests during work hours for the maintenance
Personnel. Contractor andfor subcontractor personnel shall be preciuded from working in the
animal Faboramry buildings prior 1o clearance by govemnment medical personnal

1.12. ORIENTATION PERIOD - RESERVED. {See Clayse {479, Conlinuity of Services)
1.13. PHASE OUT - RESERVED. (See Clause 1479, Contiruity of Servicas)

1.14. FIRE FROTECTION, WELDING AND CUTTING. The contractor shall obtain a burn
permit from the Fire Protection Branch, extension 937-257-4075, within 24 haurs, grior to any
welding, cutting, or sofdering operations. The contractor shall be respansible to ensure ail fire

1.14.1. Each welding o cutting unit shall pe equipped with a compatible fire extinguisher
provided by the eontractor Fire extinguishars isted or approved by 5 nationally recagnized
testing laboratory shall be uzed. Fire extingnishars sirall be suitabiy ptaced, distinctly marked.

1.14 2. The contractor shall provide approved fira blankets as warmanted by the operations
involved,

1.14.2. No fire shali be fought where there s imminent danger of contact with explagives, No
persen shall be required to stay and perform any fira fighting if in that Perscn's judgmant,
irmediate and dire hazards mandate immediate departure. AN persons shall be removed to a
safe area and tha fire area guardad against intryders,

1.14.4. all welding and cutiing Equipment and operations shal be it accordance with standards
and recommended practices of the American Welding Sociaty, Safety in Welding and Cutting,
American Mational Standards Institute, and the recommendations of the Nationai Fire Protection
Association and procedures contained in AFOEH Standard 1275 and WPARI 32.2007,

10



Prorenty records haye besan changed. An dirt, broken Loncrete, and stone matenuls shalt pa
inaded, iransported, and deposited off-basa gt a clzan fill site {for suspecteq Comaninateg E0ff}.

Sites shall be billed tg the respective Defivery Order Dumpsters at the Contraciors shop arag
shail be billed 15 the maintenance Delivery Ordegr dpplicable ta the shap facility. Al
noncombustible materials such as piping, fittings, conduyit galvanized ang aluminum, Electricg)
WIrS {Copper or aluminur §, al) Metals. cast iroh, et shail be daposited in fhe Facyeling bing
Provided by Air Forca Tecycling programs. The contractar shali support A Forge recycling
programs, Wiight-Pattersan AFB higtly Promotes and endorsos the bage Recycling Program
that is administrated by BB ABWIEM. During any construction or maintenance aciivitias
performed as Part of this comract the contractor shall racycle a5 many of the resigua) fterns as
possibie ajthar through the basa recycling center, Bidg, 293 Area A, or jocal recyching centers,
Ail weights of Mmatarial {dirt, concrete, stane, Wood, fiberboard, etc.) gomg to a concrate and girt
(C&D) landhill shafl e reported to 88 ABW/EM: For infarmation conhceiming the bage recycling
Program contact g5 ABWYEM. Bill Meinerding, at 93?—25?-2{15?. ext 28,
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SECTION C-2
DEFINITIONS
2.1. DEFINITIONS AND ABBREVIATIONS.

2 1.1, Dafective Service, A service Sutput that does not meet the standard of performanoe
specified in the contract for lhat seryica

2.1.2. Lot. The fotal number of service outputs in a survetliance pernd as defined in the
Perfarmance Requirements (PR} column of the PRS '

2 1.3, Parformancp Requirement, The point that divides arceptable and unacceptabls
performance of a task according to the PRS and the Inspaction of Services clause, In the cage
of sivveillance by random sampiing, the PR is the Maxi-mum hurnber of defectives in the randaom
sample chosen that may oceur before the govemment will effect the price computation System
according to the PRS ang the inspection of Servicas clause VWhen the methad of surveillance ig
other than random sampling, the PR is the mumber of defectives or MaXIMLm percant defertive
in the lot before tha yovernment will effect tha price computation system according to the PRE
and the Inspactian of Senvices claysa.

2.1.4. Pedormance Requirements Summary {PRS). A iisting of tha =ervice olutputs under the
contract that are to be evaluated by the government QAE on a regular basts to assure contract
performance standards are met by the contractor, the surveiltance methods to be used for thoza
outputs, and the PR of the listed] outputs.

218 Quality Assurance. A Planned and systematic pattern of all actions necessary to provide
confidence to the govemnment that adequate technical requirements are established; products
and services conform to established technical requirements; ang satisfactory performance is
achieved. For tha purpose of this document, Quality Assurance refers to actions by the
dovernment

2.1.6. Quality Assurance Evaluator (QAE}), A funclionally-quallfied gavernment persaon
responsible for surveillance of contractor performance. The Contracting Officer will provide the

authrity,

217 Quality Assurance Surveillance Plan {(QABP), An organized written docurmant used for
quality assurance surveiliance, The document contains specific methods to perform surveiMance

of the contractor,

2 1.8 Quality Control, Those actions taken by a contractor to control the preduction of outpits
te ansure that they conform to tha contract requirements

218 Random Sampling. A Sampiing method where each SBVICE otput in a ot has an agual
chance of being selected for guality assurance surveillance.

2.1.10. Sample. A sample cansists of ope or more service outputs drawn from 4 lot far quality
assurance surveillance. Tha number of cutputs i the sample is the sample siza.

2.1 11. Sampling Guide. The part of the surveillance plan which containg alt the information
heeded to parform surveillance of the sarvice culputis) for each task in the PRS,

21.12. Indifferance Quality Lavel {1QL) Sampting Ptan, A Sampling plan which minimizes the
risk to the gavernment of acteplance of excessive arror rates while also minimizing the risk to
the contractor of rejection of accept-able perfarmance. In such a Plan the government and the
coniractor equaliy share in the probability of atoeptance or rejection of 3 sarvice with marging|
&iror ratas.
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2.113. Firgt Ope  .onai pe, -Mance Periad, Tha nterval of tima dunin,, which fhe
Cumracior s s0lety responsible for decomplishment qof all activitigs Set forth in the Pws thratugh
day-to-day management of the rEgured servica {This pering £XCiudes the arientatran perigg
and any interya Retween award of the contract ang COMMeEncemant of performance).

21,14, ACD - Administrative Cantracting Officer.

resume of duties ang Ahority.

2118 Co. Duntracting Officer.

2118 DO.- Delivery Order. The meang by which the Contracting Officer obligates funds ang
authonizes the contractor to parfomr work on a trgject,

21.20, EIN- Equipment Item Number identifes 5 pieca of 2quipment or S¥stem on the
Mainienance Action Sheets

2. 1.21 Lab Monitor A government rEprasentative assigned as the focal point for taboratory
requirement[s} The Cuntrach’ng Qificer wil prwide the contractor with g list of personney

21.23. MAS . Maintenanca Action Sheets: Specifies the preventive maintenance required for
equipment and Systems,

2.1.24 OSHA - OQccupational Safety and Health Administration,

21.25. WA - Work Authorization. The means by which the Cuntractfng Officer or designes
fie. CFM or QAE) authorizes maintenance work N addition to the Mainterance Action Sheets,

the potential to karmy human health or the envirenmen( HM inciudes materials that are physical
hazards, The Materials listeg g5 hazards in Superfund Amendments ang Reauthorization Act
{(SARA) Tite 3134, ang subsequenﬂy all products contakning these fmaterials gg constituents ip
Percentages above gafe ievels ag determined by the Environmenta! Protection Agency (EPA)
and Cecupatianal Safety and Health Administration ((QSHA) studjes Specific hazardous
substances definitions may be found in OSHA 28 CFR 1910.1200, 23 CFR 1910 1000, Subpart
7, Toxic and Hazardoys Substances: EPA 40 CFR Chapter 1. Tabie 302, 4, Section 261,33
Section 302 of SARA Title NI the EPA list of lists and the Depantment of Transportation 4g CFR
Section 172901, Hazardous Materig) Table. Hazardoug Material stock Class numbers snd thoir
definitions can be found by using Federa! Standerd 313 ¢, Table ! and 11 in fiay of spacific

information.

2.1.27. Hazardous Waste {HW}. Wastes which ara listed By chemica) mame in 40 CFR 264
Subipart O, andfor exhibit one or more of the tharactaristics described in 40 CFR 281 Subpart ¢



2128 Specialy, .o 4 Wi :as defined by 40 CFR part 240.101(7). A -M-Nazardous splig
wasie requiring handling other than that normally used for Municipal sgiid waste,

2.1.29. Inltial Accumulation Point {1AP). A collection point at or Raar the point of generafion
where HW s initially accumuiated. A Maximum of 55 gallons of W andor Gone (1) guart of
acutely HW may he stored in 3 (AP at any one fime,

2.1.30 YWater Treatment Tannsf[)efﬁnitinns.

21301, Chemical Treatment Systern Equipmen, materials, and mtercnnnecﬁng piping and
wirng which makes 3 System that sensas thg tondensing water environment, ang providaes
CRemICais in g controlled manner i provids g Satisfactory ouiptitin pH, tata) diszolvad salids,
and leve! of migrobeg.

21,302 Condenser Water System Equipment, materials, and inten:anneming piping and
wiring which farms g system to rejoct the heat from a chiller ahd whose water fecenves treatment
under this cantract,

2.1.20.3, Micrabe, 4 minute Iife form which can ba Plant or arimal, asrabig or anaembic, found
ir the water. Also, it may be referrad to as visihle biclogical By-products such as slime or aigae
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SECTION C-3
GOVERNMENT FURNISHED PROPERTY AND SERVICES

3.0. GENERAL. The govermment shall provide, without cost, the facilites, materials, and
services Iisted below or in Technical Exhibits 53 through 5e.

3.1. PROPERTY. Gavernment furnished property shall be managed in aceordance with the
provistons of the clause of this contract entitled, "Government Property.

3.1.1. Facllities. The gavernment shall furnish and make available facilities described in
Technical Exhibit 5a far use by individual fab maintenance crew as fiwld offices. These facilities
shall be used for performance of this contract only. Faciliies have been hspected for
compliance with OSHA. No hazards have been identified for which werkarounds have bean
estabished. The government corrects OSHA hazards in accordance with base-wide
govemment-develaped and approved plans of abatemant, taking into account safety and health
prigrities. A higher pnority for comection will not be assigned to the facilities provided heraunder
merely because of this contracting initistive, The fact that no such conditions have besn
identified does not warrant or guarantee that ng possible hazard exists, or that workaraund
procedures will not be necessary or that tha faciliies as furnished will be adequate to mest the
responsibiliies of the contractor, Compliance with OSHA and other applicable laws and
regulations for the pratection of employees is exclusively the abligation of the contractor. and the
government will assume no Fability or responsibifity for the eontractor's compliance ar
noncompliznea with such responsibiltias, with the exception of the afurementione:) responsibility
to make corrections in accordance with approved plans of abatemant subject to base wide
pricaties. Pnor to any modification of the faciitios patformed by the contractor, the contractor
must notify the CO and provide documentatian describing in detail the modification requasted,
Mo alterations to the facilities shall be made without specific written permission from the GO
however, in the case of alterations necessary for OSHA comphiance, such penmission shall not
be unreasonably withheld. The contractar shall return the facilities to the governmsnt in the
same condition as received, fair wear and tear and approved modifications excepted.

3.1.2. Government-Furnished Equipment. Reserved.

3.1.3. Government-Furnished Materials. The government will furnish the contracior the
restdual matenals from the previous contract for use in tha performance of this contract.

3131 Materals Inventory. Mot lzter than 20 warkdays after contract award. the contractor
and an authorized QAE shall conduct a joint inventory of ali government furnished materials, and
the contractar shall receipt for ail materials provided by the government. The contractor shall not
procure any new matenals prior to imventory of govarnment fumished materials with an
authorized QAE The contractor shall maintain an accurate and up-to-date inventory of all
materials/paits  Prior ko expiration of the contract, all remaining materials shalf be Jointly
inventoried by the contractor and an authorized QAE,

3.1.3 Site. The govarnment will provide an on-base sits consisting of approximately 10,000 sq.
ft. of land for contractor use in lacating primary administrative offices andior shops.

32 SERVICES,

321, Utilitias, The governmant will furnish elertricity, water, sewage, heating and compressed
#r where available, for government facilities listed in Technical Exhibit 2. The contractor shall
carefully consarve any utilities furmshed withaut charge,

3.2.1.1. Utility Service. The government will make availabla to the contractor 3| reasonahly
required amounts of utiliies from existing outlets and suppliss to sUpport installation af
contractor furnished administrative offices and/ar shops. Actual hook-ups to existing Utilities wil
be the responsibility of the contractor, with government approval.
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3.2.2. Postal, The overnme  shall provide on-base mail distribution, Un,. . States Posta)

Service, and United Parcel Service limited to official government mail requirements under terms
of the PWS.

3.2.3. Telephone. The government shall provide telephone service consisting of three (3) op-
base linas and phones for the contractor-provided adminiskratve offices andfor shops. Phone
use is limited to matters related to the performance of this cantract,

3.2.4, Custodial Services, The government shall provide custadial services far afl gavemment
furnished faciities. The contractar IS rasponsible for providing these services for any contractor
owned faciity.

3.2.5. Refuse Collection. The government shall provide refuse coflection for all government
fumished facilities. The contractor is rasponsible for providing these services for any conkracior
cwned facility

3.2.. Hazardous Waste Disposal. The government shall dispose of all hazardous waste
yenerated by the contractor during work performed under this contract. The contractor shall
identify, label, package, ternporarily store, and transport all such hazardous wastes to facilives
478 and 479, in Areg B, far acceptance by the government.

3.2.G. Real Property Maintenance. The govemment shall provide mainterance ang repair of
real property facilities that are nat otherwise covered by this conlract,

3.2.7 Basc Ciwil Engineering. The government shall provide fire prevention and protection,
inspechon and maintenance of government fumished fire extinguishers and systems, pest
control, and grounds maintenance for ail government furnished faciliies. The contractor is
responsible for providing these services for any contractor owned facility. Fire Department
telaphone extension is 811 for emergencias. Routine calls shall be reguestad through the CFM.

4.2.8. Emergency Medical Servica. The govemment shall provide amergency medical
treatrment and amergency patient fransportation service for contractor personnel. The contractor
shall reimburse the government for the cost of medical treatmant and patiant transportation
service at the current inpatient or cutpatient treatment rate, 5s appropriate.

3.2.9. Security Force. The governmeant shall provide general on-base Security Force service,
Security Force phone sxtension |s 911 for emergencias, and 937-257-6515 for routine calls,

3.2.10. Automatle Data Processing. Reserved

3.2.11. Transportation. Reserved

3.2.12. Equipment Malntenance. Reserved

3.3,  VEHICLES. Reserved.

34, RECORDS, FILES, DOCUMENTS, AND WORK PAPERS. All records, files, decuments,
and wotk papers provided by the govarnment or generated in =upport of this contract are
governmeant property and shall be maintained and disposed of par Air Force directives. At the
time of disposition the conlractor shail bax, label contents, and turn them over to the CFM.

3.5.  PROPERTY CONTROL PROCEDURES. The contractor shall provide a written Froperty
Control Plan.  The contractor's plan shall be prepared In accordance with, and shall mzet the
requirernents of FAR 45.502. (Data Item No. EQO0Z)

35 FORMS AND PUBLICATIONS. The government shall provide forms and publications

gxpressly required fo perfarm the work in this PWSE. The govemment shall provide custodian
and alternate training for forms and publications management.
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SECTION C-4
CONTRACTOR FURNISHED ITEMS AND SERVICES

41 GENERAL. Except for those items or services specifically stated to be governmeant
furnished in Section £-3, the contractor shel furnizh everything required to perform thug PWS

4.1.1. Tools and Equipmant. The contractor shall furnish hand tools, construction tools, and
equipment reguired to mEintain and repair government eguipment and modify, repair, or alter
governmenl faciliies. Specralized tools reguired to repairfmodify unigque government
requirerments, may be reimbursed by the govarnment, with prior approval by the GO and CFM,
Such speciafized tools shall become the property of the government,

4.1.2. Veahicles. The contractor shall provide vehicles to comptate all work ordered on this
contract. All maintenance and repair of vehicles s the responsibility of the contractor,
Contractor vahicles shall have the company namea dispiayed on both sides of vehicles with at
least six inch letters. '

41.2.1. Heavy Equipment. The contractar shall provide pne (1) forklift, at least 5000 pound
capacity. Additional heavy squipment may be provided as specified in paragraph 4.3,

4.1.3. Telaphone. The contractor shall provide phahes, fax and telephone service for off-base
lines to the administrative offices and/or shops the contractor is allowed to provide as contractor
furnishad on-base offices. The contractor shall alsa provide phones and telaphone service for
off-base lines to govarmment field maintenancs offices provided for contractor use, 23 requaed.

4 1.4 Utilities. The government shall make avaiable to lhe contractor all reasonably required
amouints of ulilities fram exisling outlets and supplies The contractor shall carefully conserve
any utilities fumished. The contractor, at its expanse and in a workmanlika manner satisfactory
to the GO, shall install and maintain all hecessary lemporary connections and distribution lines,
and all meters required to measure the amount of each utility used. Before final termination of
the contract, the contractor shall remove all temporary connections, distribution lines, meters,
and associated paraphernaiia.

4.2  MINIMUM QUALITY STANDARDS. The contractor shafl meet the mimimum quadity
standards outlined in Section C-6 and Technical Exhibit 6.

4.3. GOVERNMENT REIMBURSEMENT FOR RENTED EQUIFMENT. Special equipment of a
nonexpendable nature, if approved by the CO in advance, may ba ranted by the contractar when
such equipment is raquired and cannot be furished by the contractor. The contractor shall be
reimbursed for such approved rentals at cast.

A.4. SUBCONTRACTED SERVICES. The contractor may subcontract the unigue services of
craftsmen, engineers, technicians, or machines which are required to provide compieteness and
continuity of the overall contract efforts and which cannot be performed by the crafts, machinery,
ar equipment avallabie to the contractor, or where it is not feasibie to use contractor labor.
Examples of anticipated subcontracted sarvices include, but are not limited to, technlical
services, machine shop services, fabrication services, heavy equipment, installation of eoimputer
flooring systems, installation of alarm systems, and crane and hoist repairs and/or certifications.
The contractor shall abtain prior approval for any speciaiized subcontracted servica fi.a., lead
hase paint andfor asbasins abatement} from CO and 88 ABW/EM or designee.

4.4.1 Technical S8arvices. Subcontracting of technical services related to matsrial purchases

or subcontractad installation may be used with QAE concurrence and OO approval. (e, fire
protection systerns, environmental contral, structural steet, etc,)
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SECTION C.5
PERFORMANCE WORK STATEMENT- ADMINISTRATION

5.1. Bupply Systam. The contractor shall pravide for tha adminfstrative tasks of ordaring,
recelving, verifying, tracking. delivery to work site, and secuning of materials and parts bought
nder this contract. This control shail apply to tems in stack and on order. The exsting
controlled stock of items required for daily use shall be maintained and accounted for by tha
contractar using a management information system. The contractor shall maintain an accurate
and up-to-date inverdury of all malenals and parts on-hand or fyrnished by the government Any
timea the contractor's Supply system is found to be ihadequale, it shall be changed as the CQO
deems Necassary within ten {10) warking days at no additional cost to the govemment.

3.1.1. Purchasing. The contractor shall gbtain pars, matertals, or subcontracted servicas at
the lowast passible cost ta the government. Consolidated purchases shall be made whenever
possile to oblain the best price and dedivery scheduie. When requirements for several DOs are

2.1.1 1. The contractor shall nbtain a mimmum of three (3} bids on unit purchazas exceeding
32,500, If three (3) bids cannot be chlained, evidence of the réasanablensss of the price shaii
e required The contractor shall submit to the CFM, for approval, submittals on each of the Bids
including the manufacturer's current technical data (e g., catalog, cuts or brochures). In the case
of a "no quote” saurce, the contractar shall provide the nama of manufacturers representative,
company name, date contacted, and telephone number. Unit purchases in excess of $2 500

=.2. RECORDS. The contracior shall maintain records of all matetia), supplies, tools, and
equipment used on this contract, Such records shall identify the supplier, price, the individual

9.2 A written record of any mamntenance action that alters tha location or performancea of any
porlion of a facility shail be kept in the Lab maintenance files and becoms the praparty of the
government. These written recards shall include partinent data such as drawings and wiring

diagrams,
2.3, SUBMITTAL PRGCEDURES.

%:3.1. Submut for approval all items and related information as designated in aach delivery order
and as required by paragraph 5.1.1.1. Al submittals shall be accompanied by a thoroughly
completed AF Form 3000. Al separate items torming parts of any submittal sha)t be cleary
marked to indicate the specific submitta] requirement o which they apply. Unmarkad catalog
cuts, samples, techinical data, ete., will be returnad disapprove,

5.3.2. Submit a minimum of ohe sample of cach jiem whers o sampie is required. Submit one

copy for project record document subrmittals. For all other submittals, exciuding operation and
mairtenance manuals, submit a minmum of four (4} copies of the submiitat Hermn.
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2.3.3. The contractor shail pr e manufacturers equipment specification  .ratura, operating
manuals, and warranty information for all equipment instafied under this contract A copy
maintained by the contractor shall be available for govemnment inspection. {Data Hem Mo, ADDY)

2.4, WARRANTY/GUARANTEE. The contractor shall guarantee his work (includng labor and
material) and equipment for a pericd of one {1} yaar after acceptance by the government. The
contractor shall make adjustmants ang repairs during this period at no charge to the government,
This daes not include prablems caused by improper oparation of maintenance by govetnment
persannel. All manufacturers’ warranties shaff be exercised and anforced by the contractor
betore committing any laber or materials an an affectad equiprnent item. The contracior shall
check wilh equipment manufacturers to ensure that any action does not void warranties, unless
the CFM and the COQ approve such action in writing. Whenever possible, the contractar shaii
obtain on behalf of the government & manufacturar's warranty that starts upon start-up of
equipment and not the purchase date. The contractor shall provide a copy of all
warranty/guarantees to the CFM or designee,

9.5, WORK CONTROL. The contractor shall provide sufficient personnel on a full-time basis to
control, schedule, and direct their work force to avoid excessive transportation, waiting for
malsrial’supplies, and other lag or delay time, The contractor shal provida the CO written
notification when a delivery arder (DO} reaches 80% of obhgated funds, and state whethar
remaining funds are sufficient to complete the DO.

5.6. REQUIRED REPORTS. All reports required shall be provided by the contractor to the
government, using the contractor's fumished reporting system The system shall provide contral
over afl work from inceplion to camplstion. The system shall miegrate the funciions of waork
genaration, scheduled accomplishment, work contrad, reports, and invoices. Al costs for
sefvices, materials, equipmeant or other costs associated with the preparation and distribution of
required reports shall be included in overhesd calculations.

5.6.1. Cost Performance Reports. The contractar shall provide cost performance reports for
maintenance and construction. The contractor shall provide for the posting of laber expenditures
for each DO prior to reporting for the respective week, and the posting of materia expenditures
when a purchase order is written. These reports shall be segragated by Lab, listed by DO or
B with associated building number, 2nd detailing: (Data iterm Nos. AGO2 and A003}

5.6.1.1. Obligated funds.

5.5.1.2. Labor expended.

S.6.1.3 Matena! purchase ordars written,

5.5 1.4. Subcontracting and rental purchase orders writen,

5.5.1.5. Total material, rental, and subcontracting invoiced.

3.6.1.6. Balance obfigated funds minus labor expendad and purchase orders.

56.2. Manning Reports. The contractor shall provide manning reports for construction and
maintenance shiowing alf direct labor by name and trade with man-hours shown by DO and
associated building. Maintsnance shall also show MAS or WA, The report shall show a wesak's
time frame with the current day's man-hours being forecasted and any previous days of the week
being actual man-hours. A final report for each week shall be submitted with the following
week's first day forecast. (Data ltem No. A004 and BOO1}

f 6.3, Man-hour Report. The contractar shall provige the total man-hours ysed per labor
category for construction and maintenance. The report shall be for the periods 1 Oct to 31 Mar
and 1 Aprto 30 Sep {six month pericds can be approxirnated to Iha nearest week, ending date),
{Data fterm No BOD2)
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2.6.4 Status Report: ..e o -actor shall provide status reports showing - contract aclivity
for each manth {approximated by a four (4} or five {5) week period depending on the wesk
ending date used by the tontracter's computer system) The raport shall include 5 listing of DOg
and modifications received during the last period intluding building number and doiliar amount; 5
listing of DOs complated during the last period, and a summary sheet showing each pefiod of the
current fiscal year and fisting: (Data Item Np, B003)

+8.41 Number of DOs and DO madifications recaiveg
564 2. Mumbar of DO completed,

56.4.3 Tatal of funds obligated for period.

234 4 Tolal of funds obhgated fiscal year to date
5645 Total of funds expended for pariod,

8646 Total of funds expended fistal vear tn date,
5.6.4.7. Mumber of direct |abar man-holrs used far panod,

The report shall be segregated by Lab and detail DO, building nuember, project description, funds
ebligated, date received, scheduied completion date, and comments on status. {Data Item No
BOG4)

56.6. Equipment Malntenance Plan, The contractor shall pravide an squipment maintenance
plan for each Lab, The plan shall be = Iisting of equipmeant under malntenance and the
maintenance {maonthiy, yuarterly, semi-annua!, ar annual) scheduled for each month as requireq
by paragraph 7.2. The plan shall detail the building number, EIM, type of equipment, equipment
descriplion, equipment location, and maintenance schedule. An addendum to the plan will be
tssued for changes within ten {10} work days of approval. Changes shall be added to the
computer sysiem when the addendom is Frepared. (Data fern G001}

2.6.7. Summary of Maintenance Action Sheets {MAS} Work. Ths contractor shall provide g
summary of MAS work for each Lab. The sumrnary shall detaif the building number, EIM, tvpe of
efquipment, eguipment description, eguipment location, and the labar haurs, labior cost, and
matenal cest sxpended on each individual piece of equipment during the previous manth, or
whether the work is overdue. Also detail for aach building a fiscal year-to-date total of labor
hours, labor cost, and mateniai cost, {Data ltem No. C002)

2.6.8. Open/Closed Work Authorization {¥¥A) Report. The contractor shall provide an
openiclosed WA report for each Lab. The repcrt shall be a record of il WA's in an opan status
and WA's closed during the previous month. The report shail detail the WA nummnber, dates
recelved and closed, building number, EIN, type of equipment, equipment description, equipment
location, priority rating, if a cost estimate is usad, and description of work to be performad.
Clasad Wa's shail aiso detail labor hours ang cast by trade, and cumulativa 1abor hours, labor
cost, and matetial cost. {Data ltem No. C003)

5.6 2. Inventory Reports. Tha contractar shall provide an inventory repart for all joint

inventories required by the contract. This inventory report shall includs nomenclature, quantity,
unit cost, and total value. {Data ltemn No. Can4)
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SECTION C-5.A,
FERFORMANCE WORK STATEMENT - CONSTRUCTION

5A 1 GENERAL The cantracter shall provide an labar, equinmant, tocls, materials,
SUpetvision, and other iterns required o complete the Scope of wark as specified in
specifications and drawings provided with 2ach DQ. A construction labor force Capable of rapid
expansion or draw-down of s dirent faber force is required to provide a faxible capability to
slpport ehanges in programs and technical requirements. Thege efforts involve installing,
modifying. and repsinng vanous faciiities and equipment. Architect-Engineer services wil not be
performed undar this contract

542 SCHEDULE oF WORK Prior i the start of each sonstruction projact, a schedyle of
work shall be submitted By the contractor for approval by a GAF so as to cause 5 RIN AU
amaount of disruption to the normat aperations.

5421, Before starting any work whereby traffic will be impeded or hindersq especially fire
trucks and Force vehicles, call and natify the Fire Pratection Branch, 837-2576933, ang Socurity
Force, 937-257-4803, 72 hours prior 1o placing barricades or starting any work. Under no
circumstances place any barricades or start work until afisr the Fire Protection Branch ang
Security Force have been notified and hayve approved the barricading of work areas

5.8.3. CONSTRUCTION. Except as sat forth in Faragraph 5.A4.3.4., no work shall be perfortmad
hereunder prier tr issuance of a written order. Several DOs inay be Issueq simultanaously, ang
the contractor shall provide a sufficiant work force to respond and accomplish the work by the
specified completion date for aach 2. Al work shall be accomplished in accordance with the
apphcably DO spacifications and drawings. Types of work to be perfarmed within the
construction category are as follows:

3 A.3.1. Minor Construction. Defined as, but not mited to, alteration of real property faciliies
fequired when any of the folkowing conditions exist: facility alterations requirad for cantinuing
Misgion support, medification in Suppont of personnel relocation, companion renavation in
support of equipment installatian alterations requirad to safequard aquipment, modifications
required to ensure personnel heglth, safety, and special accommodations for handicappead
persanne,

54.3.2. Facility Maintenance and Repair. Facility maintenance consists of, but is not limited
0, those tasks required to ksep a facility in adequate condition, such as painting, replacing or
patching of floqr coverings. Facifity repair consists of those tasks required to retym a facility to
adequate candition such as replacing deteriorated walls, doors, floor tile, plumbing fixtures,
ceilings, interior electric, ete.

5.A 3.3, Equipment (nstallatfon or Relocation. Consists of, but is not lmitad to, the purchase,
installation, or relocation of equipment, secandary ubllity work to connect the equipment to
existing utilitias, false floors, platiorms, foundations, pads, slab-on-grade, pits, mechanical
ventilation, exhaust systems air-conditioning, and prefabricated clean rooms,

3.A4.3.4. Emergency Construction Emergency construction shall be started within four (4)

hours after receipt of oral instructions from the CO. Such oral authorization shgll be coniftrmed
by issuance of a DO, Additional detailed infarmation in such emergancy situations shall be
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3.A 4. RESIDUAL CONSTRL .I1ONMATERIALS. The residual construc.  matarials from
the previous contract will be furnished by the gavemnment during the phase out penod of the
previaus contract. A joint inventory shall be accomplished by the contractor and a QAE before
being received by the contractor and at the end of the contract. The contractor shal! maintain a
record of residual construction matedals. The contractor shail be solely responsible for control
and secunty of all residual conslruction matenals. Residual canstruction materials shall be used
for DOs whenever possible, stored as directed by a QAE or Government representative and
physically separated from the maintenance bench stock.
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SECTION C-5.B.
PERFORMANCE WORK STATEMENT- MAINTENAMNCE

5.B.1. GENERAL. The contractor shall provide all tabor, supervision, equipment, koals,
materials, and akt pther services required by the maintenance action sheets and approved work
authonzations. A maintenance laber force is required to provide recurning preventive
maintenance, repair, replacement, and installation of equipment and mechanical rogms, and
provide water treatment. Architect-Engineer design services shall not be performed under this
contract.

582 MAINTENANCE. A list of equipment requinng maintenance shall be provided by the
government within ten {10} calendar days after contract award. The contractor shall use this list
to prepare the Equipment Maintenance Plan as required by paragraph 5.6.6. Types of work fo
be performad within the maintenance category include, but are not limited to, the following:

5B.2.1. Recurring Maintenance. The cantractar shall perform racurring maintenance in
accordance with government provided maintenance action sheots {MAS} andfor manufacturer
specifications. This is mainlanance which is required on a periodic basis. |t includes periadic
preventive maintenance, seasonal maintenance (such as winterizing cooling towers), periodic
circuit breaker testing, replacing filters, making ail changes, and any ather mainlanance actions
identified. Mantenance shall be identifisd on MAS as monthly, quarterly, semi-annual. or annual
requirements. The government will provide sample MAS to the contractor within ten {(10) days
after contract award. The contractor shall subrmit his proposed initial MAS for approval. The
CI Me=fQAEs approval of the initlai MAS, signifisd by signing the MAS, constilutss approval for
the contractor to perfarm maintanance in accordance with the MAS, Ths equipment fo be
maintained and the MAS are subject to frequent revision, and CFMs/QAEs approval must be
secured for each revision. When a MAS change is requested the contractar shall prepare a
MAS for @ CFMs/QAEs approval signature within ten (10) workdays. When equipment is
approved to be added or delelad, the contractor shall distribute an addandum to the Cquipment
Mzintenance Plan and input the changes into the contractor MIS system within ten (10}
workdays of the CFMs/QAES approval. (Data ltem No. D)

%.B.2.1.1. As part of the praventive maintenance program, the contractor shsll provids the
services of a watsr treatment specialist with a minimum of five {5} years experience n water
treatment and analysis. This work cohsists of analyzing, fummishing labor, equipment, devices,
appliances, matenials, and performing operaticns necessary in the treatment of all water coaling
towers maintained under this contract in accordance with the requirements identified in
paragraph 7 €.

5.B.2.1.2. As part of the preventive maintenance program, the contractar shall control corrosion,
to include, but not imited to: application of protective coatings, maintenance of cathodic
pratection systems, constderalion of cotrosion problems when purchasing and installing
replacemsnt equipment and materials, and making recommeandations for system modification to
reduce corrosion problems and mainterance costs. Particular emphasis should be placed on
galvanic corrosion resulting from dissimilar medals,

5B.2.1.3. Identification of Impending Equipment Failure. Buring recurring maintenance
inspections/actions, contractor personnel may encounter systems reguiring repairfreplacement.
Such conditions shall be verbally identifizd to the applicabla GAE and Lab monitar. The
contractor shail provide a follow-up memo af the verbal notification by the next workday.
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2.8.2.2. Egutpment Repair. .2 cantraclor shall perfarm equipment repa..  atvices as follows:
Restoration of equipment or companents to such condition that the equipment may be usexd
effectively for its designated purpose. Restoration rray be by averhaul, rerplacement,
reprocessing, or replacement of constituent parts or materials that have deteniorated by the
action of the elements or wear and tear and which cannot be corrected through maintenance.
Upon identification by the contractor of a potential repair action requirement, the contractor shall
notify the applicable GAE and Lab monitor. The Lab monitor requests the contractor to prepare
a WA, and the CO's/CFM signature on the WA shall constitute approval for tha contractor to
proceed  Repair actions are classified as follows:

+.B.2.2.1. Emergency. Maintenance necessary ta return an essential item of equipment to
sorvice after failure. Work requested by Lab monitors miist be responded ta by the contractor
within twa {2) hours of verbal approval by CFM or designee. For emergency wark requested by
Lab monitars during non-duty hours, verbal approval must be given by authorized personna|
listed on a roster to be supplied by the CO  The contractor shall furnish the CQ a list of
personnel authorized to raspond to emergency service calis and their phone nurbers within five
{9} workdays aftar canlract start and update listing as required by contractor persannel changes.
A WA request and a written overtime request shall be submitied by tha Lab maonitor through the
contractor and CFM to the CO the next duty day.

2 B8.222 Urgent. Work requested by Lab monitors must be respendad to by the contractor
within 24 hours of verbal approval by a CFM or designee. A WA request and a written overtima
request (if required) shall be submitted by the Lab monitor through the contractar and CFM to the
CO tha next duty day.

%.B.2.2.3. Routine. Work requested by Lab monitors must be responded to by the contractor
within three {3) workdays of 8 WA being approved by the Q. CFM or designee.

5.8.2.24 Mnorrepairs are tasks involving 32 man-hours or less and $2 500 o+ less for
matertals. The Lab monitor will requast the contractor prepare a WA for thase regquirements, and
the WA must be appraved by the CO's, CFM or QAE's signature. If parta or materials must be
ordered, minaor repairs shall be sequenced into the maintenance schedule uniess the repairs ara

necessary for the cperation of essential equipmeant.

5.B.2.2.5. Major rapairs ars tasks involving more than 32 man-hours or more than $2,500 far
materials. These requirements will be requested by the Lab monitors then a WA with a cost
estimate shall bz prepared by the contractor and approved by the CO's or CFid skinature. If
requested in writing by the CQ, the contractor shall prepara a written proposal and detailed cost
estimate fir major repairs. The government may provide written technical specifications, as it
considers necessary for adequate repair. The contractor shall comply with such specifications
whon praovided.

bB.3. MATERIALS.

5 B.3.1. Maintenance Bench Stock. The contractor shall maintain a bench stock of common
use mamntenance items for each trade. The ilams to be maintained and numbar of each item
shall be approved by the CFM. Such baench stock shall e replenished periadically and the cost
of replenishmant allotted to the maintenance DOs for each Lab in praportion to the man-hours
used in each Lab. An initial bench stock of items sha!l be furnished by the government at the
onset of tha contract. A jeint inventory of all maintananca bench stock items wiil be
accamphshed by the contractor and a GAE withln ten (10} workdays after the start of tha contract
and gt the end of the contract. The contractor shall maintain an accurate and up-to-date
invantory of all materials and parts on-hand ar furnished by the government. Stock levels and
restock points shall be subj=ct fo approval by the CFM and not to exceed a d0-day [evel. The
maintenance bench stock shall be physically separate from construction materials. The
cantractor shall recommend bench stock changes {(changes in stockage levels or changes in
ilsms stocked). Al purchase orders for parts, matenais or subcontracted services, without
axcaption, shail be approved by the CO or CFM. An approved maintenance Work Authorization
dues not constitute autherized approval for ardering parts, matenials or subcontracted services.
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9.8.3.2 Maintenance Spare. .As. The contractar shail maintain a stock . spare parts for the
equipment mantained. An initial stock of such iterns wilt be furnished by the government at the
onset of the contract A jaint inventory of all spare parnis shall be accomplished by the contractar
and QAE within ten (10) workdays after the starl of the contract and at the end of the contract.
The contractar shall maintain an accurate and up-to-date inventory of all materials and parts on-
hand or furnished by the govermment. All purchase orders for parts, materials or subcontracted
services, without exception. shall be approved by the CO or CFM. An approved maintenancs
Wark Authorization does not constitule authorized approval for ardering parts, materials or
subcontracted services. The contractor shall recommend stack changes (changes in stockage
leveis or changes in items stocked) as the contractor deems necessary, Spare parts should not
duplicate bench stock. This does not preclude stocking some banch stock items near equipment
if associated with critical spare parts.

3.B.3.2.1. Critical spare parts, defined as parts whose faflure may immediately shut down an
entire building or laboratory (e.g., main circuit breakers, transformers, steamfwater valves), shall
be maintaimed in contractor secured areas in the facilities listed in Technical Exhibit 3a. Al
stocking of critical spara parts must be approved by a CFM/QAE. The contracter shall maintain
an accurate and ug-to-date inventory of all eritical spara parts.

3.B.3.2.2. If parts can be obtained within one {1) day, spare parts should not be stocked except
parts far highly critical systems (e.q., cooling systems for animal holding areas, cooling systems
tor computer areas, fuel systems for gun range. etc.}. The contractor shall maintzin an accurate
and up-to-date inventory of all matenals and parts on-hand or furnished by the government, Al
purchase ordars for parts, materials or subcontracted servicss, without exception, shall be
approved by the CO or CFM. An approved maintenance Work Authorization does not constitute
authorized approval for ordering parts, materials or subcantracted services.

5B.4 REPAIR vS REPLACEMENT. Repairs costing in excess of seventy-five (75%} percent
of the replacement cost of the individual item of equipment or repairs that the contractor
otherwise feels are uneconomical shall be referred to the CFM or QAE and tha appropriate Lab
monitor for detsrimination of what action is to be taken. The €O shall direct the contractor to
repatr, replace, or take no action on the equipmeant.

5B5 EQUIPMENT LABELS. The contractor shal provide eguipment idsntification labels for
each piece of equipment that is identified by the Government {o receive maintenance. Thesc
labeis shalf include Lab number, EIN, nomenclature, last date maintenance was performed, next
date preventive maintenance is dua and contractor phone number for both duty and afier duty

hours.
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7.E.8. WATER ANALYSIS A. . TREATMENT. Fumish all labor, equipme | devices,
appliances, and materals, and perform ali operations hecessary to chamically treat condenser
water systems in connection with the operation and maintenance of new and the following
existing equipment:

20490C 1631004
204800 1631005
204800 1631-006

LAR BLDG ECUIPMENT NG REMARKS
3 20079 1630-001
3 20248 1621003
3 20838 1831001
5 204508 1630-001
5 204548 1630-002
LS 20431 1630-004
5 20451 1630005
5 200254 1632-001 Spray Pond
7] 20026 1631003 Shock treatment
& 20146 1631-004
G 20145 1630-001
7 20651 1630003
7 20654 163C0-001
7 20654 1630-002
7 20655 1830-004
8 20018 1631003
8 2001 &H T630-001
2 200710 1631-002 Calls1, 2,3 4
)
8
8
g 20022 1631003

9 200228 1631-001

9 20023 T630-0G1

g 20023 1630-002

g 20620 1630-002

o 20620 1630-003

) 20820 1630-004

g 20622 1631-001

2.B.6.2.1. Tesling and changing chemical drums as required to insure adequate supply of
freatment chamicals,

5.B.6.2.2. Mainlenance and operation of all chemical fead pumps, controliers, strafnars, water
meters, blesd vaives, fiow switches, test coupons, test racks, and pH meters.

5B&.2.3. Cleaning baskels of supply line strainars at least once per month,

5.B.6.2.4. Inspect water distnbution pans weekly. Clean and reimave scale from hales in bollom
of pan to insure uniform water flow over tower fil],

5.B.6.2.5. In the spray distribution tower, check the nozzles weekly, report the numbssr of
nozzies not oparating in writing, and retum those not functioning to operating conditian.

5.B:5.2.6. Controliing the water level in tower sumps so that they do not overflow and the total
dissolved solids will be controlled by the system bleed vakve,

5.B.6.2.7. Insure operation of sl cooling tower make-up water float valves and liquid level
control assemblies.
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5B.6.2.8. Provide operation = . maintenance of condenser water pumps, « Jling tower fans,
fan motors, gear haxes, louvers, and othar equipmert refated to chemical water treatmant.
identify potential condensar water equipment operatianal problems, and notify the CFM and the
Lab meniter.

5B.6.2.9. Maintain corrosien and scaling limitations. per requirements identified in section C-6.

5.BG6.2.13 Remove sall or precipitate that collects on the outsida edges of closed packed
plastic sheet fill towers, screens, or mist eliminators, and blocks air iow. The contractor shall
provide a suction device for remnoving precipitate.

5.B.6.2.11. The contractor shall deactivate and clean cooling lowers that do not operate
confinucusly at the end of the cociing season. The cleaning operation shall consist of removing
all precipitate from the towar surfaces. Damage accumng during tha cleaming process shall be
repafred by the cantractor, at no cast to the Government, if the damage was caused by
nagligence and not normal wear and tear (deteriorated condition}. The contractar shalf repart all
damage to the CFM/QAE, within one {1} day of ocourrence,

SB8.2.12 The contracter shall perform all seasonai maintenance during the period of inactivity
for thase coofing towers thal do not operate continuously. The contractor shall activate the
cooling towers coimmensurate with seasonal load conditions or as required by the mission of
each Lab.

5BE3 Eguipment.

5B.6.3.1. The condenser water systems have haan operating with chemical treatment and have
chemical controls, water meters, bleed valves, pumps, strainers, flow switches, and flow
requlators already instalied. The contractor shall inspect all existing equipment for proper
aperalion within one {1) month after starting maintenance responsibilities.

3.B.6.3.2. Al condensar water treatment equipment mstalled by the contractor, other than
govemment furnished equipment, shail be new and fram a manufacturer reqularly engaged in
the manufacture of condenser waler traatment equipment.

3.B.6.2.3. Systerns shall monitor coofing tower clrculating water and provide autamatic control of
the blead and chemical treatment based on the sctual requirements of tha conling tower and in
accordance with specified limits and dosage. Systems shall provide visual indication of chemicai
feed and blead off

5.8.6.3.4. Systerns shail have a solid state controiler, conductivity cell, water meter, electrical
contact head, electrically controlled bleed valve, strainer, chamical faed pumps, flow switches,
pH meter with elactrical contacts where acid feed is required, and flow regulators as described
by low.

5.B.6.2.4.1. Chemical feed shall be controlled independeantly of bleed off by the controllar. The
chemical fesd pumps shall require no lubrication, ba easily cahbrated, have no expossd moving
parts, ba of unit design construction, incorporate cartridge vaive for easy priming, have variablz
stroke langth. operate on 120/60/1 powar, have isolated mechanical parts o prevent salution
contamination, and be sized in accordance with the respective condenser water system.

5.8.63.4.2 The controller shall contain a conductivity cell constructed of materiaf impervious to
all water treatrnant chernicals. The cell shall contain temperatura compensating elements which
in conjunctian with the control circuits, wilf maintain a constant water TDS regardless of
temperature fluctuations, A removable clean-out plug shail be provided in the bettom of the cell.
The cell shall withstand a pressure of 125 psi, have & characteristic pressure drap of 10-15 psi,
and oparate on 12006001 power

AR 6343 The flow switch shall be installed to energize and de-energize the controller based
an candenser water flow,
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5.8.6.3.4.4. The pH meter sh. .1ave solid stats sircuitry and have a capac. 0 control Lhe
hydregen ion concentration between pH limits of 6 and 10. The metar shail have adjustable
etectrical contacts to start a feed pump motor at a high pH level and shut the fecd pump motor
off at a low pld levei. A control light shall indicate when acid is teing fed to the condenser water
system.

S.B€4. Treatment Chemicals.

3.B.8.4.1. The contractor shall furnish an adequate supply of treatment chemcals o operate all
cotdenser water systems coverad by the contract. The contractor shall change chemical drunts
or filt lanks as reguired to insure continued chemical feed to afl condenser water systems, All
containers shall have secondary containmenl.

5.B.64.2. The contractor shall ensure chemicals are capable of inhibiting scale and corrosion
and comply with EPA requiremants. Mo heavy metals, chramates, sulfonates, ignin, or tannins
should be used. In addition, ha molybgate-based corrosinn inhibitors shall be used far noling
towers discharging to the sanitary sewer systsm.

5.B.6.4.3. The contractor shall ensure that the inhibitars contro! comrosion on the agueous
surfaces of ferrcus and non-ferrous metals. When requested, the chemical supplher must supply
data to demanstrate corrosion rate of 2.0 mils per year or fass and corrasion pits of no more than
5.0 mils per year on mild steel. On copper, corrosion shall be limited to 0.5 mils per year and
COmasion pits no deeper than 1.0 mit per year. Data should include actual rate tests using AS5TH
mothods.

3.1.6.4.4. The contractor shail ensure that the biocides provided for o-fouling organism cantral
can be 10% methylene bis (thincyanate) alternated with sodium hypechlarite.

5.B.L.4.5. The contractor shall ensure that the inhibitar systems shall be compatible with
chlorine or non-axidizing biocides for control of algae. An iran inhibitor containing a first
generation polymer to control iron deposition throughout the condenser water system shall be
used.

2.B.6.4.6, The contractor shall ansure that the acrds {muriatic or sulphuric) will be used where
indicated to control the hydrogen ion concentrations betwesn pH levei of 7.2 and 7.8. The usa of
acid will not relax the corrosion requirerments of Para. 7 6.4.3. and 7.6.5.1.

5.B.64.7. The contractor shall purchase water treatmeant chemicals from Dearborn Chemical
Company, Drew Chemical Company, Betz Entec, Malco Chemical Gompany, Calgon Chemical
Company, UOP Water Services, Mogul Company. Vestal Labs, or approved equal. All chemical
suppliers considered shall submit technical data sheets and description of the action of the
charnicals proposed. The contractor's proposed selaction of the chemical supplier shall be
approved by the GFM, based upon competitive pricing.  Material Safety Data Sheels shall be
provided by the supplier to the contractor.

5. B.6.5 Performance Criterta.

2.8.6.5.1. Corrosion Rates. The contractor shall insure that the corrosion rate of all copper
surfaces in cantact with treated condenser water shall not axcesd 0.5 mils per year and that the
corrosion rate of all mild steed surfaces in contact with Ihe treated condenser water shall nat
excead 3.0 mils peryear. The contractor shail demanstrate that these performance criteria have
becn satisfied on at least 85% of all the condenser water systems tested under tha provision of
this contract via results obtained throtigh coupan testing as specified by paragraph 7.6.7., and
performed in accordance with the American Society of Testing and Materials (ASTM) Standard
No. D26RB-70, Comosivity of Water in the Absence of Heat Transfer, Method Tasts for Weight

Loss.
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SR &52. Scale. The contra. . shall insure that all condenser watar co0l. , towers shall be
maintained to iess than 1/4" sludgesscale in the bottom of the cold water reservoir. The
contractor shall msure that ne appreciable sludgesscale shall acocumulate within the condenser
tubas as per chiller manufacturer recommeandations,

3.B.6.5.3. Algae. The contractor shall insure thal the condenser water systems maintainad
shall be free from visible accumulation of algae.

+B.6.5.4. Pitting. The dagree of pitting shalt be evaluated in accordance with ASTM Bullefin
Mo. 138, Caorrosion Cntenia - Their Visual Evaluation, dated January 1946,

3.B8.6.5.5. Contral Ranges and Test Cycles. The key tests ara: moiybdate, pH, total alkalinity
and caizium for corrosion and scale control; and conductivily and chiorides for blowdown control.
The other tests will confirm the suitability of the formulation. The requirad ingredients and the
approximnats ratio {or multiplz thereof) of each are 3% for sedium molybdate, total inorganic
phosphaie, and total organic phosphate, and 2% for total polymeric dispersanis, lotal polymeric
antiscaiants, and copper cormasion inhibitor. Molybdate corrosion inhibitors shall not ke used for
cooling towsars which discharge ta the sanitary sewer system.

FARAMETER LIMITS DAILY WEEKLY MONTHLY
Caleium Hardness 3 to 4 times makeup Cali X

Total Alkalinity 100 to 180 ppm as CaCO3 X

Chioride 3 a4 times makeup Cl X

Conductivily 2400 to 3200 micrornhos A

Muiybdate 410 5 ppm as Mo4 X

ptf T2tc¥8 X

Total Hardness 3 ko 4 tirmes makeup TH 4

Ortha Phaosphate 12 to 168 ppm as PO4 X

Soluble [ron per make-up water X

Crgamc Phosphate 3 to 5 pprnoas PO4 x
riazole Z2tod ppmas TA x
Total Polymer S ppm minmum x

5.B.6.2. Operation and Maintenance. The contractor shal! have rasponsibility for the complate
maintenance and cperation of the condenser water and chemical treatment systems, incliding
acid feed and pH control equipment as spacified herein, Acid shail be fed to towar basin to
assure complete dilution prior 1o melal contact. This includes, but is not ba limited to:

5866 Water Treatment Reports. The contractor shall maintain records detailing all chemnigat
analyses performed, personnel performing tests, and the date and time performed. The
cantractor shalt provide reports that include the following: {Data tem No. Doos)

<.8.6.6.1. Chemical determinatians of circulating condenser watar and make-up watzr.
588862 Concentration of total dissolved solids.

5.8.6.5.3. Concentration of treatment chamical.

5.B.6.6.4. Remarks as to algss formation and corresponding action.

8.8.8.8.5 pH of all candenser water systems and its calcium contant,

5.B6B6. The bicarbonats and carbonate afkalinity.

5.6.6.68.7. Ramarks as to condition of overall condenser water system.

5.B.6.6.8 lLoading of air conditioning equipment.
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5B.6.8.8. Testcoupon dawar. Jired by paragraph 7.6 7.
58B.67. Corrosion Controls.

3.BS 71 The contractor shall provide copper and mild stea! tast Caupons in accordance with
the directives established in ASTM Standard No. D-2688-70, Sections 20 and 21. The
coentractar shall install two (2) copper and two (2) mild steel tost coulpans in accerdance with
ASTM Standard D2668-70, Method B, in separate test coupan assemblies on all condenser
water systems maintained under provisions of this contract. If any systemt is not presently Up ko
ASTM siandards, the government will pay to hava it brought up ta present standards. The mild
steel test coupon assembly shall pracede the copper test coupan assembly in the direction of
condenser water flow.

5B.6.7.2. Pipe used in fabnricating or manufacturing the various corrosion GoUpon assemblics
shall be chiorinatad pelyviny| chloride (CPVC) or fiberglass reinforced plastic (FRFP) pipe. Ail
corrasion coupon assemblies shali be manufacturer-fabricated in accordance with ASTM
Standard D2B88-70. The corrosion coupon assemblies shall ba instalied across the respective
condenser water circulating pumps and incarporate globe or gate valves before and after the test
caupons in the direction of water fiow. The carrosion coupon assembiies alsa incorporate a fow
regulating device ta facilitata adjustment of the condenser water flow rate across the test
coupons. Tha condenser water flow rate shall thereby be established for each and EVEry
COrfOsIon coupon assembly commensurale with the flow rate through the regpactive condenser
tubes as specified by ASTM Standard D2888-70, paragraph 21 6.

£B8.8 7.3 The contractor shall totally adopt and follow the methods and proceduras regarding
cerrosion testing described in ASTM D2688-T0 under Method B, unless otherwisa indicated.

5.8.6.7.4. The contractor shall initiate and maintain accurate records detailing all coupons,

testing, preparalion, and operational procedures employed. The records shall include data with
the water treatment report required by paragraph 7.6.68. The data shall include, but not be limited

to:

5B6.74.1 Coupon material, number, and installation locatian.
586742 Coupon weight befora installation.

5.B.6.7.4.3. Coupon waight after use.

5868744, Dates coupon weighed.

5 B674.5 Cerlifying laboratory approved by the Govermment.
5.B.6.7.4.6. Date coupon installed.

2.8.6.7.47. Date coupan removed.

2 BE7 48 Number of days coupon exposed.

£.8.6.7.4.9, Coupon cormosion rate.

5.B.6.7.4.10. Corrasion description.

5.B.6.7.4.11. Coupon maxirmum pit depth.

3.B.6.74.12. Coupon pholegraphs hefore and after use.,
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2.B.6.7.5. Prior to installing a. | .est coupons, the contractar shalt have the _ -vernment
approved independent laboratory certify each individual test coupon's weight, material, and
photograph with corresponding test coupon identification number. Coupens shall be installed
within one (1) month of contractor maintenance starting.

2.B.6.7. 8. After approximately sixty days exposure, the cantractor shall remove the one (1}
copper test coupon and one (1) mild stee! tast coupon from each cerrosion coupnn assembly
installed. The coupons shall immediately be replaced with propetiy dentified new and different
coupons. The contractor shall insure that the corrosion rates and degree of pitting derived for
each test coupon are formulated in accordance with ASTM Standard D2585-70 and ASTM
Bulletin 138. The resuits shall be certified by (he govemment approved independent teshing
lahoratary, and tabulated by individual systern and building number. The contracior shall take
necessary precavtions as stated by ASTM D2GB8-70 ta insura the integrity of t&st coupons used
during all phases of oparation.

5.B.67.7. The contractor shall insure that one {1) copper test coupon and rmild steai tast coupan
shall remain in eash cormosion coupon assembly undisturbed for the duration of the cooling
season or for six months for those air conditioning systems which operate continuously. After
the cornpletion of the cooling season, or every six months, whichever is appropriate, the
cantractor shall remave these test coupons, The contractor shall submit thess coupons to the
government approved indepandent laboratory for evaluation and cerification that the various
corresion rates and associated degree of pitting for each test coupon are established in
atcordance with ASTM Standard D2688-70 and ASTM Bulletin 138. The cantractor shall take
all necessary precautions as described by ASTM Standard D2688-70 to insure the integrity of all
test coupons used during all phases of operations.

5.B.6.7.8. The government shall use all certified corrasion rate, pitting, and system temperature
data to facilitate contractor performance evaluation.

3.B.6.7.9. The CO raserves the option to independently evaluats, st no cost to the contractar,
any or all of the test coupons after use on a random basis. The contractor shall be requirsd to
store ail used test coupons for one {1) year after use uniess otherwise specified by the CQ. The
contractor shall take all necassary precautions as described in ASTM Standard D2588-70 to
insure the integrity of all test coupons during the period of storage following use.
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SECTION C-5.C.
PERFORMANCE WORK STATEMENT- ENVIRONMENTAL REQUIREMENTS

5.C.1. GENERAL. The cantractor shail be knowladgeable of and comply with all applicabhs
federal, state. [ocal, Air Force, and Wright-Patterson AFB laws, regulations, and requirements
fegarding environmeantal protaction. in the event environmental laws or regulations change
duning the term of this contract, the contractor 1s required to camply as such laws come intg
effect. Ifthere is an increase or decrease in cost as a result of the change, the contractor shall
inform the CO pursuant to notice requirements and nagotiate & modification to the contract.

5.C.2. WORK REQUESTS. The contractor shall not install any new equipment, facility ar
modify existing facility unless a Civil Engineering Work Request {AF Form 332) has baan
submitted to 88 CEG Customer Service Office and approved. The governmeant office identifying
the requirement will submit the weork requast. An AF Formm 813 may also be required for any
propesed work  If this form is required, it wiil be annotated on the Work Requast, and tha
contractor shall then complete and submit the AF Form 813 to BE ABW/EMP. If zn AF Form 813
s required, it shall be approved before the work can proceed. The contractor shaii fully comply
with aft special provisions in any approved Work Request or AF Form 812. This could jnclude
the need to oblain a permit to install requirament(s).

5.C.3 PERMITS. The contractor shall ensure that required envirsnmental permits are oblained
priar 1o installing and/or operating any new or modifiad equipment, processes, et Where
envirpnmental permits are rexguired, the contracior may ke regquired to prepare technical
documentation for the permit application and submit to B8 ABYWEM. Based upon infonmation
provided by the contractor and using organization, 85 ABW/EM will determine when parmils ara
required. 88 ABW/EM will also define permit requirements and provide applicabla forms to the
contractor. 88 ABW/EM will sign and forward applications to the approgpriate regulatory
aylhority. Where the contractor is the operator of equipment, processes, or siorage areas
covered by a permit, the contractor shall be responsible for maintaining permit limits, which cauld
include operational restrictions and shall abide by all parmit terms and conditions. 88 ABVWEM
shali be notifiecdt immediately of any exceedanca of permnit limits ar violatian of permit conditions.
Special terms and conditions can involve extensive, detailed record kapping. Required records
shall be submilted to 83 ABW/EM on a monthly basis.

5.C.4. REUSE AND RECYCLING.

5.C.4.1. Ethylene Glycol. To the maximum extent practical, the contractor shall coffect
sthylene glycol for recycling and reuse rather than waste it to the sanitary sewer systern.
Ethylene glycol shall not be discharged to the sanitary sewer system without writtan
aulhorization from B8 ABYW/EM.

5.C.4.2. Refrigerant Racovery.

5.C.4.2.1. The conlractor shall be responsible for the racovery and recycling of refrigarant or
other ozone depfsting substanges (OD3s) from equipmant. Containmeit of the recovered
material shall be within cylinders approved by the Government or within cylindars provided by
lhe Governmenl. The contractor shall be respansible for labeling each container as required by
49 CFR 173301 “Requlrements for tha Shipment of Compressed Gas Cylinders™ and 40 CFR
Part 82 "Protection of Stratospheric Ozone, Refrigerant Recycling”™.

5.C.4.22 The contractor shall transfer all refrigerant cylinders directly io B8 Civil Engineering,
s directed by GFM.

5.0 423 The contractor shall verify that the ODSs have been remaved from dit ODS
anuipment before final disposal of the squipment.

5.C.42 4. All contractor technicians responsible for refrigerant recovery and recycling shall be
cartified by EPA under Section 608 of tha Clean Air Act.
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5.C.4.2.5. The vontractor rec. ry aquipment shall he tested By an approv. _ EPA testing
arganization to ensure that it meets requirements under Section 608 of the Clean Air Act. The
rquipment shall be iabeled stating this fact.

2.C.426 Knowingly venting ODSs inta the atrmasphere is prohibited under the Clean Air Act.
Conlractor technicians releasing “de minimis" quantities of ODCs in the course of making good
faith attempts to recapture, recycle or dispose of GDSs are not subjsct ta the prohibition.

50 4.2 /. Submittais. The contractor shall submit copies of al| certifications and gualficstions
required by this section and a brief wark plan detailing the proceduras required o perform the
work to the CO or CFM for farwarding to applicabls agencies.

3.C.4.2.8. The contractor shall identify the pressure conditions under which the refrigerator unit
was designed In operate and ensure that technicians have receivad the appropriate certification
{i.e. Type |, Type i, Typa ill, and/or Universal Technician} that comespands with the equipment
from which refrigerant is to be recoverad.

5.C.4.29 The contractar shall identify the appropriate type of recovery/recycle equipment and
ensure that equipment rating is maitainad in accordance with Section 608 of the Clean Alr Act
relative to: {a ) Liquid Refrigarant Racovery: | b.) Vapor Refrigerant Recovery; (c.) Finail
Recovery Vacuum; and (d) Refrigerant i0ss dua to Non-Condensable Purging.

5.0.4.2.10. Tha contractor shall be responsible for ensuring that refrigerant recovery is
performed in compiiance with all applicable regulations, per section C-6.

5.C.4.3 Used Qil. The contractor shazll disposa of used oil through the base used ail collection
service in accardance with the base's Usad Qil and Waste Liguid Petroleum Products
Management Policy #1-EM-94335. The QAE will be the interface between the contractor and
base liguid fuels,

2.C.4.3.1. The contractor shall take measures to prevent the contamination of used il with
solvents and CIFCs and shall provide all necessary analytical data required to damonstrate that
solvant wastes have not been added to any container presented for pumping. Solvent
contaminated ails may require disposal as hazardous waste. The contractor may be required to
dispose of nonhazardous waste cils containing GFCs,

§.C.5 RESOURCE PROTECTION.

5.C.5.1. Water Supply. The conlractor shall prevent the backflow of contaminates into potable
water supply by installation of backfiow prevention devices to be installed by certified persannel,
as required. Prior CFM coordination and approval is required before installation of any hack flow
prevenlion device. Al backflow pravention devices must be models and manufacturers, pre-
approvad by Ohio ERA. The confractar shall notify 88 ABW/EM and CFM of the e,
manufacturer, and location of all backlow prevention units installed. The contractor's certiffed
personnel shalf be responsible for periodic testing and maintenance of the Linits,

5052 Storm/Surface Watars, The contractar shall not discharge any waste or wastewalar
diractly t0 a storm sewsr o surface water. The contractor shall obtain approval from BE
ABW/EM prior to tha installation of any equipment that discharges water to the storm sewer,
Contractor may be required to prepare technical documentation for permit applications or
approval requasts. BB ABW/EM will file any permit appllcations or approval requests raguired for
such connection. Additives to water in industrial uses which ultimalely discharge to slarm sewers
{including, but not limited to, cooling towers and non-contact cooling water) rust ba approved by
28 ABW/EM.
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5.0.5.3. Air. The contractor .. i adhera to all federal, state, and local rey.. Ldons; AF) 32-
7041, "Air Quality Compliance”™ HG AFMC palicies regarding halons and chloroflucrocarbons:
and HQ AFMC Standard Operating Procedures for Stationary Alr Pollution Saurces. Copies of
the Air Force poficies can be obtained from 88 ABW/EMP. The centractur shall adhere to the
AFMC Standard Operating Proceduras for Air Cluality Stationary Source Management, This
includes designating a single point of contact for air emissions sources. On-going record
keeping shali be required for some sources, such as emergency generators, to demonsirate thal
they are exampt from permits to install. These records shali be submitted manthly to 88
ABW/EMF.

2.G 8. WASTEWATER. The conlractor shall obtain approval from 88 ABVW/EM priar ko the
installation of any equipment that discharges water to the sanitary sewer. Contractor may be
required to prepare technical documentation for pamit applications ar approval requests. 88
ABVWEM wilt file any permit applications and approval requests required for such cannection.
The pH of wastewater discharged to the sanitary sewer must be within the range of 6-10.
Hazardous materials shall not be discharged into the sanitary sewer. Chemical supply
containers are to be emptied o the maximum extent possible by use and shall not be rinsad uut
te the sanitary sewer,

5.C.7. HAZARDOUS MATERIAL MANAGEMENT.

2.C.7.1 Material Storage and Use: The contractor shall follow manufacturar's guidefines and
professional recommendations for control of humidity, temperature, cleanliness and materai
handling refative to storage and use of all hazardaus matenals (HM}. Thae contractor shall use,
handle and store alt HM 1AW all Federal, State, Local and Air Force laws, policies, regulations
and procedures as specified in, but not imited to, Air Force Pamphlet 32-7043, Air Force
Instruction 32-7080, Alr Force struction 40-201, Alr Force Instruction 32-7088, Ar Force
Instruction 32-7088 AFMC Supplement 1, WPAFR Instruction 32-7002 ang the WPRAFE HM
Management Plan

5.C.7.2 Notification Requltements: The contractor shall submit forms for hazardous materials
notification as indicated in saction 4.7 of the HMMP, HM Management Requirements for
Contractors. A WPAFB Form 1414 Contractor Hazardous Materizl Repoit to the GO with a copy
to 88th Air Base Wing Envircnmental Managerment {88 ABW/EM) HAZMAT Cell within 15 days
of award, which lists the materials and comesponding Material Safety Data Sheet (MSDS) for
each HM product Io be used for this contract and stored on the installation for & period greater
than 24 hours. Information regarding any additional HM items identifiad after the start of
performance of this contract shall be submitted on a WPAFE Form 1414 by the contractor with
corresponding MSDS o the CO and a copy to the 88 ABWEM HAZMAT Celf 15 days prior to
kinging the HM onta WPAFB. The contractar shall maintain the HM Datebase Tracking System
feurrently Depot Maintenance - Hazardous Materia! Managerment System (DM-HMMSY).

5.C.7.3 Hazardous Material Purchases: The contractor shall route and coordinate ail clustomer
requasts for the purchase of hazardous matenalsfsupplies to the 88th ABW/ERM HAZMAT Call
The contractor shall review the Excess Materials List provided by the HAZMAT Call and utilize
existing materials prior to purchasing new materials. No HM shall be Purchased or stored on
WPAFE without prior written notification to the HAZMAT Cell 1AW the most recent edition of the
WPAFE HM Management Plan including all policy statements contained therein,

3.C.7 4 Environmental Manager (EM): The contractor shall appaint and identify to tha CO
within 15 days after the start of the operaticnal peformance paricd an EM and an allarnate.
Updates shall be provided upon changes. The EM serves ss the environmenta manager to
manage all hazardous waste (HW) and HM activitles performed by the contracior. The EM shali
zerve as the haison to the 88th Environmental Management Office for issues conceming the
management of HW/HM. The EM shall also participate in quarterly Hazardous Material f Waste
Site Inspection Team (HMWSIT) audits upon request.



5.C.7.5 Issue Point (IP): «\nv  Jntractor shall establish through the BBth A_ . J/EMY, HAZMAT
Cell 2 centralized location to store, receive, transfer and issue hazardous matenais 1AW section
4.2 of the WPAFB HM Management Pian {HMMP) for integrated Unils. The contractor shaii
furnish all equipment necessary to manage HM (AW the WPAFR HMMP. This equipment
inciudes bt is not limited (o approved chemical security cabinels, locks, secondary containment,
spill response equipment, fire extinguishars, parsonal protective equipmant, computer
equipment, etc., to securely manage HW at the IP.

576 Issue Point Manager {IPM}: The contractor shall identify in writing within fiftean (15)
days of contract award one individual {the IPM} and ane alternate to manage the {P, This
infarmatian will be provided to the CO with a copy to the BBth ABW/EM. The |FPM is responsible
for the management of the HM Database Tracking System {currently DAM-HMME]) for each
material brought onto the installation. The 1PM must ensure all HM itams are labeled, stored,
and managed 1AW OSHA Standards and the WPAFB HMMP

5.C.7.7 Tralning: The contracior appointed EM and altemate, (P Manager angd atternate shall
familiarize: themselves with installation specific procedures by attending the Instaflation Tier 1
Envirgnmental, Safety and Occupational Health Course, Tiar 2 HAZMAT/HAZWASTE Traming
colrse presented by 88th ABW/EM within 30-days after the start of the operational performance
pariod. This course is prasented o tha contractor as a briefing to familiarize the contractor on
WPAFE specific policy and procedures and in no way is intended to meet Environmental, Safety,
and Occupational Heaith regulatory requirements to ba provided by the eamployer.

5.C.7.8 Submittals:

2.C.7.8.1 The contractor shall submit a WPAFB Form 1414 Contracior Hazardous Material
Report to tha CO with a copy to 88th Air Base Wing Environmental Managemant (83 AEVWEM)
HAZMAT Cell within 15 days of award, which lists the matsrials and corresponding Material
Safety Data Sheet (M3DS) for sach HM product to be used for this contract and stared on the
installation for a period graster than 24 hours.

5.C.7.8.2 The contractor shall appoint and identfy to the CO within 15 days after the start of the
uperational peffermance pericd an EM and an aiternata.

3.0.7.8.3 The contractor shall identify in writing within 15 days of contract award one individual
(the IPM) and one alternate to manage the IP.

3.G.7.8.4 The contractor shall develop and submit in writing within 15 days of award a detailed
aperaling instruction on the procurement, storage, and issue of HM in accordance w/ Appendix
C of the MM Management Plan.

5.C.7.9. Encountering Unexpected Hazardous Matarials, All contractor personnel shall
immediately report to tha CFM or (QAE any hazrardous materals, substances (ncluding suspect
asbestos containing matenials), chemicals, or contaminated soil encountered or suspected.
Further, the contractor personnel shail immaediately ceass work in tha endangered araa unless
the work is of an emergency nature and the risk of exposure can be mitigated by the ugea of
protective equipment or clothing. The govermment will determine the best means of sampling
and corrective action and will natify the contractor accordingty.

5.C.7.10. Contaminated Soil. (f the contractor is required to stockplle contaminated seil for
testing and/or storaga prior ko ultimate disposal, tha stockpile location must be approved by the
C O in consultation wilth 88 ABVW/ER. Depending upon site and scil conditions, the contractor
may be directed to undeniay andfor cover the stockpila with plastic sheeting. Any plastic
covenng must be ancheored to prevent wind removal. if the stockpile is nol covered, measures
must be taken to prevent leaking of contaminants and wing or water erosion.
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5C.711. Ashestos. Theco,  .ctor shall be responsible for having trainew | arsonnel an-site
capable of identifying existing asbestos hazards in the workplace as specified in 20 CFR
1926.32(f). All asbestos abatement submittal packages shall be processed through 88 ABW/EM
for approval. Asbestos may only be removed Dy an Ashestos Hazard Abatemant Contractor with
a current license from the Ohic Department of Health, Asbestos removal must be performed in
accerdance with Wnght-Fatterson AFB specifications section 02081, and 02085 as apprapriate.

2.C.7.12. Polychlorinated Biphenyls (PCE). In ho case shall the conlractor remove oil-
cordaining hrgh valtage electrical equipment {iransformers, Capartitors, circuit breakers, switches,
etc.) without first canlacting 88 ABW/EM for guidance. The contractor shall manage ail PCB and
PCB contaminated items IAW the rmast recent version of base spacification section 02083,
Turn-in of Industrial Plant Equipment {IPE) and non-PCB electrical aguipment o ORMO requires
A cartificapon statement that the items do not contain PCB. The certification must be ablained
from 88 ABW/EM prior to purging any ofts from the unit. 88 ABWYEM will provids sampling and
analysis support to the contractor for IPE iterns not praviously tested.

2.C.7.12.1. Fluoraescent Light Ballasts. When fiuorescent lirht fixtures are removed, the
baffasts musl be examined for PCB labeling. Ballast are presumed te contain PGB unless
clearly labeled "NO PCE". Suspected PCB hallasts must be removed, packaged, labsled, and
turmed into tha 88 ABW/EM in accordance with the most recent version of WPAFB specification
02083C. The contfractor shall follow base specification 020830 for recyeling of mercury
containing lamps.

5.C.7.12. 8pil Prevention and Response Plans. The generic "Site-Specific Spilt Prevention
and Response Plan” submitted with (he technical proposal shail be adapted ko specific sites
whare the contractor handles chemicals or hazardous materials regqularly. A copy of the Site-
specific spill pfan shall be maintained at the sita. A copy of the slte-specific spill plan shall he
provided to 88 ABWYEM. Persons waorking with Petroleum, Oils and Lubricants {POL) and
hazardous matenals shalt be provided with Spilf Plan Control and Countermaastras {SPCC)
annual traning. The training must include knowledge of Oil Poliution Act {OPA} 40 CFR 1127
and Clean Water Act (CVWA) reguiations. Procedures for communication, use of absarbent
material and diversionary structures shall be part of the training. The contractor shall maintain
training records and make such records available for government inspection. Site-specific plans
shail be revised as necessary ta reflect current chemical storage and use. An example is shown
in Technicat Exhibit 4. {Crata iterm No's. D002 and DOD3)

5.C.7.14. Radioactive Matetals and Lasers. The contractar shall not bring radicactive
rmaterials onto WPAFE without prior approval of the Radiation Safety Office, 88 ABWYEMB. Tha
contractor shall vse WPAFB Instruction 40-201 for guidance.

5.C.7.14.4. Any items containing radicactive materlal (i.e., selHuminous tritum emergency exit
signs, smeke detectors, ete ) requining disposal shall be turned in to the Radiation Safety Oiffice,

88 ABW/EME.

5.C.7.14.2. Al lasers, mcluding construction lasers, must be permitiad through the Radialion
Safety Office. 88 ABVWEMB prior ta their use.

5.C.7.14.3. The contractor will nat install any self-llluminating emergency signs (i.e. tritium exit
signs} without pricr approval of 88 ABW/EMB.
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5.C7.15. Lead Base Paint. {. .y ali painted sufaces on Wright-Pattersc,. .«FB contain some
amounts of lead.  Anytime these surfaces are disturbad (i.a . sanding, wall prep, demolishing,
ete.} the possibilty of being exposed to airbome lead dust would exist The OSHA lead
Construchon Standard, 28 CFR. 1926 .62, is in effect whenaver materals are disturbed that
contain any amount of lead. This will require contractors disturbing painted or coated surfaces fo
institute medical surveiltance, training. engineering controls, worker protection measures, and
empioyee manitaring until menitoring results per the iead paint standard demanstrate thal
Bmpoyee exposura is befow the action level and permissible exposure limit,  All documantation
regarding lzad sxposure either by historical data or project data must be maintained by the
contractor and on site. Any quastions regarding lead based naint shouid be directed to 88
ABW/EMC at 937-257-7152,

9.L.7.15.1. The contractor shall be responsible for lead paint removal, all collection of lead paint
chips, malanals used for removal, and storage of these chips!materials on sita. The Government
will provide the containers, test the waste for proper disposal, and transport the waste to the
accumulation point should it test pasitive 2s hazardous waste. The contractor will cantact 88
ABW/EMC at 937-257-7152 immediatefy upon completion of task.

5.C.7.15.2. The contractor shall be responsible for storing and filtering all water before properly
disposing any water into the sanitary drain or on ground. Directives on proper disposal will be
given to the conlractor by B8 ABYW/EM.

8 C 7 15.3. The contractor shall provide a copy of their BXpOSUre assessment data if applied to
this project {d), or metheds of compiiance (a), respirator protection plan (f), employee trafring
plan {i}, of 23 CFR 1926.62. The contractor shall provide a copy of their Hazard Communication
Plan/Safety Plan to 88 ABW/EMC {937-257-7152) for review before work begins on any task.

3.C.7.15.4. The contractor shall send a copy of all documentation generated on this project from
iead testing of ratenal or water, air monitaring and manifests of hazardous waste o the
contracting officer within ten (10) working days of task complation.

5.C.7.15.5. The contractor shail compily with all applicable Federal, State, and [ ocal reguiations
{most recent edition) while performing this wark oh any task,

50 8 HAZARDOUS WASTE MAMAGEMENT.

9.C.8.1. GENERAL. The contractor shall provide all labor, equiprment, matarials, transportation,
and all other services required to comply with all laws and requlations gaverning the
identification, storage and transportation of hazardous wasts generated during tha work. The
contractor shall identify what wastes ara hazardous using general knowledge andfor sampling
and analysis, prepare waste profile sheets, package wastes in proper containers, manage lhese
containers during tempevary storage, prepare turn-in documents, and provide iransportation
support to the government tum-in lecation in Areas A/C or B. The contractor is responsible for
the disposzal of all wastes determined to be nonhazardous.

3.C.8.2. REFERENCES. The contractor shall be familiar with and hava immediate access to
the fullowing reguiztions and publications:

Environmental Protection Agency (EPA): Title 40 Code of Federal
Fegulztion, Parts 260 through 279,

Lovironmental Protection Agency (EPA). ERA SW-846, “Test Mathods
For Evaluating Solid Waste, Physical and Chemicat Mathods"
{current edilion}

Oceupationai Satety and Health Administration, {QSHA): Title 29 Code
of Federal Regulation, Parts 1910 and 1526,
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Cepartment of Transportatic (DOT): Title 49 Code of Fadera! Regulatic.. |
Parts 171 through 177,

EC.83 SPILLS:

3 & 831, Repant any spills involving hazardous materials andfor hazardous wastes that enter or
threaten to enter storm sewers or sanitary drains and any spill that involves more than the DOT
Reportabls Quantity for the materia| immediately to the Base Fire Department, (911). the
Consulidated Command Post (937-257-6314), and 88 CEG Service Call {937-257-6764). Spins
that do not meeal these criteria, but involve small quantities of malarials that can be readily
cortained and controlled must still be reported (o 88 ABVWEM {337-257-7152). A verbal report
shall be made within ane (1} hour of discovary.

2.G.8.5.2. The contractor shali provide and maintain spil equipment, sufficient in both typa and
quanlity, at all sites inveiving the storage, uss or handling of hazardous materials/hazardous
wastes. The typa of equipment and quantity required will be identified in the contractor's site-
specific contingency plans and shall be adequats to readily contgin any foresecabie release.

5£.8.33. The contractor shall deveiop site-specific contingency plans for each area used to
store hazardaus materials or hazardous wastes. This plan shall detail the response equipment to
b2 maintained, the actions to ba taken and person ko be notified in the event of a spill.

£.C.64 COORDINATION, The contractor shall coordinata with the CFM and 88 ARVVEM
{937-257-7152) for scheduling the date and time for turn-in of hazardous wastes, for approval of
the proposed hazardous wasts storage areas. and to obiain or renew lhe WPAFE Hazardous
Waste Storage Permits. Such coordination shall be obtained gl least ten (10} workdays prior to
reguired support

5C 8.5 SUBMITTALS:

2.G.8.5.1. The contracter shall, prior {o starting wark, submit information for review by the CQ (o
shaw that the contractor has successfully perfarmed hazardous wasta managemezant. The
information shall include the name, lecation, phane number and parson to contact at two 2}
facilities where the contractor has performed such work.

5.C.8.5.2. The contractor shall ensure that the transportation company used for the off-site
transportation of hazardous waste shall possess a valid State and Federal identification number
and shall pravide such identification prior to any waste movement,

2.0.8.53. Site-specific conlingency plans shall be approved by tha CO in coordination with 88
ABVWEM prier to storing any hazardous materials or hazardous wastes, The genaric " SITE
SPECIFIC SPILL PREVENTION/RESPONSE PLAN * submitted with the technical proposal
shall be adapted to specific sites whera tha contractor handles any hazardous materials or
hazardous wastes. Revisions to the procedures and plans shall be provided if changes ococur.
An example is shown in Technical Exhibit 4. {Data ltern No. D2}

5.C.85. PROHIBITED MATERIALS:

5.C.8.6.1. The contractor shall not use, store or handle any aerosol cans that contain
chlorofluorocarbons {CFCs) as propellants,

5.C.8.6.2. The contractor shall not use, store or handle carbon tetrschioride or methyl
chlorofortn cleaning solvents.

5.C.86.3 The contractor shall not use, store ar handle methyl broemida as a pesticide or
fumigant.
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2.0.8.7. LABORATORY KEL .REMENTS:

5.C.8.7.1 Tha contractor shall ensure that all analytical work shall he performed in accordance
with the methods and procedures, inciuding QAMQIC requirements, detailed in EPA SV 846,
“Test Methods For Evaluating Solid Waste, Physical’Chemical Methods * The analytical
laboratory shall be capable of providing accurate, complete data within five (5} working days.

5.C.8.7.2. The contractor shall ensure all analyses shall be performed in a fixed taboratory
salting Field analyses and portablz instrumentation shall not be usad to fulfill laboratory
requirements.

3 C.87 3. The contractor shall ensure that all data, including raw data (chromatograms,
calibration data, QA/QIC data, etc.), prepared dunng labaratory work shall be retained on file by
the contractar for & minimum of three (3) years and be readily avarlable and organized for
mspection by either the USEPA ar QEPA and the government. Chainof-custody documenis
shall be included with these records. At the end of the contract all of these datza files will be
tumed over to tha government.,

5C.8.7.4. The contractor shall use a laboratory capable of performing all analyses required to
determine RCRA characteristics, such as, but not limited to: TCLP metals, TCLP velatile and
serti-volatile erganics, flashpaint, reactivity, pH and paint filter test analyses, for solid andfor
liquid phases. In addition, the laboratory shali be capable of perfarming any other analyses
required to determine applicabiity of the used off criteria detailed in 40 CFR, Part 275,

5.C.8.8. PERFORMANGE REQUIREMENTS;

2.C.8.8.1. The contractor shail ensure that all Area B wastes are properly classified, labeled,
packaged and transporied in accordance wilh il applicable requlations and that hazardaus
wasles are accepted by the government at the Hazardous Wasie “torage Complex located at
building 20072, Area B, within saventy-two (72} hours of the date that the tatal guantity of waste
temmporarily staged in any of the contractor's Area B storage points excesads 55 gallons of HW or
one (1) quart of acula WY,

5.C.8.82 The contractor shall ensyre that all Area AIC wastes are praperly classified, fabeled,
packaged and transpoeried in accordance with all applicable regulations and that hazardous
wastes are accepted by the government at the Hazardous Waste Storage Complex located at
facilities 30019 or 30259A, Area C, within seventy-two {72) hours of the date that the tota
guantity of waste temporarily staged i any of the contractors Arcas B or C storage points
exceads 55-gallons of HW or one {13 quart of acute HW.

5.C.8.9. HAZARDOLUS WASTE IDENTIFICATION:

5.C.8.9.1. The contractor shall provide all services, sample collection and laboratory work
required to determine the charactenistics and EPA waste codes for all wastes, Analytical
cpecimens shall he collected, handled, storad and analyzed in accordance with all applicabla
methods and procedures of EPA SW-846.

54882 The contractar shall complete the Waste Profile Shests (VWWPS) used by WPAFB to
document the waste charactenization for each waste stream generated. The contractor shall use
laboratory analyses ta support the information provided on the WPS with the exception of
expired sheif-lifa matenals, The government may require the contraclor to perform or repeat any
analyticai work as the government determines is necessary to propetly classify any waste
gsnerated during the work.

3.0.8.9.3. Each waste stream shall be avaluated through sampling and analysis for the purpose
of waste disposal determinations. Af the aption of the contractar, WPS may be developad
through base-line characterizations and used to support wasts disposal determinations for up to
one {1) year for that same waste stream.
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2.C.824 The contractor sha. amtain Material Safety Data Sheets (MSL . , for alf hazardous
materials used during any work completed under this contract. The MSDS will provide the datg
necessary for the contractor to determine waste charactenstics for expired materials.

5.C.8.25 The contractor shall maintain container inventory recards on the wastes placed into
each waste stream specific cofiection container. A common collection container may be
established for each waste stream  Such recards shall include the guanlity of materiai added,
list the hazardous constituents of the material, and identify the date the material was added.

5C 810 STORAGE OF HAZARDGUS WASTES,

5.G.8.18.1 The contractor shall post contractor-furnished "Warmning-Hazardous Waste Storage
Site” signs, the WPAFB-issued Hazardous Waste Storage Permit, and the contingency plan mn a
clearly visible area of the temporary siorage sites,

5.€.8 102 The contractar shall ensure that all wastes are properly labeled, packaged and
inventoried before lsaving the work-site at the end of each day.

5.C.8.10.3. The contractar shall manage an EPA permitted satellite point. This trailer shail be
used as a centralized collection and temporary storage area for both hazardous and
nonhazardous containerized wastes generated in Area B, WPAFB  The contractor shall also
manage satedlite storage areas for waslas generated i Area A/C.

5C 8.10.4. The contractor shall maintain records at the satelite or accumulation storage site.
Operating records detailing the date each waste was placed in starage, the type and quantity
stored, and tha date each container is removed o WPAFB Hazardous Yaste Storage Complex.
Records of weekly inspections, training records and incident raports zhalf also be prepared and
maintained by the contractor.

8.C.8.10.5. The contractor shall abtain Hazardous Waste Storage Permits form 88 ABW/EM for
all storage areas and shall not store any hazardous waste in non-approved areas. This permit
tust be renewed on an annuafl basis,

2.C 8.10.6. The storage trailer and satsllite storage areas sha!l be used exciusively for the
temporary storage of wastes generated duning the delivery orders issued under this contract.
The contractor shall not accept any material whatsoever from any labaratory, shop, or
arganizalion, nor store any materials that ware not generated during work performed under this

contract.
530511, PACKAGING OF HAZARDOLS WASTES:

5.£.8.1%.7. The contractor shall package all hazardous wastes in contractor furnished DOT-
spaciication containers at lhe time of waste generation.

5.2.8.11.2. The contractor shall not mix hazardous wastes with nonhazardous wastes or used
oils. Liguids shall not be placed in open-top containers.

5.C.8.113 The contractor shall ensure that containers usad for packaging harardous wastes
shall be in good condition, compatibfe with the materials to be stored, and suitable for transpar.

5¢.8.11.4. The contractor shall repackage within 24 hours of netification any containers
derermmad by B8 ABW/EM lo be unsuitable for storage and transpariation,
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5 812 CONTAINER MAR. JG:

5.C.8 12 1. The contractor shall provide, complete and install "Hazardous Waste" and "DOT
Hazard Class” labels on each container of HW. These labels shall identify the exact materials
placed within the container; the DOT proper shipping name for the waste: the date the full
container entered storage, only if 55 gallons of HW or Quart of acute HW quantity is reached:
all applivable EPA Waste Codes; the process generaling the HW: (he person responsible for
manaqing the HW, and, the HYY prafile number,

2.L.8.92.2 The contractor shall provide, compfete and install "NonHazardous Wasin" labels on
each container of nonhazardous waste

508122 The contfractor shall provide, complete and install "Used Oil” labels far each
container or tank used to lemporarily store used oil,

2.C.8.12.4. The contractor shall mark each containar far which sampling and analyses is
raguired with the words "Pending Sampling and Analyses”. The date shall be marked on the
contamer.

5.C.8.13. TRANSPORTATION OF HAZARDOUS WASTES:

5.C.2 13 1. The contractor shall provide all services nacessary o transport hazardous wastas
generated in Area A/C to the Hazardous Waste Sturage Complex located in Area C, building
0015 or 02504, WPAFE. The contractor shall not transpart any hazardous wastes from Area
BtoAreas AorC.

5.C.813.2. The contractor shall pravide a|l services necessary 19 transport hazardous wastos
ganerated in Area B to the Hazardous Waste Storage Complex located in Area B,

2.C.8.13.3. An original duplicate copy of the manifest shall be provided to the operatar of the
Hazardous Waste Storage Complex located in Facilities 478 and 479, Arez B,

5.C.B.13.4. All vehicles used for transportation of hazardous wastes shall be placarded in
accordancea with DOT requirements.

5.C.B.13.5. A container halding hazardous waste shall not be opened, handled, or sfored in a
manner which may rupture the container or cause it to leak. All containars shall be kept closed
except whan it is necessary to add or rermove waste.

2.C.8.14. DISPGSAL OF MATERIALS:

5.C.8.14.1. Hazardous Wastes shail be presented to 88 ABWYEM at the Hazardous Waste
Slorage Complex for storage and disposal acceptance. The contractor shall complete all
documents reguired and provide all analyticai data needed for the government 1o accept the

waste,

5.C 8 14.2. The contractar shall properly manage empty containers ko prevent the accumulation
of rainwater. All empty 55-gallon drums shall efther be used ta collect hazardoys wastes, be
lirmed in to the Defense Reulilization and Marketing Office (DRMG) Iocated st Facility 743 in
Area B, or be retumed to the supplier for reuse. The contractor shall complete alf paperwork
required for turn-in by the DRMO.

3.C.8.14.3. The contractor shall not temporarily stage any container in any area of WPAFB for
longer than one-hundred eighty (180) calendar days before waste determinations are made.

9.C.8.14.4. The contractor shall be responsibie for the disposal of all nanhazardous wastes
generated during this work. Such disposal shalt not be made on WPRAFR
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SECTION C-5
APPLICABLE PUBLICATIONS AND FORMS

§. Publlcation and Ferms. Documents applicable to this PWS are listed below, The tlocuments
have been covded as mandatoty (M} The contracter is obligated o folfow those documents coded
as mandatory to the extent necessary to accornplish the requirements of this PWS. Al
publications and farms hsted shall be downloaded off the Arr Force web site at

http atpubs hg.af.mif the Air Force Materiel Command web site gt

fittp.fwww.afme, wpafb.af. milipdi/atmeihgoi htm, the DefenselINK publications sita a|
http:www. defensalink. mil/pubs, the US Army Corps of Engineers wab site at
hilp:/iwww.usace.army.milinet/ussce-docs, and the Air Farce Center for Environmental
Excellence web site at h_tfg_:ffi_»vww.afcee.bmaks.aﬁmirfmmggg. The Government will provide
one copy of publications and forms not available at the web site to the Contractor no later than the
Gontract start date. The Contractor shall be respansible for mahitoring the status of pertinent
publications and farms and ensuring currency. Supplements or amendments to listed
publications and modifications in cited forms may be issued from any arganizational leve! during
the life of the contract and it is the Contractor's respansibility ta ensure that all mandatory
publications are posted and curent. Compliance with Codes of Federal Regulations, professignal
Institutes and Associations, manuals and guides, and any other non-DoD pubiications nesdad for
successiul performance of this PWS shall be the rasponsibility of Ihe contractar, and will not be
provided try the Government.

8.1. All tasks set forth in the PWS are the fesponsibility of the contractor except whare wording of
lhe PWS explicitly makes the performarce a governmenl responsibility. It is recognized that in
conjunction with many tasks set forth therein references is made to Department of Defense, A
Foree. Air Force Materfel Command, and other directives, regulations, manuals, pamphlets,
tachnical arders, instructions, and other guidance. Mis also recognized that becauze such
referenced documents have been written with a view toward performance by govemment
personnel they may contain language which indicates performance is to be by government
personnel  Whenever such directives, regulations, manuals, parmphlats, echnical orders,
instructions, and other guidance are referenced. the contrastor is o use such references as
direction {coded mandatory] in the parformance of the required duties sef forth herein and in other
sectians of tha PWS as if such references had been writtan toward performance by contractor
persannal. The referenced publications applicable to this contract shall ba those bearing the
dates set forth in this section of the PWS.

6.2. The contractor shall be boung ta perform the PWS by accomplishing the lasks set forth
therein and in the cited raferences required by this saction of the PWS provided that,

6.2.1. Shoufd there be a conflict batwaen the PWS and references set forth therein, the PWS
shall have precedance.

B.2.2. Should there be 3 conflict betwesn ar among two of more such references, betwesn or
among those similary coded, those issued by a higher autharity shail control aver those 1ssued by
aiower authorily, and between or among those issued at the same level of authority, those with a
later date of issue shall control aver those with earier dates of issue,

6.2.3, Any duty set forth in such reference which shall call for the exercisa of non-defegahile
discretionary governments| authonty shall be subject o the final appraval of the Government
afficiat having such autharity, notwithstanding that the contractor may be required thereby to
perform dutias and render advice at a leve! below such final approval.
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6.3. Further, the contractu, s
manuals, pamphiets, technical orders. instructions, and ather
to tme revised, supplemented or amended. Any increase or
oocasioned by such revisions, supplemants, or amendmenis
adjustment. subject to negotiation according to
immediately implement those revisions, su
change in contract price. However, prior to im
amendment that will result in a change in cant
not-to-excced (NTE) price proposal
the prior appoval of the GO, Said p
date the contractor receives nofice of the revision, supplernent, or
change in the cost of performance. Optional Method of maintamin

cunnection to the Air Force electronic library,

perform aceording to all such referenced

chves, regulations,

6.4. Itis hereby agreed that failure of the cantractor to submit an NTE price proposal within 30

calendar days fram the date of receipt or

ment 1o performance according to
increasa in contract prica.

posted update in the elactronic library of any ravision,
supplement, or amendment to any referenced directive, regulation, manual, pamphlet, technical
arder, instruction, or ather guidance shall entitle the Govern
such revision, supplement, or amendrment at no

quidance as they may be from time
decrease in cost of performance
shall farm the basis for an equitable
the provisions of this contract The contractor shall
PPlemants or amendments which will rasult in no
piementing any such revision, supplement, ar

ract price, the contractor shall submit to the CO 2
ara not less than (MLY) credit proposal therefor and obtain
roposals shall be submitted within 20 calendar days from the
amendmeant giving rise to the
g publications; Recommend
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PublcaLi R
; . e
IICCLIALFE, 2 L LR , R e T
T'itle 39 CFR. Parts 1910 General Provision Cerrent
and 1926
Title 29 CFR Asbustos Standard tor General Industry current %]
19 1Eh 101 edition
Title 2% CFI Access i Employes Exposure and Medical current m
1910.20 Rocords edirion
Title 29 CFR Respiratory Protection current M
191034 edtion )
Title 26 CFE Respiratory Frotection current M
910134 edition
Title 29 CFR Specifications for Accident Prevention Signs and | current M
1910.145 Tags udition
Title 2% CFR Toxic and Harardous Substances correnl i
19101000, subpart Z udition
Title 29 CFR Federal Havard Communication Program current M
1310, 121 ) edition
Title 20 CFR Identification of Asbestos Hazard Current ™M
tozs.32
[ Title 29 CFR Asbestos, Tremelite, Anthophyllite, and corent M
192658 Actinolite edition
[ Titlc 79 CFR Lead Constroction Standard Current
192662
Title 29 4R Ashestos Constriction Standard corrent M
1926.] 10 edition ~
Title 36 CFR part 1191 Americans With Disabilitics Act Accessibility 1004 M
Guides (ALAAG)
Title 40, CFH. Parts 260 Geperal Provisions Current ¥
27
Tirle 40 CFR 51 General Provisions eurreil
Nubpart A _ edition
Title 40 CFR 61 Nationsl Emission Standard for Ashestos vurrent ¥
Subpart b cdition ]



SeCho/Patavians.
Fuhlic Law 91-190 a5
amended by PL, 94-52,
04-83, & D7-25%

Physical and Ch

emical Methods

A o

k_.

19469
[42 L).5.0C. Section 4321-4345]

Mational Envir untnt P} of |

Title 44 CFR, Part 32, b sction of Stratosphere Ovnne Kefrigerant _trrent ]
Recyelng editiom

litle 40 CFR Oil Pollution Act Currunt M

1127

Title 40 CI'R 122 The Malional Pofluraat Discharee Slumination MR M

_ Sysicm

Trtle 40 CFR, Spocial Waste Current M

240, 1000

Title 40 CFR 257 Crileria for Classitication ol Solid Waste Current L%
Ditspesal Facilitics and Practices velition

Title 43 CFR Huzardous Wasee Current M

261

Title 40 CFR Harardous Material Tuble Carrenl bl

172101

Title 40 CFR, M'art 276 Used Oil Coiteria Current M

Title 49 CFR, Parts 171 — Gieneral Provision Current M

| 7T

Title 49 CFR 173301 Requirement for the Shipment of Compronsed Current M

i Lras Cylinders edition
EP4 SW-51a Test Methods for Evaluating Solid Waste, Current M

Public Law 102-%&

f

LRy

Encrgy Tolicy Act

Pollution Pre

42 ULB.C. 13101-13 104

Lontmchli Cocur

Fublic Law 1{1-33& Amegican's with Dizabilities Act (ADA) Jul o0 M
Tublic Law-Sec. 608 Clean Afr Act 1990 M
Public Law [D1-549 Clean Air Act Amendments 199 %
1992 [¥]

M

LEMET 605 |

the DEMS Hazarduvus Property Program

Dialdl 302037 .4
Services During a Crisis

Dol 5500,7 Standards of Conduct Aug 93 M

DulR 35007 Joint Tithics Begulation Mar 95 M
Instructions for Envirpnmental Compliance for Oct 06 M

A R J13
AlMAN 64-108

Nervice Contracts




PR o 1., 3ATR FORGEINRO) TONTAFDWSS . X
ibliclion 13 ¥ o e
SéchotiPara Lifie Ll SR Se ] R AR sDale
AFI 31-200 The Air Force Resource Protection L'rogram Nov 44
AF132-1054 Corrosion Cuntrol May 94
AFT 32-7040 ‘Water Cuality Compliance May 94
AFE 327041 _Air Quality Compliance Mav 6
AFT 52-7044 Environmental Compliance Assessment and Apr o4
Managemer Propram
AFT 331047 Compliance Tracking and Reporting Mar 94
AF! 32-T081 The Environmental Impact Analysis Process Jan 93
ad1 32.708{) Pollution Prevention Program May G4
" AF1 327086 Hazardous Materiafs Managemenr Ang 97
AFT 32-7086 AFMC [lazardous Matcrials Management Feb 98
Suppletnent 1
AFT 37132 Air Force Privacy Act Mar w4
AFI 64-106 Air Force Industrial Labor Relations Activities | Mar 94
AFT91-204 Safuty Investigations and Reports Feb 9§
AlLU1.301 Alr Foree Oceupational and Fnvironmenta) Jun 9
Salciy, Vire Prevention. and Hezlth {AFOSH)
Friogram
AFI&1-307 Air Foree Occupational and Envirolnenlal Apr 94 M
Safety, Fire Proteetion, and Healtl (AFOSIE
| Standards
AFQSH 91-25 Confined Spaces (Formerly 127-25) Fub 98 M N
“AFOSH 12732 Emergency Shuwer and Eyewash Units M
AF{SH 91-43 Flammable and Combustible Liquids Cct 97 M
{Fommetly 127-43)
AFOSH 127-38 Fire Protection Apr 86 M
MIPA 13 Irstallation of Sprinkler Systens 1994 M
NFPA TG National Electrical Code 19436 b
NIPA 72 Mational Firc Code 1996 Mo

WE-OTLAN 705
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Bequest

AF Form 332 BCE Work Request Jan 91 A

AF Form 370 Cuniractor Performance Report ) Oul 81 M

AF Forn 372 Contract Monjtoring and Surveillance Ruport May 85 L% B
Al Vo 713 Pertonnance Kequirements Summary May 47 ¥

AFTForm 813 Request for FEnvironmental Impact currenrt 13|

AF Form 10624 Coniined Spucc Entry Permit Jul 94 M

AF Form 3000 Muterial Submiral Currcul b O

D0 Fomm 250

Material Inspex d Receiving Report

Nov 32

DD Form 1425 Cantract Data Requiremenis List (CLYRL) current 0
) edition
DD Furm 1664 Druta Ttem Drescription Aug 39 M

Item

Contract

sF 1034 Public Youcher for Purchases and Services Current M
ther than Personal

El° 1449 Solicitation/Contract/Order for Conunercial Curent M

AFM

Application for AFMC Identification Card

| Nuv

385

: M

AFEC Form 3527 Contraclor Work Order Request Current M

AMD Fonn 666 Contractor Work Order Bequast Owrent M

Wi sl Contractor Work Crder Request Current M

WEANR Form 1433 Installation Hazardous Waste Storage Permit Ayg 95 b

WA Lerm 1434 il Collection Form Aug 96 M

WPAFB Fonin 1434 AP Contaitier Tracking Log Jun 97 M
[ WPAFD Lorm 1437 LAP Weekiy Inspection Lug Aug 96 M “‘

WEPAFE Form 1438 Hazardous Wasie Pickup Aug D6 M

' Contractor Work Order Request Current M

The publications listed below form a part of this specification to the extent refarenced. The
publrcations are referred to in the text by the basic designation only,
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SERT

o

Performance Qualificatinn

btandurrl fnr Brazmg Procedurc :m:f S

=1 o [, 53
b O ) B ) A e i
S“ﬁ%ﬁﬁkam TR Rt e ETiﬂc‘.,_ t T R, R tares = R
ASTM Bulletin #13% Carsusion Criterig- Thetr Wisual Fvaluation {urrent M
ASTM STANDARD Corrosivity of Water in the Abscoce of Heat Current M
¥NZ2GE3-T0 Transfer, Method Tests for Weight Loss
Fnrm Nn. Qﬂ;‘t

Struciural Welding, Cude-Sicel

Pamts and Prolective (‘narmgs -

bl ‘
e i
raEAncy

Uf'i;[_':.'l'it]e kK Hua]r..h,
Satety, Murals Chapter
3742

Lf:ad Abatament

S

Yendm D'u-l..um em

Refriperant Compliance Manager™ (RCM),
Version 2

i ll R ey
g (3 s
el LHe

current
edition

current
edition

e
| Tt
L T
£,
T
b
M

WPAFBI 32-7001 Hazardous Waste Management Jun 97
WEAFRI 32.7002 Hazardous Materials Management Jul &7
WPAFR] 40-201 Radinactive Material and Lasers CurTent MW
Publicataon Na,f 85 ATR BASE WING (ABW) Mandatory (M}
Section/FPara./Line SMECIFICATIONS Nate
WPAFBS (R20R] Ashestos Hemoval current M T
WPAFBS 02083 Manaygement of FLU1B s Currenl ]
WPAFBS 020330 Femoval and Handling of PCB's Current M
WEPAFBS 020830 Recveling of Mumurymﬁuntajning Lamps Current ™

| WPAFBS 02085 Asbestos Removal Current M

i hl.r;a"'*’“ & ary ;
¥8 CES/CEOE Generated —3Mbs Relriperant Releass FORM curreni M

celition
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TECHNICAL EXHIBIT 1

PERFORMANCE REQUIREMENTS SUMMARY {FRS)

RESERVED
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TECHNICAL EXHIBIT 2
WORKLOAD ESTIMATES
ESTIMATED ANNUAL MANHOUR AND MATERIAL USAGE

MAINTENANCE

LABOR CATEGORY 157 SHIFT OVERTIME 2ND SHIFT

Heating/Refrigeration/

Air Condilioning Mechanic 0,000 10,000 o
Mairtenznce Trades Helper 10,000 2,500 g
Water Treatment Technician 2,000 10 0
Clectrician, Maintenance 7.a00 2,000 0
SteamfitterWelder, Maint. 2000 2000 0
Insulator, Maintenance 8,500 100 o
Sheet-metal Worker, Maint. 2,000 1,000 d
Painter, Maintenancea 4000 1,000 ¢
Carpenter, Maintenange 1.000 10 0
Estimated Maint. Lahor 84,000 182620 [H]
Cstimated Maieriaig 52, 000,000
Estintated Subcontracts/Rentals 3400000

CONSTRUCTION
LABOR CATEGORY 15T SHIFT OVERTIME 2ND SHIFT

Electrician 20,000 2000 2000
Carpantos 7,000 160 1,200
Bricklayer 300 160 50
Building Laborer 6,500 160 50
Hod Carnier Labaorer bod 160 a0
Paintar Scaffold 5000 480 800
Pipefitter, Plumber, and

Steamfitter 10,500 480 200
Refrigeration Technician 25800 180 50
Sheel-metal Worker 44800 320 200
Insulator 1.000 160 50
Estimated Const. Labaor SF800 4,240 4550
Estimated iMaterials E788.000
Estimatad Subcontracts/Rentals $200,500
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TECHNICAL EXHIBIT 3

MAPS AND WORK AREA LAYOUTS

SEE ATTACHMENT 11 OF THE CONTRACT
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The foltowing is a list of required reports or data to be delivera
require DD Form 1423, Contract Data Regquirements Lists [COR Ls):

cantractor that do not

TECHNICAL EXHIBIT 4

REQUIRED REPORTS

d lo the government by the

EQrimitant it Rk B b D AW g Copica | Refer oimm.: . -
Material Safety Data Sheet (MSDS), Mantained by CEG Far Each MazhMat 1 AFDSHTD 161-21
Form Provided By Manufaduie, Work centars ltern Llsed
Usad 0hl and Waste Liquid Pairaisurm BRABYWEM Oifice For Each Transaction | 1 WPAFB Hazardous Matanal
PFroduct Collection Reguest, WPAFS FORM Managerenl Plan [HRMMM PAvs |
1408 G587
Hazardous VWatte Pickup, BEAEWEM Office Far Each Transaction | 1 WRARE HMMP
VWPAFE Fam 1438 ' PWSCHATE A
IAP Ingpection Log, WPAFR Femm 1437 CEG Unlt Envirorinental | Wieaky 1 YWFAFB HMMP
Coordinator (UEC) PWS 2-58.72.2
IAP Cantainer Tracking Log, BRABVWEM Offica For Each Transachon |1 WRAFB HMMP
YWPAFE Fom 1438 548722
[ Inst3llation Hazardous Waste Storage Parmi | BEABWIEM Cifos Annualty 1 WPAFD [LhiE
WPAEE Form 14323 CRBYZ
Qzona Dapiating Chemicals (DOS} 23ABYV/IEM Offica Quederty i WPAFE HMMP! PYWS C-5.8.7.4
&F Form 133 Basa CF Work Clrarance Kewps on File for 30 Days €3 KTIHIENCS T, AT 32-1031 ner 14 |
Kequersl PWE G554
Ol Cotlecto Form WPAFBF 1434 BEABVWEM ANNUALLY 1 CFR 279 SUBFART C/PWS |
C-31d6G2
CFC Cantification QAL BPA For Pergan 1 1AW CLEAN AR AC T INS
-5,30.8.1 |
Qver 50lbs Refrigerant Release 48 ABWEMY Fer Ocounance 7 £.530.53
Baza Quaﬁérly Report, Refigerant RFofrigerant Managar Cluaslerly 1 C-5.A781
Faiftigeranl Complignce Doc's Fer RequeslarAgency | Per Requast * i CEBTRY

{SEE DD FORM1423, CONTRACT DATA REQUIREMENTS LIST {(CDRLs)

FOR ADDITIONAL REQUIRED REPDRTS)
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TECHNICAL EXHiBIT 5

GOVERNMENT FURNISHED ITEMS

a - FACILITIES
5b - EQUMPMENT
Sc - MATERIAL
5d - LEASED PROPERTY

Se - VEHICLES
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TECHNICAL EXHIBIT 5a

GOVERNMENT FURNISHED FACILITIES
{Revised 28 January 1998}

The following areas shail be provided by the government for contractor yse an this contract:

Building 20261 Fietd Maintenance Office 1,100 sq ft
Building 20018 Field Maintenance Office 5,852 sq ft
Building 20045 Field Maintenance Ofiice 1.720 5q ft
Building 20620 Field Maintenance Office 2 724 sgfit
Building 20651 Fietd Maintenance Office 150 sq ft

NOTE: The first two digits of the bullding number indicates the ares of Wright-Patterson
AFB where the buflding iz focated; j.a., 10 = Area A, 20=Area B, 30 = Area C
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TECHMNICAL EXHIBIT 5b

GOVERNMENT-FURNISHED EQUIPMENT

RESERVED




TEGHNICAL EXHIBIT 5¢

GOVERNMENT-FURNISHED MATE RIAL

RESERVED

55



TECHNICAL EXHIBIT 5d

GOVERNMENT FURNISHED PROPERTY (LEASED BY GOVERNMENT)

RESERVED
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TECHNICAL EXHIBIT 5e

GOVERNMENT FURNISHED VERICLES

RESERVED
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TECHNICAL EXHIBIT 6

QUALITY STANDARDS

RESERVED
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TECHNICAL EXHIBIT 7

PERFORMANCE REQUIREMENTS TABLE
FOR USE WHEN SURVEILLANCE IS BY RANDOM SAMPLING

RESERVED
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TECHNICAL EXHIBIT B

SITE-SPECIFIC SPiLL PREVENTION AND RESPONSE PLAN
(SAMPLE FORMAT)
(PAGE 1)

Office Symbol: ) Date: {_ |
Location; | . )

Telephone Extension: | ]

Activity: Harardous Materials Storapge

Notification and Initial 5pill Respenss

In the event of 2 spill the following actions should be taken. The arder of actions may depend o
the existing conditians,

" Notify Base Fire Departrent, ext, 914 {If spill enters ar threatens to enter & drain or storm
sewer |

' Notify Consalidated Command Post, 937-257-65314.

" Motify lmrmediate Supervisor,

" Notify Civil Engineating Service Call Desk, 937-257-8765.

' Check causes and stop source of spil when possible without undue risk of personal imury, If
the nature of the spill material is unknown, use extreme caution.

* Restrict all sgurces of ignition when fammahle substances are nvolved.

' Make all spill scanes "OFF LIMITS" to unavthorized parsonnel,

* For small spills that can readily be contained, utilize on-hand spiil pilows andfor appropriate
absorbent material to prepetly clean-up the spill. Contact the Office of Environmentai
Management, 88 ABW/REMC (837-257-7152) for instructions or proper disposal of claan-up
matenal, Spiil response supphes and absorbent matenals used must be compatible with the
materials they are intended fo clean. Spill pillows and absorbent materials are available in

i Report to acting Gn-Scane Commander upan spill response tsam arrval and provide
assistance until rasponse team is fuily oparational. The On-Scene Commandar is the scnior fire

offictal at the scene.

Whan notifying the Consclidated Command Post or the Fire Department, the following
information shall be provided, if knewn, or can reasonably be determined:

* Name of individual raporting splll.

* Lacatlon of spill

Number of injured personnei and nature of injuties.
Substance spilled.

Amount spilled (estimated).

Rate substance currently is spitling {estimata«).

Time spill cccurred {estimated]}.

Extent which spill has traveied.

Any other pertinent information (i.e., ather potential hazards).

- & 3 A R A
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TECHNICAL EXHIBIT &

SITE-SPECIFIC SPILL PREVENTION AND RESPONSE PLAN
{SAMPLE FORMAT)
(PAGE 2)

Pollution Control Equipment or Operating Proceduras

T Bullding: (___} is properly secured and Warning signs are posted whare
hazardous chemicals are stored or handled.

* Referto attached Material Safety Data Sheet for particular hazards
and precautionary measures for specific chetnicals.

* Rautine mspections are performed by stpervisory personnel.

 Water treatment chemicals that are spilled shall be neutralized prior
to cleanup. Maintain the appropriate type and amount of neutralizer
at the =site.

* Hazardaus materials will be stored and handled safely
In accordance with OSHA and AF regulations. Questions
regarding safe handfing and storage of chemicals can be
directed {o the Base Safety Office at (937) 2554212,

* Hazad warning information, to include signs and placards (for
example: flammable, corrosive, hazardous waste, etc.), must be posted
n the area Reference Nattonai Fire Protection Association Code 704
Hazard Classifications

Harardous Materials Inventery Stored andfor Eraught to the Site {List the specific chemical and
amounts brought to the site andior stored at tha site);

1-55 gallun Sulfuric Agid
T - &2 gallon Corrosion Inhibitor
1- 5 gallon Microbiocide

Frobabla Spill Route:
* Know whera drains and cateh basins are in the area and protect them with drain COVErS Or

other means if they could be impacted during a spill. Contact 88 CEG/CECX 937-656-3407 Io
obtain maps, building diagrams, etc. 88 CEG/CECX can aid in identification and location of
drafns and cateh-basins.
* Dissipate on ground in area of sl
" Vaporize to almosphere.
" Any spill within the building will spread across the floor and would
nead to be contained with eobra coils and ahsorbent pillows found in
armergancy spifl kits. Spill kits are lecaled in .

Fosting Requirements:

This site-specific contingency plan will be placed in prominent locations within the potentfal spill
areas. Malerial Safety Data Sheets ars reguired for all hazardous materials and are located

in the lab foreman's office. (Bioenvironmental Enginsering Services, Mad CenfSGB, and Base
HAZIMAT Cell (88 ABVWEMV-H, 937-257-5898) maintains a master file of the hazardous
materials used on the base. Although copies of the MSDS are not avallable for each individug|
work area, information on the heaith, fire, and safety aspects of a particular hazardous materiz)
may be obiained from this master filz and usad as part of the contingency pland.

Altachmants:

1. MED&Es

2. Chemical Inventary
3. Diagrarms!Maps
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Tech Exhibit- 42.000]

Fotm Approved

CONTRACTOR DATA REQUIREMENTS LIST
OMU No. §704-0188
(1 Data Itemn}
Puhls tcpartuay tordien $ar thiz callechon of i nlornanion e eamm A to average FIL hones pef response, ncluding the lane dor reviewing ordnicirong
searzhonp ewigling data courecs, gabening and mamtamng e date sesded, and soanpleting atd revigwing he eallection of inEarmare, Rz crmancan
reindengs g burden eclimane or Aoy oiber aspect el tkiz collec o ol indormarion IMiding smgueaions fur refieiny this buen s Tepanime ul
Pelewer. Washiindun Headquanars Seaaces |lirgiarsie for infoemalion §peranens. and Reports, 1715 |efman Davcis Mighmay, Soate T304, Aliagm,
WA T2 and woihe EHice of Manapeinenr and Budps Paperwork Keductssn Fropect (0710 L BAy Waskunpmoa, DG 20501, Please (10 Hi3T
_EEJRN suur oom o oither ol thide gdd)m e, _Seuwl campleeed faem 1 the Covernment Issuiny Uanrtacteng Mo lasied o Bloch, C.
A COMNTATT [TRE TR T It FXHBIT € CATERIRY
— ToR . . TM_ __ UTHER X _
1Y SAETIRLILEM L CONTRACTER KO " F (ONTRACTOR
TN TATEA] KT T OTITLL OF PATA TTER T EORTITIL
Air] COMMERICAL OFF-THE-SHELF MANI'A L~ Operating Manuals
Literature and Warranties
4 AL THDRITY 10w Amju_--:i-m Lh:ument k- tOLVOINTRAMT REFERCHCL [ kEI’)tmtl'.‘i; OreE
TH-TMS5-80527 PWS Para 5.3.3. RR CEG/CECW  (FM)
T LA MG REG % DIST STATEME™S | " FRFOUENCY 11 BIATE F FIRST 51 EAISSI0N 14 RESTRIOUT IOM ) ]
NO AsReq’d | SEE DLOCK L6 ToPIE
KRR ~Ni 1 A% UF UATL 11 CATL On SUBIECTERT A ADDRFEERE  [TDmmn [ Tl
M SELE BLOCK 14 Rev f Rram
Tin R ONIERS LAB 2 )
M TOH
Blork 12: Submit within 30 calendar days after equipment CFM |
installaien.
Block 13: Submi CTR mainiained copy ta CFM at end of contract,
i ToTal , 3 ]
[ [CTCE RN H Majx 1 DATE
AMMY €. SMITH 23 AVR 99 . 'z .25/5?’ DF
H' T L —
.

MY Form (423 SEP 97 (EC) (0 wmpoter Generaced) Previpur Edirlons Are CQbsoiric

Papes

TE-d4a-0001-|

I+ PRICE GROGE

1A ESITafd 1D
TOFAL AR

Page 1 alf 17




Tech Fxhibir- 4a 000

CONTRACTOR DATA REQUIREMENTS LIST

(1 Data Item)

Form Approved
DOMB No. 704-01 5%

Pl arparten e burdes fon this 2allectoon ot informaiion 15 gzlinaled o tvcrape |16 hoairs PY TESpRmInE, |-|1t|||di4|g ihe 1nne Far reviewing ingtniclions

sedrcang: £oIsting dala wonres, eathzong arnl imamia g the date nerded, snd coenpleing and reviewiays

he collection of infermatior Send LRl

tegan it dlus borden estimale ar ANy other aspsce aof thas callection of ininomasn iKlsding sHEgesings reducing this barden, 15 Deparimene of
Crefense. woashimpeon leadpannters Services Dueviuraie Lo infermalivn Cyperminng znd Reports, 1215 Teilerson Duvis Higliwavy, Buije |21 Ay,
VA LI AU nd ng the A Nee f Manapement awd Rudpe Papere ok Redicrion Troject (UTD-1| B4), Wachingmen, TG 20507 Pleaze W WOIT

RETHRM v s 4oem 10 gither of less addrezzes  Send wornpleied Trm 10 the Cinvemnmesn Lssuinge ¢ nntracy

ing Mo lined in Dlock E.

A LN TACT IR ITied l7 M RHIFT T CATELARY
Ww
b LCINTRACTITR MU T

I 5% AT EMATEM

™ . UTHER ¥

T, CONTRACTOR

TITLEDT GiaTa 171 m1

COST PERFORMANCE REPORT

bOIRA LA Mg v

ADiz

EETY o I —

MAINTENANCE REPORT

4 AL THORITY {13uce Ao amaizat i [oclamene Mo © COMFRACT HEFERENCE

4 RECHJERIRG PFF Iy,

1T FRICE CROLY

DD Ferm 142V, SE1 %7 (B4 (et puter Ciencrated)
Papces

TE-4a-0001-2

Di-F-60004 PWE Para 55.1. 88 CEG/ICECW (CEM)
BN B R S BT T N DATE OF FIART $1/AMISSIgn 15 G TRIpLUTHNY 13 FETTAATLD
N(} WEEKLY ] CORIFER TWEAL FRM F
L N} T Tage [T BATEOr 51 BSEGLERT Tl a4 avmeFss | DaR TR
Ny Thursday By | B
T ’ CFM 1
Elock d: Tailored <o that only para 10.7 and 10,2 apply. Lab
Monitor
Bluck I4: Lab Munitor's receive only 1he lab's respective section. Sce hlock
1A
- 1% TOTA] = 2
/’ ) -
G FREFARFORY I VELD BY
JMMY C. SMITH 23 AR 99 | JI Wﬂé/ i g.;%.:{ E)
Frevizus Edirions Are Obsolerr Page 2 of |7




Tech Exhthi- 1a.000]

—

Form Approved

CONTRACTOR DATA REQUIREMENTS LIST
OMQ No. 070401188

(1 Data Item)

ikl IE|'»€‘:I'III-‘-:=': frazden fin ths roflecln 1 nleneaien 1s cattintted 1o average |10 s per fosparae, meluding e nme far revigwIng IR
WAL eIy G0 e, sk gt rEaalee g e dade nesded, and complenng and revigwiag: the eadbgctoon of niormarion ek enmincnis
R anliag s e e celinate < an cther aupoel of 893 cplleciion f wnprman e noluding sugpesons for reducing this Lurden, 1n Capartzme s ul
Dicteose, Waslnepen Headguanues sanices, iodmmre rar Infomativn [ Iperamenisy. and Pepta, 1715 Fefferan Diavie {Qighwery . Siie 1704, Acslinggiun,
WA ZII0Z2-00 and 1 the O0Fice wl Akiaacainent and Bundzier Pagerugn b KReduehan Prapeer (07044 BEY Washington, DT 20501 Please L] MOT

TR vaur Fonn o wiker of these addiewses Send com rleled Irem e the Goseniinent i=auny, Cmn..__-lim__r Mo listed in Alack E.
A LORTATT TT=F TTEM ST T T U CATRGORY —
Tor L TM DTIER . X
IERRUTSTEE - CONIRALTARE WO F CONTRALTCIR
AT A . LOTITIR F Lia 14 TR T SUDIIILE ]
ALNIE COST PERFORMANCE REPFODRT CONSTRUCTION REPORT
4 AL THORITY 1D, by wilran Do eat s 5 ¢ TOMNTRAL | REFEREMCT & REGUIRING OFFIT,
nr-F-6000c PWS5 Para 5.4.1. 88 CT.G/CECW (CFM)
NI RE ] - T STATERERT T IRLIDVESTY | 12 DATL &F FIRST SLBMISSION It CISTRIHLTIN B
M) WELKLY COFES
IR =T (1 It ANTE L& 17 aTC OF 5 HSEQUEST A ALDRESLLL Draft Final
Ni) | Thursday Rew [ Rero
T ETERARRS - CFM 1

Bluck 4: Tailored so that anly para 10.1 and 10,2 apply.

//‘ ' 1 TDM‘? 1
JIMMY £ SMITH 13 APR 29 c_mi'ﬁrﬂé‘ﬁim’f ‘/! %’Zz ;‘:ﬁﬂ%} 5'71

D For e LAZA, SEP YT (L) VO nmprter Gieherated) Frevions Edions £ra (Yhyalete

Fupes
TEAa-B00[-3

B PRICE GROLT

' LaTIMATER
THIRAL FRCE

Page T of |7



Tech Exhibit- 2a.000]

CONTRACTOR DATA REQUIREMENTS LIST [ Form Approved
ONB N 0704-01 8%
{1 1Xata Item)

il fpoding fmzkens 1of this collectmm 11 wntnrmmien is gplinnared 19 pvetage |6 homs PET rRSRmEE nchwding the limg far reviewans ndiruclion.,

17 PRICF SN,

4 FSTIMATFO
TATal HnL

repaln s busden estienale et ane ather asweet of s raileewon of infurm
Flelcune %oas = Opzralivis and Reponz, 125 Jelferspn Davnis Higlway, Suare 1204 Ardingin,
WA I LT angd i ae OB, ul Manarment and Budyer Paperanm Reductran Projec (F04-0 1 kg Washingian, DC 20503 Please MWy pOIT
EETURR woun rumn 1 varher o these addue.-..-.:n_ Send compiczd faena o the Ginvermm et Iszaim; | nmTach g b liseed ja Blach E.
A TN AL ETNE TILA 0  LXHIBIT C. CAIEGORY
) Tor ™ UTHER X

I S AT TTEM L. CONTHALTER WO, F COMTRACTOR
T AT AGEN I TNLEAF DATA ITEW 1 mrmtoaL ]
Al MANMNING REPORT CONSTRUCTION REPORT
48 TRy Dga Apiuesinon Hl'\-’llrm.';';l [T f MA%TRAC | REFEREMS ) B HEQLIRING QFEI3-
DL-MGMI-ER212A PWS Pura 5.6.2, ¥4 CEG/CECW (CFM)
TN 2RED WOLNT Rra 1:MEST o FREOm Y 12 DATFOF IRz KUERMISSI 1 DIITRIBLITICH

N() DALY rOsEs
vOAPET ERE NO I AREN BATT 13 DATE foF SNBELUERT A ADIHESHEE Taredi T ol ]

N{} (L] R Eepris
T ATRI AR R T CFN I

Block 4: Tailered so that only para 10,1 and 1.2 apply.

|
W LGN TN FITRY H TraT) WED B 1 bBa

- -
JIMMY L SMITH 23 AT JI

[/

Previvuy Eilitiens Are Obsalere

N kurm 1423, SEP 37 (EG) {Computer Canfraled]
Fiagcs

TE-4a-H(1-

Fagr A o 17




Feeh Bahikie- 2z 0001

CONTRACTOR DATA REQUIREMENTS LIST
{1 Data ltem)

Form Approved
ONME No. 07040188

Jasp ties Beeden extunale arry vdier aimeeet al they collecnian of infamatn melidimg sugperiions o iy this Jsirk=p, ra
Wl

L

Pazac rera g barden fn ln, celloanan «F inlonmanen 1% esttrated ke average 4 PG haurs per respeane, Inetudiing tlee 13me Tor reviewang NS lonm
Punp ecnsrine data wenees gathenne sng marslamiey e daze peeded. annd srnnplening and reviewing the g lection ol miarmadicn. Aenil Cominents

Dcparlm:m nf

£ Winluminen Headgquaners Soeees ereenurale for infennalion Operations and Reports, 1213 teffersan Dayiz Itighway, Snite 12604, Ariugsin,
Do wd teohe O Tiee of “anagrinen and Rudpce Fapeiwnrk Beduction Frapeee JUT 1LR). Waskenpsion, D 2050, Mrase (30 HOT
FEVURS wour Fane to crtlier o thene sddreges, Semed cumplered farm o the Cioserment Issuing Contrarting M, lisied in Black E.

1o PRICE GRoOwIR

F LETIMATER
TOTaL 1|

OALTAL L INF ITRRT S b RXIIRIT T CATFIRIRY
] TOP __  am OIHER X
EREE TS ) B OONTRAT PR WY F CONTRACTOR =
IR TOTTILL T maA A 1 TOBTITLE r
EMi] MANNING BFI*ORT MAINTENANCE REPORT
A AUTANGRITY Sl Ac it Iogue ent S o ONMTRACT Rﬁl LUERF & RPOUIRING (HFICE
DE-MGMT-802124 "W Para 5.6.2, 88 CEG/CECW {CFM)
T HE:; "OIMST EYATIRLMH I FRLOUEY Y 12 DATE OF DIRST SLIDMiSxI00 n 185 1R AT
NG DAILY COwLEs
“PTTCILL MEY A0l OATE 1 LATE OF SLRGELFNT A ADNRLSSES [ETT | anal
NG 0500 SN
BT ' TFM F
Block 4: railored so chat ouly para 1.1 and [0.2 apply. Latr 1 Ny
| Monitor
Block 14: Lab moritor's receive only the lab’s respuctive section. Sec Block -
I &
TNy
iv TOTal 1

1] FREPARETIRIY

JIMMY . SMITH

e

V A

BD Term 1123, SEF 97 (00 (Computer Generaned)
Fugey

TE=-42-1MK} -5

Previous Editiont Arp Easalicte

Fage 5 oar 17




Teol Lxhibire 4o 000

Form Approved

CONTRACTOR DATA REQUIREMENTS LIST
OMB Mu. N7G4-0185%

(1 Data [term)

T, raparing lnden 1ae thiz colleclion ol safrnnsian 15 esomalcd 1o Averhge 110 haurs per regponze, inthudiay: the nme for Fevitwing innDuchous
e el bl sourees, parkeomg and sanmaonng the date wecded, and comping and sevimwng the cllectinn o infarn st Send LANnrmEna;
artlingz g burdcn colnnale o any sdher arpel uld s enllece en o infoonal o wncfuding fugyestvme fnr redsicing dbis burden. 1o Depacimeny of

el er, Wosbingan [eadquairers Serveecs, [iccctrrate fue mtormanion Crperatioie. aind Repons, 1215 Jeffesmn DAy Highway, Suite | 304, Arlingrun,

B DFUZE I aud i e OOFT L ] Manyaement and Pudgel Faperandk B educhon Projec (U70d-DIEE] Washimmen, DC 20505, Pleass [X] MOT
KETL RS conan Inmm i suber of Hhege e pnnos Yend vompleted Fonzn ter the Clos efbnend Tssuiiy Tonitaenng My, leaed in Block F.
A CONI AT MY 111 A noanmT C LaIEGDRY -

TR TM _— WIHER X
F. LONTRACTOR

I STRIEM A FCONTRAL T-PR MO

i EUBTITE

MANHOUR REPORT

LI LA [FR] S TOTITLL LR 4XATATTEM

BoG2 VIANNING REPORT

S8 THORTY (aly 3w natton Cha et M 1 L CLATRACT RFFERERCE . RECNTIRING OFFRLI

LI-MOUMT-80212 4 I'W'S Porg 5.6.3. 88 CEG/CECW (CFM)

i7 PRICF CROLY

TR ST 1A el
TI¥TAE PRITF

SO Ay T8 DeF e TR I FRPOTFSCY 1 o2 DATE OF FIRGT SLGMISSI0M 1% I TRIBUTION _

L HEMI. 30 APR Q0 ORI
! AfWLlAL
A GO LT 11 MG CH DATL 1 TDATE OF 50 RETQLILAT A AUIIRESSEE af Fual ]
N{) ‘ M Aprd Rex || Fewm
et
TR A B CFM 1
Bloek 40 Tailored s thar oaly para 101, 10.2, and 14.3.9(2) apply.

H TOTA| 1

ir PREFARFLI T

<
23 Arr 99 | nibansnidl, / & Ao s
L/ N -

Wikiry Edifians Are Qhsofere

HNMMY O SMITH

B0 Form L4223, SEF Y7 (EG) (Computer fenerated)
Fapes
TE-du-0001-4

Page 6 of 17




Tech Exhibit- 1a.0001

Form Approved
OM No, 0704-0188

CONTRACTOR DATA REQUIREMENTS LIST
{1 Data Ttem)

—

Pubilic repomring burden For s colleceesny o usfoninadion 1 rstimaled 1o aves age LM Aour per regyamise, mncluding {he ime for PEVIEWIIEE TRSICGHE

repArhung chus birrden estinate oany neher aspect of thi eollernen of infeenalion inelwiing sugpsilivas Inr megucing Uas borden, 1 Pepaitaizor of
Diclense, Washington e adgunlos Servires. Bireciprate Tnr mlprmarion Crpceaticns sad

WA TN and rooehe Qe of Munapemsn and Dudpest Paperwaek Beduennn Fauject MTO4-OTBB) Washumwpuan, [3C 100 Plerse [ |
EETLIRM vimm fuwar 4t mirber of thase gaddi cuses Send connpleled Fanh 12 The Einvemement Innny; Coneracting Me, Listed in Blog), B

searching Fostng a1z scuicen,, patherwg and mainidione: e dae nceded. wnpieteryt and reviewngs the sollection of m fonmarion. Semd ramingngs

Reparts, 1215 Fellersnn Domwig Higlramv, Suitg 1204, Arkingym,

ATCIN AT 1 INF TR 5O | N IWHIAFT C. CATECORY.
: TGE Ik UIHFR x_

G T FCOINTR AT PR MO T CUMTRALTOR

TOTITEF L AT A 1AFhT I MUETITLE

N3 STATLUS REPORT

[ |||i.1k-.’:-

A1 THCEREL Y 11 0atg A Gaceon Ecugnenr B P OCAMNTRAL | REFERERTFE n RT QIR WG DFFICE

DI-MGMT-RI3 68 PWS Para 5.6.4. ME CEC/CFOCW (CFM)

IT FRIET LW

Or Marth,

[

SIS ERD T A IEMENT Lo FROGLILNLY 12 DATL OF FFRET BUBMISEI0H Pl DR TRIRLITIGN Th FRTiR % ILL

i) MONTHLY CUFTFS IBTAL FRICE

ENCIRsT N ] T ARTIF DAL 17 EIATE Uk M HSECITRNT A ADDRFESFE [ twall T Fomal
NO) SEE Rew [ uges |
BLOCHK |16

It HIRIARES CFM ].
Block 4: Tailared <o that only para 1.1 applics. ALY L
Block 11: Sulimit within five workdays after last week endding date

-

e /N NN

s TREFAREC BT
HMMMY CSMITH

_ | - A
;3 A[;.lr;w .In m%% A{ Z3
Ji / ‘w” '

Provigus Editions Are Obserleie

Ly kwem 2423, SE1' 97 {EG) (oo puter Goenerated)

Faeea

TE-4a-000]-7

Pape 7 of 17



Fech Exiibil- 4a O3

| CONTRACTOR DATA REQUIREMENTS LIST
(1 Data Item)

Form Approved
OMB No. 0704-D15%

Pabls vegmming Purden for ts Collersion of miamalom o CsriEmar
searchung enising na donrces. pddenng s0d Inarttaining the daee
ferancing b gurden stimate or aey caher gspect of this collmeinn

ed 12 averape 110 howeg Per reipunse, ineludiag the teme for e viEwIng ImunLenoa

needed and com plewng and reviewing e eolleclion of infarmadion. Seid commen
of informeation imchuling sugge g rducing Hus birden, 1o Department of

Tertea g Woaslhimmirms H=adagu3mers Sei v ives Threcrorte for 1 Foonahnn Operanigig and Repemnis. 1215 JedFer v Dl Highway, Suine 1204, Arlingtin
WA R02 gt ihe DTioe of Man ageiend el Budger Pagerwork Reduciion Prasect OHMR-OTERY. Washinion, DC 2040 Flease DN MOT
KECURN vaur fonn taocidhur ol hese sddretiey  Soud completad faom 10 the LikweEmment lasuing Lortraching Mo lisied in Black 5.

ACCUNTATT LINE 111 B ST T EXHIRIT T CATCGORT -

TOF L T™ O1HER X
T S5 STIALITIM ‘ b CTMNTRACTRR MiF F. CONTHACTOR
T ATA I i r Y TITLERF RATA [TLA T SUBTITLE

CONSTRUCTION REPORT

L LE 5TATIS REPORT
= AUTHORITY 13l Acoiinsin Liwutners Moo DM THAL
DH-MEOGMT-803468 PWS I'a

T REFERE ML b RECHTIRING 0 FILE,

ra 5.6.5 88 CEL/CECW (CFM}

[ —
17 PHIN kRO

TLYTRRRRE | 8 minT S ATCMERT I rRUOULMLT

My WEEKLY

12 TPATL o HIEST SURMISS 10H It DIETRIEL FTOMN

COPI-S

—
1T FETIhia 1L1Y
HITAL PRICE

_|

Block 4: Tailered so that oniy pars 10.1 applies.

5 APCT D NCE It ASOFOATC | ¥ CATF OF SUBSCOLEST A ADOEESSER Thafi | fimad
N Meeting M | Aepia
6 Ri MARL: a O FM 10

T Ty
L
Q 7/ 13 Iu
1 PREFAFEC BT "TTH DatE 1 YL BY i
JIMMY C. SMITH 23 APR 99 ¥l

I korm 1423, 5EF 37 {EGY (Compuier Crrernted)
Fapra

JI
Frevioue Ediclont Are DEsofete

TE-da-0001-8

Page 3 of I7



lech Exhibic- 1aig]

(! Data Item)

[ CONTRACTOR DATA REQUIREMENTS LIST

Farm Approved
OME No. 0704-018%

Pt reparn g Surden Bz thag calleo o oo infanmann 12 edomated Iu avempe P howss per respoisge, including the ime for reEviEwInE Insl fuglisnr s
sarhing ety data sanics | aivening and il the daie needed. and cainpheting and seveewing the collestion nf information Send commaea
semhing, rhis bueden esnntate v ans shzF 3apget of B enllermon oF infod Lt including sugpestions
Telerne, Woishemgian | iradguanor s Somoces. Bireclorate fue sfnrmstion Opraatums and Repoms, 1215
WA LN A2 aad 1o the OF%co ol Maanem ent and Dudyel Faperwerk feduce en Prajezd (0704-0152). Washington, D 200403 Pleate D0y MEHE
FEZHRM aur tnm s eirher a8 1k ese aiddonaes Send completad finm Inrhe Gon gament Issuing: E‘.unlrxlr'n; Mia. lasied in Black E.

tor sedwtrng tus hurden, 19 Deparrmem of
elterson Davis Highway, Suitg 4 204 Arlingrn,

VOLONTALT LRT LA 20 I\ FXELOrT U CATECORY-
TP Thi __{NHFR __ X%
M ==RTEALTI M [ . CONTRAD TR Mo, F CUNTRACTOR
IERE R CUTIULL K AT [TT - 3 EURTIILL
cCOgy EQUIFMENT MAINTENANCE PLAN

3OAL  HURITY | Dma Acce il kin Mo yeoent B 1 VLY IRALT REFFRCRET

DI-MGME-50444 PWE Para 5.6.6.

& REQUIRIMS QFFCe,

88 CEG/CECW (CFM)

T DATE OF FIRET SURWISEION

LS MISTRILL TS

< e

SeOuErg v e STATRRERT ] 6 PREQLESCT

MY AMNUAL LoERE
K AT T o NO | v At uaE 1% [ea LW SNUBSECAIERT 4 ADDREFRSFF Tkall | Fimal

ML} [ 150OCT Rey | Repea
BT O - Lab - 1 -

Muonitor
Hock 14: Lub manitors receive ualy the lab's respeciive section. CFh 1
See hlock -

G

D525 71 N

] TRLFARLD BT

HNMMY C. SMITH

R Form (423 SEC 3T (O (0 mupanter $fenergred)
Papes

T'zis APR 99 h%ﬁhﬁ/ Z./r ;’wag 57

N 4

gux Editions Are tMasolere

T¥.-da-060] -9

17 PRICF LMILP

1IN EETIRA LD
TITAL FRICF

Hugre 9 w17




Teel Kxhibn Ja.0001

CONTRACTOR DATA REQUIREMENTS LIST | Form Approved
OMB No, 0704-D18%
{1 Data [tem)

Pubsiic repairting Limden 1or rhis colleelan of indsemation 15 S5 MEEG 10 avcrare 1310 hoges qu:r s including 1he e 1or L T T R T
sarehing ¢aastinge ala swerces, pathering and aintaomng the dae nesded, gid wuinelening and rrvicwing The rableetion oF iiioemannsn Gend comamgnia
sepmarchiey thes burden esiomate o any mher Bxpect of this wollownu of nfarmarnian iechuding g mupgpesiong G vedlucany this burgken. 1w Jdeparmens of
Uelecwr Washmptor |eadquanscas Serveces, Throelomie Tor infarmeatian 4 hserari o dnd Reponie 1315 Pefferson faws Highway, Suere 14 Arhingron,
WA U and 1 e Oiffce wf Manageine and Risgger Popeewin b Beduchinn Proqeet yO704-1122) Washingrine, LK, 25507, Mease DUF MOF |
RETL RM vow liam 1 eirhear o0 sl ac addeeges. Samld campieeed Farm to the Gus eremenr Istuing Contracong: Ya, listed in Gluch b

17 PRICE GRO P

TIAL PRI E

Block T4: Lab monitors receive anly the lab's respective section.

| —
T

C , i Y2y 2

‘T PREFERED BT EREETAT 1 VED BT T DAT

JIMMY C. SMITH 23 APR 92 | J] 1/&:{] 7 % 4
/LY

Previpus Editionr Are Qhrofeie

TE-4a-0040!- 10

O Frcn LAZE, SEF 97 {EGY (€ ompurer (Geacrated)
Tradrsy

A VI EALT LIKE ITTR] ey [ LXHIHET 1 CATLGORY.
. 100 . TM aTHCR X
I3 SYETERLICES b UGNTRACTRR Mot F TONTRACTIR -
BT CTILE A PATATTEN ) T AUBTITLE -
02 COST PERFORMANCE REPFORT SUMMARY OF MAS WIORK
@ AATIRITY (Tars & camanies Troeent Mo " COMTRACT RLFERETLT = RETAIIRTAN: (FFICT,
DI-F-6000C PWS5 Para 56,7, 88 CRG/CECW (CFM)
T oD AIG [T T n A TR IENT TR ¥ | 12 DATE OF FIRST 5L UANBSIon N BSTRIEL noR ) 16 RianiATI
MNE R MONTHLY Lo
R TGE N 1 AEDF TATF 11 A EDF S @3EQL BT 4 & [WAELSEF Thah Final
L1 8 See Block e ey | Repen
BT - T ' Lab 1
Monitar
Block 4: Tailored su that only para (.1 and 10.2 apply, 1M 1
Block 11: Submit within five workdays after end of moenth. See block -
15

Fapr [0 w07




Tech Exhubit- 4. G601

CONTRACTOR DATA REQUIREMENTS LIST

i1 Data Item) OMEB No. 0704-0 88

Form Approved 1

N terw s Lo ot coslecinm mi iedaeranmn il eslim arcd 12 dverape 110 howey per eespoibse, necluding the tme Jor FCYICWINE, EMSITUEigns
wE e A e, gathenng and namsinneny, rhe dare meeded, and i plenng and reviewing the wllecinn of nfomation, Send LONTITE AL
E g 1 Leadez evcomaee ir gy aier aspeel of Mes collection uf mlsmmanen inclading sugpesLiens for teduialy o bunlen, 1o Department uf
rzre v Woashiptor Hzadquados Services, Mhrectirate for snform atos Upnzraninmg and Reponis, 1215 JeMlerson Cravip Elighway. Suile 1204, Arlingin,
WA LS and e b Oice of Man ageinan and Puclim Papemsark Be dulin Prnjece (OTM-0188), Wasdunpten, M 20507, Ploges LK WOT
AT U RN o b o mnider o thess addre spee, Sead cutnplated Inim rathe Gros ermenent lusuimg: entraeting Mo, Lialed m Black

AT AT L IRE ITRM Had [T ¢ CATECORY-
TP ™ _. WTHER N

TN A NI TN L AUTRACT N, F. CONTRALCTOR

EEIATITIE

GPEN/CLASFD WA REFORT

AT R TTTITLL OF DA TR TTEM

COHRE COST PERFORMANCE REPORT

5 :-l.- HOTE LY “Lhaa & g sminon i}-'\.rurr:-:-- .N.-. 1 S LONTRAUT RFFFRCKEE A RLCMJIRING DEFKE

17T FRIUE GHIL I

DI-F-npoc FWs Para 5.6.8. 88 CEG/CECW {(CFM)
SRl Rl G [0 T a0 A TERE It FRCQITHCY | 12 OATE OF FIRET 51 DWELI0m 3 RISTRIBL 11O~ 19 EazIMIATED
M) MONTHLY B TS TCHEAL 1T
¥ TET OO0 NO) TT A% o P TE SUUATE R SUBSEDLENT ] & ADDRESSEE Trram Tiral -
W See Bloek 16 | e, | e
TI‘-MRK.S o Lﬂh‘ -'
Maonitor L
Elock d: Tailered so that only para (0.1 and 10.2 apply. FM 1
Blovk 11: Submil within three workday of end of month. See Bock -
It

Block 14: Lab imunilsrs receive only the iab’s respective scction.

o~

‘___,.-o-"'-_\

G PEIPARFREY

JINIMY O SMITE

(’._:’__ y 3% ﬂ. - ' 2
23 APR 99 h:ﬁWﬂ ﬁf }1,-‘»‘
/A A

Bk Yorm 1423, 3EY 97 (EG) (Computer Generated) Previons Edinfons Are Obrolete

Faves

TE-4a-{H101-11

Fagre 1] of 17




Tecl 'xhibnt- 1320040

CONTRACTOR DATA REQUIREMENTS LIST
(1 Data [tern)

Form Approved
OMB No. 0704-0THE

PPl e parig buiden od g s golleoim ol i 2o in catmraherd average | 19 hawns per sespnmse. including the ime for tevigwing et
ERATLOINT CR IS A RS s, pallgene aod mamcanmep e daje oceden, amt esmpdehiny end revaewin | 1he eall=ctivds vl i Forem aejen. Bend Commitnl s
fepanchag et g1 ne or ane cther aspec | of Bis collecs an gf i fGmananian el kfing Suggestions Joa vediring this burden, 1}epanmene of
Tl Wi plun Headguaimees Seraees, hreciorgee fus sofunmaian Operatinmy and Reports. [ 2135 FefTeisom Davis Highway, Suite E204. Arin i,
VAN wnd 1= e OFRCz ul Marareinen and Bndyet Papework Redughan Frogean [UTRT D1FRR) Washington, L€ 20403 Meage IXT KOT
RE 21 H My ar romm wineorher a8 thegs addiesses Sencd campletcd Fonn b rhe Gavemmend Iszuing Centracon Ma Bisted in Block I

I Foroe 423, 58P YT [EG) [Computer Generaled)
Fapry

TE-d4a-0081-12

Frovicus Edidons £re Obsolnte

LN AT I TR ITE R T remimT O CATECARY
| _ TUR ™ __ DTHER X _
N S AIERTTIeha P COMTRACPR NG F CORTRACTOR |
I R | T OUTIT af DA TA 1114 T GATITLL -
Coo4 PHYSICAL INVENTORY REFPORT
_-I ﬁ.TI!ll:JH.."-’T ol sweqrarsitie= Mledtment P FOrOMNTRAC T REFERENTT b REGLIERENG QFFICE. 1 FRIFCE CHLCH T
DG MT-B0259 PWS Para 5.4.9,
TR REG | il n i ATEMERT 1 FRTQULMYY 11 DATE OOF IR 5T SUDMISSIAN 1% CISTRIETIGN “'__ 1§ ESTIMATFIY
W) ANNUALLY | CONTRACT START [T TN AL PRICE
ERCETTE 1) T 1% Ha L V1 TDATE OF SURGEQLENT 1 4 mnneesser [l [ Froal
NO) | Bee Rinck 16 | CONTRACT END Reg | Renre |
o RIWANRS T i AL 1
Block [1: Submit within five workdays of complelion of joint CFM |
INVeRTory.
2
T ERCP&AFL Y - H  DATE T DAT ﬁ
JINTMY O SMITH 23 APR 99 ' i o

Page 12 of 17




Tech Exhibit- a2 (04}

—

0 ¥orm 1423, SEP 47 (EG) (Cemputer Gentrated)
Fagues

TE-da-InMIL-13

-

CONTRACTOR DATA REQUIREMENTS LIST [ Form Approved

i OMB Neo, 0704-11158
{1 Data Item)
T fepactng durder: Lor rlus rellection af nfurmanion 1« moomaied 1g avtrage 1111 haars per zesponse. including 1he time for BEVIFARE IMSAT U lion.
seaecling evisting data 2oanies pathenng and ihanilarning Use slaie needed, and sunnpleng and TEvatwing the Loliroiien ol infpniaron Send camric
exjrizling this bueden estmate ur any rher stpect of this collection ol miermation inciudiog superssona for feducing thes burden. tn Depatinen of
Defouse, Washingren Headguaners Senares. Diresarare T2 nfoomsadson Uperannng and Reporis, 1035 iclTersan Davic Highwiry, Saiinz 1204, &z limpaan,
WA LMDI2-4402 ani nhe Oflee of Manapnnen amil Rudizee Paperwork Reduihien Projeer (0T ME] Washunmaon, D6 20503 PMease [43 1]
RETY &M g fian b cither nf these addresses. Send cimnpeted fom e the Crrvemiment Tesning £ ontmacting P Listed s Bloek I,
A CUVIRTAL L LINE 131 W MY IV EXHIATT 0 CATECORY
TOF ™ __ HER X
I BYEATLRITEM I [HNTRACTER NG, P OUUNTHACTOR
T ZTTELF (OF 1A 14 1ZEAL T SLETITCE
Dokl YIAINTENANCE PROCEDURES MAINTENANCE ACTTON
SHEETS (MAS]

4 41 THORFTY (0 aer noan oo B - [ COSNTRACT REFERENTF A PRFECLIFRIMG O F e,
DL-FLSS-80493 PWS Fura 5.B.2.1, 3% CEG/CECW (CFM)
“ohzwhtn [ w0087 STATEMKENT UFRULRCY | 12 DATH OF FIRGT 5 LBAT 5510 v DS RO T

Ny AR REVISER | SEE BLOCK 15 TOFIa
LY S TTa N T A% 3ATF |1 A TE OF SLESFOTIERT 4 ADDRESSEE [ Tewt T Fira

NG SEEBLOCK 16 ke | Resrn
b H. WIARKS - FM 1
Block 12: Submilt within 20 working davs of Lhe gnvernment Lak 1
previding sample MAS Monitors
Block 13: Submit within 10 workdays of chunge approval.

/,"—_"\
& g -
T FREFARED BT AL 1 /‘ /! 3 LATES "
JIMMY C. SMITH 23AFR 99 | JIM S 4’ 123 f
- : )

P’P{dﬂi Edfirions Are Mbsofate

17 FRICE riRraLm

13 FETILATIR
FLILAL PRINVE

Page 11 w1 17




Tech i «hibit da,0001

BN Farm T2 5EP 97 (B4 (Compuier £2enerated)
Fapes

TE-da-{HM1-14

15 |

A&ns Ediniany Are Obrofeie

CONTRACTOR DATA REQUIREMENTS LIST | Form Approved
OMB Mo, 0784-01 88
{1 Data Item}
T repueTone burden Tor e colleetiem ol infanmalign 18 tanmnaied 10 avergpe |10 hows mer respoass, inluding ihe me for FEVIEU it |nsinErTiong
sl coegling Jala womees patheris and waialing the dale needad, and culnpieling and res icwing: the calleeteen af il srmakon, Send cinmmenrs
<twanker sivs burdes esronate or Aty ol aspaect el Has rafecion of Gnfu madns meluding mggerions fn reducing thit Bupden. tm I parmenr of
W lmse Wisluneon Headguarels Services, Direciorale B indmrmaison Op=eat iy el Repoits, 1215 Jeffersom Davis Hiyhway Siile 1204 Arlitgnn,
WATIIO A0 g the DMcs of Mawagement ang Dwdp ot Paperaork, Rodwcrim Fropecd [FT04-01BB). Waghingion, iX7 2050, Flegax [X) MOFT
BT RE vour fonm e vl ul hee addresses Send sonpleied fucn 1o the Toverumet Bsuig Cinimetn e Ha, liped in Hhok ¥
v CTTATT T e (TF R NEE A FXIATT L LATRORT —
TOF . TM™ __ OTMCR . X
1% "\IZ'H":TE\[-T'I'I'M I CONTRALTTPR MO, E COMTHRAL 101R
U Data ke T P T THE (F DATA TTLM ' 1 SUBTITLE
SAFETY STANDARDS & OOPERATING SITE-SPECIFI{U 5PILL
DO02 PROCEDURKES PREVENTION/
RESPONSE FLAN
=3l THORITY Lk Al quiaibeom Chgumens 001 £ '.'-I']‘-I [HAL ] HEFEREST: A RECHLITRIMG Qrdci 11 PRICT- GROILIP
NI-SAFT-80582 PWS Fara X" 8.53, 88 CEGHCECW (CFM)
T ik TR | B BT ETATFME AT | 0 TREETY T DATEWH 1 IRS1 UM ISEION 37 TRSTRIDUIIGN - T EETRATER
M} AN RED [RELITH ] AL PR L
SRR N3 " AT DATE 1 DATEOF SLRATIIT ST 4 ADDRESSEK Tirain ] Final
MY Sve Block 16 hey | Rapio
[ TR AERES ' CFM 1
Btock 4: Tailored so that only para 10.1. 10.2 and 10.3 apply. 38 i
ABW/IERM
Block 11: Suhmit within five workdays of occupyinp an applicable
drecl
e
15 2z
F I -
i FRLPAREGDAY [ LhA T — UVED B / ( ) DATR L., .
JIMMY €. SMITH 23 APR 99 | I £, 7s e FP
v

Fagr 14 or |7



Tech Exlighet- 4. 0001

CONTRACTOR DATA REQUIREMENTS LIST

(1 Data It

em)

Form Approved
OMD No. 0704-015%

Hubhe teponting lzlen Lor thes vol eenan b infenmalin 1+ eslineated o aterage 0 heuns po

PRSP iy

ALl sty data sy pishenng and maznlausing e datc needed. and snmplating and reaEwing 1
vepstane thas barden ¢shimate o aug onher aspenn al'ihis collection of infowansion nselugity Suggestnins fa

Dleliree, Wank e Heickanamess Servicg s, e lurele Lar infrnm acican
W DI W e the UELe of RMasagcment and Dirdped

clding 1he Lime Jor :"c\'t'twing instructums
he codlecanm of infremenion Send commer =
r reducing 1his buiden. t Leparimen af°

Chperativnas amd Kepowts, | 215 Felimrwon T Tlighway, Suite 1209, Arhinpiea,

Faperwork Redusiion Project (0T DEGRY, Waslunpion, DC 3. Pleasc 6P %00 |

BF RN vour Fofm 1o ocither o shene addranses Sené completcd Form oo the §xeaemmen [sbuing £ vanraering Mo, lisied o Hluck F
VO ACT I IE TIT R Mg n TXHET T T T CATEGARY -
e M OTRICR X

s STERTTEN |

CONTRACT/FE W)

TF TONTRACTONR

oA T I e 2 NTLEDFEATAITIR

(ELLLE

CORROSION TESTING REPORTS

' *BETITLE

WATER TREATMENT REFOH |

1A% THSRITY a1 Ao o Breumint f |

l S S LIMIRALT REFFRFMCF

& ROCAUIRIMG CHFHT.

DI-MFFP-8010% [ WS Para 5.B.6.6. |.AB MONITOR
ORI OONIST S TATI RN Ml FRECSIERTY [ r";.ﬁ 1L 0} FIRET SLEMIESIN F | DISTRIEUTION
Nl WEEKLY LCGFIES
[ a1 cine N 00 e F A E 11 AATFLIF &1 BRECFLEM] A ADHHICSSLL Dean Fanal
Ny Tuisdax Beg | Aepra
Tn H' RALRES - Lab : 1 -
Monilor
CFM 1
™
f 1 L 2
[ FREFARED BT H uATE 1 371 ] . DATE
JIMMY . SMITH 23 APR 99 I)J:x/{ 1"}/%3?
Fd

DI Form 14235, SEPF ™Y (E4G) (Computer {Ceneratedy

Fupen

Ji yf/
7
V /4::#{!3#!:.‘& NI Are Dbtaletr

TE-4a-001-15

17 REEFF R olie |

It CRTIMA LD
1IFAL PRIC L

x

Fage |5 of 17



Tecly Ex hibit- 4a. 000

Form Approved

CONTRACTOR DATA REQUIREMENTS LIST
CGME No. 0704-01 8%

(1 Data llem)

Fardiy repaming burdei Tom thus callentinn of m Frrmation 1w eabmmed 1o averaps |1 haurs per responze, owluing the 1ame o receang Mathoelions
sathozy =vemeg dazsa seworces, pallieiing aml e aanratbng He dace needded, ad completsng and severwing the coliechimn of infarmalion, Send PP
rrpAsring 1oz busdes eslumans s any nilher asprecl sl s rolledtian of infuomadion wyrduding suggest i for reducing Uus burde, 15 Dcpartman ul
Pheteras, Wit Headyuarers Servizes, Diecetorale for mlannation Operalwns 2wl Repoma, 1215 JefTer on Thr g Sue 1204, Aslingt.
LA AR e i dle OFfice of Magpemenr and Tedper Pgerwork Reduction Frogeel (UM BTRE). Washungion, PC 2050). Plouse TE MOT
RLT-RM vt dorm 1o ceher of {hese addresars  Send coinpleted fimn to the Govengnent Lszuimg { onimenny W, listerl im Bleck |;

TP _ TnT  OTHEK X

A LT ADTLING 17T it l T T TAIRRINT
] F COMIRAUTOE —

13 % ST RRTTEM [ COMTREAL 17 M,

1T T TR S L TITLEGF DATA ITFW T SIHTITLE

L QUALITY CONTROL PROGRAM

- 4l FHCHTY n;l';:u Auipbala i theumenn b o f CORTHALT REFEREWECF 4 RECLIKEML FFICE

PWS Para 1.3.1. CONTRACTING OFFICE

17 FRICE GECGP

e e
11 ESTIRATFE:

T A PRI -

fLlr'l.'m BIED [ oo ST STaTlLH] It FEEOQULEST 17 [uh[E OF FIRST BURMISRNN b DJE!MFIL‘FID-g
NOY ONCE SKEK BLOCK 6 TS
IEEEGEED oT) 1T &% BATE 1% DA Tk Lk SUBSEGUENT % APORESSEF Tiesh | Fmai
14 Lee Bluck 16 | SEE ELOCK 16 Koy J Reprm
TR RPARE S T o i COy 1
Block 11 & [2: Scbmit plan within 20 workdays after contract M '

anard.

tilavk 1.3 Plan will be revised, as required, during peried of contract,

o
T *
ALY

23 APR 99 :ﬁﬁﬁﬁﬂgmﬂ/%ﬂ 1 :!D;EZ &’

- VRI:FARED BY

JIMMY €. SMITH

r

]

C~ “?
DI Form 423, SEF YT (EG) (amputer Gengraced) Previous Ediftans Are Gbsolrir
Fapus

TE-4a-3001-i8

Fage LD of 17




Tech Exhibir- 43 Q01

CONTRACTOR DATA REQUIREMENTS LIST
(1 Data Item)

Form Appreved

OMB No. 0704-0188

Prubliu repuiig: hurden for sthes coliczticn wl Immmann s cptmrted 1o average |19 howrs Pl e ineludilig tive fime Tor feviewang Mt autimes
wanrehung carshing dala wearces, eEnEfng and naasniainimge rhe dars eeded, aiml complesing and reviewing the eollection ol inlremaion, Send comuner s
reaniing ahy burden eshiamalc or any oiher aspece of Hius wioHecrion of informatiom imclucing wppestions Poc rediseing tys burden. o Lwpanimen af
Defens, Washiagion | feadquaitcrs Sevvicrs, Birectarse for ichamation Ciperatieens and Repuarts, 0214 JefTarson Dayis Highway. Snle L34, Ashinpron,
W 20T aedd e O Ffice of Managemenr and Budpe| Faporeors Redusian Progcct {0M04-01%%5 Waclungton [ 20503 Pleasc DO HO
RETURN yuw Inom en etlier of 1kctc addrosscs. Send complered foem e tee ©invemmem Isauiny Conlecring Mg, listed in Hlnck F

A CUINTADT [FSE [TEM R H. FXHIRIT T CATEGURY

e 1M

OTHER = X

M S5valFRTER ¥ COHIRACTIFH MY

I CONIRALTOR

OTITLE L D] & 1TRS]

FROPERTY CONTROL PLAN

I RT3 [ L

£an2

FOAUBTITLE

4 A1 FHOEITY 1Dan Acins.sin Mernmom | " COMNTRACT HEFERENCE

"W'S Para 3.5,

* RLOAIEING (FFHCE

CONTRACTING QFFICE

17 FRICF GROLP

iE EETIMATFN
T AL FRICE

L T n B R o IMST STATLRILM] I FREQUFMCY 12 DATEQOF FIRET SEMMISSEHIMN iy OIS TRIL TIOM ]
N(} ONCE LRIk
v OAFIT UGN NO Il AT 0T BATE 13 UDATE OF SURRFOTFRT A ATHWFSEELD Ll Final
NI} Sec biock 16 | Reg | Reprm
R RARNE T 0 I
Block 11: Submi plan within 20 workdays after contract award. LCFM |

T

.

G FREFARFIr B Y o H

JIMMY O, SMITH

4

0oy Furm 1423, SEP 97 (EG) (Compuler Sienerated)
Fapcs

TE-4a-IN31-17

Previons Editions Are (dsolete

[ A BE
AR A By 71

Pape 1T af 17




